‘ BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S0 1A, duwdng Pirc Thiing, P. Pirc Thing, Q. Bic Tir Liém, Ha Noi
Address: No.1 A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

'LLJJ

S6/No: W2406-059 (24.477)

1. Ténmaw/ Name of sample : MAu nwée sinh hoat - Pé Séng-Bic Son DN
2. Tén khach hiang/ Name of customer : Chi nhénh Cép nuée Biic Som - Cong ty C6 phiin cap thoit niede
Lang Somn
3. Biachi khach hang/ Address of customer : thén Tién Ddo 1, xi Long Dong, Imy@n Biic Son, tinh Lang Son
4. M6 ta maw/ Description : Miu duyng trong 1 can 5 lit it & didu kién thwdng
S. Ngdy nhdn miw/ Date of receiving : 07/06/2024
6. Ngudi lay/eiri maw/ Sample taking : Cao Trung Diing
7. Tl}(‘ri gian thir nghiény/ Testing time : 07/06/2024 — 20/06/2024
8. Kétqua thir nghiény/ Test results : O Y
Két qua QCv {/
TT Tén chi ticu Phuong phap thiv Don vi Result 1:2018/BYT., e
f risris it " ; \d n
No Characteristic Test method Unit W2406-059 \g,lrur ily T ¢
hian cl
| Coliform téng s6*) TCVN 6187-1:2019 CFU/100 mL KPH <§&"
2 E. coli® TCVN 6187-1:2019 CFU/100 mL KPH <1 \Hdc
KPIT =
senic (Ag)) .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500-CI
4 (*) =
1 Clo dur tu do G2017 mg/L 0,32 0,2+1
5 Do dyc!” TCVN 12492-1:2020 NTU 1 2
6 | Mausfic TCVN 6185:2015 TCU <5 15
7 M, vi Cam quan } Khéng ¢c6 mui, vi Khong_co mi,
la vi la
8 pH® TCVN 6492:2011 - 7,9 6+8,5
9 Staphylococcus aurens SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa' TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit? TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
) KPH
(*) 3 3
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 (" "
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat(") TCVN 6186:1996 mg/L <0,5 2
15 BPong (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D§ cimg, tinh theo CaCO;" TCVN 6224:1996 mg/L 251 300
17 | Fluor (F)" SMEWW 2500 D: mg/L | KPH (LOD=0,07) 15
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KPH 0,1
' (LOD=0,015) ’
- " KPH
Iho *) .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5 tinh theo N) TCVN 6180:1996 mg/L. 2,2 2
- | KPH
1_ r (t) r 2 .
21 N(lfl‘lf (NO; tinh theo N) I'CVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)t” SMEWW 31118B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
1. Céc két qua thir nghiém ghi trong plneu nay chi cé gid tri d6i véi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mgt phan phicu ket qua thir nghiém néu khong cé sy dong ¥ bing vin ban cia Truémg Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu cau ciia noi giri mAw/ Name of sample(s) and customer are written as customer’s request.
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Dia chi: S6 1A, dwdmg Pirc Thiing, P. Dirc Thing, Q. Bic Tir Liém, HA Nji
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PHIEU KET QUA THU NGHIEM
TEST REPORT

IKét qua QCVN 01-
TT Tén chi tién Phwong phip thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W240 6-[559 | Ngudng git?’i
i han cho phép
o < .
24, | Sunphat (SO4)" SMEW‘Q;&{)_? S04 mg/L 40 250
: : SMEWW 4500-S* - KPH
- **) . 5
25 Su.nf'ua ! 2023 ma/L (LOD=0015) - 0,05 B
Thuy ngéin (Hydrargyrum) NIFC.03.M.66 (1CP- KPH
26— g MS) pII (LOD=0,00015) oo
27 | Toéng chat rin hoa tan (TDS)!") SMEWW 2540 C:2017 mg/L 417 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
29 ﬁl‘;;ﬁ;;,"‘ céc dan xudt chloro-s- | ypy 1p 1.pP 45:2021 pg/L KPH (LOD=0,2) 100
30 Chlorpyrifos™ HPL.HD.H.PP 45:2021 pg/L KPH {(LOD=0,2) 30
31 Cyanazine!” _ HPL.IID.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop'” . ‘ HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) ~J100
33 | Hydroxyatrazine®™ : HPL.HD.H.PP 45:2021 jg/L KPH (LOD=0,2) \_200
34 | Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) \20)
e NIFC.04.M.021 (GC- "AM Eﬁ
3 ‘methri (**) =4, n F
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 2 O
36 | Propanil®” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) m /Ay
37 | Simazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=02) | o2
I NIFC.04.M.021 (GC- ==
alint™® 4 = -
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
39 Bromodichloromethane!" EPA 524.2:1995 pg/L KPH (LOD=3) 60
40 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform!” EPA 524.2:1995 ug/L KPH (LOD=3) 300
42 Dibromochloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine” SMEW \;{ 0‘11300_(:! B mg/L KPH (LOD=0,07) 3
44 Monochloreacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khéeh hang giri dén;

QCVN 01-1:2018/BYT: Ouy chudn Ky thuit Quic gia vé Chat liegng mece sach sir dung cho myce dich mreée sinh hogt;

KPH: B6i véi ce chi tiéu Héa: Khong phm hién, két qud nhé hom giéi han phat hi¢n ciia phieng phap; Dai véi cde chi tidu Sinh:
Khang phat hiér: la khong c6 khudn lac nac moce trén dia moi tricéng nudi cay;

Cic chi tidu dinh ddu (%) la chi tiéu diege cong nhan ISOAEC 17025:2017;

Céc ehi fiéu danh dau (**) la chi tizu dirge thire hién bai thiu phu.

Ha Noi, ngay 20 !ha'rg 06 nan: 2024

PHU TRACH /é/" IANI pOC
PHONG DICH VU NUGC, QTMT&MTLD ' AM XET NGHIEM

2 Th Hung

K¢ bai: Vit Th: Ciie Ay Xy: 21i06:2024

Nedy ky: 20062024 19:31:56
Té chire xée thure: VNPT Certification

Ths. Vii Thj Ciie TS. Diing Thi Hung

-

Chc két qué thir nghiém ghi trong phleu nay chi ¢ gia trj déi véi mau thir nghlem/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mét phan phiéu két qua thir nghiém néu khéng cé sy dong ¥ b’ing vin ban ctia Trudng Pai hoe Y te cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén méu, tén khich hang duge ghi theo yéu ciu clia noi giri mAw Name of sample(s) and customer are written as customer’s request.
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BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: S6 1A, duwdng Dirc Thiing, P. Dirc Thing, Q. Bic Tir Liém, Ha Nji
Address: No.l A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

. S&/No: W2406-060 (24.477)
: MAu nuée sinh hoat - P6 Sing-Bic Son CN

—

Tén maw/ Name of sample

2. Tén khach hang/ Name of customer : Chi nhanh CAp nuée Bie Son - Cong ty C8 phin cfp thodt nire
Lang Son ) :
3. Dia chi khach hang/ Address of customer : thon Tién D4o 1, xi Long Ddng, hnyén Bfic Son, tinh Lang Son
4, M6 ta miw/ Description : Miu dyng trong 1 can 5 lit & diéu kién thwdmg
5. Ngdy nhin maw/ Date of receiving : 07/006/2024
6. Negwdi lay/gli mau/ Sample taking : Cao Trung Diing
7. Thaoi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test resilts 2
Két qua QCVN 01-
TT Tén chi titu Pharong phap thir Don vi Result 1:2018/BYT
1/ cefericti » i 5 re
No Characteristic Test method Unit W2406-060 Ngudng gidi
han cho
1 Coliform tdng s TCVN 6187-1:2019 CFU/100 mL KPH / DY TEMN
2 E. colit" TCVN 6187-1:2019 CFU/100 mL KPH V3 A1 K
. KPH
(*) T\ s M
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) ( = ( ORUNG IA i
' SMEWW 4500-Cl iﬁ ET NGHH
) *)
4 Clo du tir do G2017 mg/L 0,27 \\ )3 /4
5 Dé duct” TCVN 12492-1:2020 NTU 23 \‘F?.Hn’,, = ﬁﬁ
6 | Mausic TCVN 6185:2015 TCU <5 A
7 M, vi Ciam quan . Khéng ¢6 mui, vi Khong‘co mui,
la vi la
8 pH® TCVN 6492:2011 - 7,6 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <
10 Pseudomonas aer ugmom‘ ) TCVN 8881:2011 CFU/ 100mL KPH <
11 Amoni®" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. o KPH
(*) .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
‘ KPH
. (*) .
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi sé pecmanganat(*) TCVN 6186:1996 mg/L <0,5 2
15 Dong (Cuprum) (Cu)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D4 cirng; tinh theo CaCO;" TCVN 6224:1996 mg/L 236 300
17 Fluor (F)? SMEW\;} 01300-? B mg/L KPH (LOD=0,07) 1,5
18 Mangan (Mn)"’ SMEWW 3111B:2017 mg/L e 0,1
- €= (LOD=0,015) !
- KPH
A 3 (*) 4 -
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5 tinh theo N)™" TCVN 6180:1996 mg/L 1,72 2
& i " KPH
¥ “1i (*) 3 . y
21 Nitrit (NOy tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sit (Ferrum) (Fe)) SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
*) :
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Céc két qua thir ng]ugm ghi trong ph!eu nay chi cé gia tri dot‘vm mau thir nghlem/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mjt pha.u phicu két qua thir nghigm néu khéng cé sy ddng ¥ bing viin ban ctia Trudmg Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mAu, tén khich hing dugc ghi theo yéu cau cia noi giri maw Name of sample(s) and customer are written as customer’s request.

HPI BAMTT 19/0011 T2 han hanhe 9 Qndt vaée EMNE DL N Tsoa waiis
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TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S0 1A, dwdng Pirc Thing, P. Pirc Théing, Q. Bic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM

TEST REPORT

Két qua QCVN 01-
TT Tén chi tién Phwong phdip thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-060 Ngudng gidi
han cho phép
3 = 2-
24 Sunphat (SO4)™" SMEW\;/.;(;S IO -? S0 mg/L 33,8 250
SMEWW 4500-S* KPH
**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
261 (Hg)t" MS) melk (LOD=0,00015) 0,801
27 | Tdng chit rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 318 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
29 | Arazing vd i din xuit chloros+ | ypr, i 1P 452021 ng/L | KPH(LOD=02) 100
30 Chlorpyrifos" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine!”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin®® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
. (o NIFC.04.M.021 (GC-
() =

35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20
36 Propanil®") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2y

; . (o NIFC.04.M.021 (GC- 4

alint -
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20}
39 Bromodichloromethanc!" EPA 524.2:1995 ng/L KPH (LOD=3) 607
40 Bromoform®" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform!” EPA 524.2:1995 pg/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(*) SMEW\;,OTgOO—Cl B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Man do khdch hang givi dén;
OCVN 01-1:2018/BYT: Ouy chuin K7 thudt Quéc gia vé Chdt eomg nieée sach sir dung cho muc dich nuée sinh hoat;
KPH: Boi véi cée chi tiéu Hoa: Khong phat hién, két qud nhé hon gidi han plmr hién cita phicong phdp:Péi véi che ehi ticu Sinh:
Khéng phat hién la khong e6 khudn lae ndo moc trén dia méi truong nuéi cdy;
Céic chi tiéu danh dédu (%) la chi tiéu diege cong nhin ISO/IEC 17025:2017;
Céc chi tiéu danh dédu (**) la chi tiéu dueoe thue hién bai théu phu.

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD

Y-

-

Ky bai: Vi Thi Cie
Ngly ky: 200062024 19:33:48

Té chite xdc thye: VNPT Certification Authority

Ths. Vii Thi Ciie

Ha Ngi, ngay 20 thang 06 nam 2024

GIAM POC

gg Thé Hung

"AM XET NGHIEM

Céc két qua thir nght¢n1 ghi trong phleu ndy chi co gid trj déi vél mau thir nghu;nv' Test results are valid for the submitted samplc(s) only.

2. Khong duge trich din mgt phin phiéu két qua thir nghiém néu khong ¢6 sy dong ¥ bing van ban ciia Truémg Pai hoe Y (é cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau ciia noi giri maw Name of sample(s) and customer are written as customer’s request.

HDPI BAMTT 19/01 T2 ham hidnh: 9 CAalt L EMNE NE AN 1 P nca s
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Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

S 2
el BRRA

~
4

AT SRR
1;4“’“ lll\\‘\\\

[viLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

) 88/No: W2406-061 (24.477)
: MAu nuée sinh hogt - SVD-Bic Son DN

Tén maw/ Name of sample \
+ Chi nhanh Cép nwée Biic Son - Cong ty C6 phéan cAp thoat nwée

2. Tén khach hang/ Name of customer
Lang Som ;
3.  Dia chi khich hang/ Address of customer . thén Tién D4o 1, xii Long Dong, huyén Biic Son, tinh Lang Son
4., Mb ta maw/ Description : MAu dung trong 1 can 5 lit & didu ki¢n thwdng
5. Ngdy nhiin miw/ Date of receiving : 07/06/2024
6. Nguoi lay/gi mav/ Sample taking : Cao Trung Diing
7. Thoi gian thit nghi¢m/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghi¢m/ Test results : 3
Két qui QCW.T HG
TT Tén chi tiéu Phwong phép thir Pon vi Result 1:2018)] T\
No Characteristic Test method Unit W2406-061 Ngudngagidi s
han cho phép=——
1 Coliform tdng s6( TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®®) TCVN 6187-1:2019 CFU/100 mL KPH <1
KPH
- (i) 7 5
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500-CI
*) s
4 Clo dw tyr do G:2017 mg/L 0,43 0,2+1
5 P§ duct” TCVN 12492-1:2020 NTU 31 2
6 Mau séic TCVN 6185:2015 TCU <5 15
7 WA, Cim quan i Khéng cé mui, vi Khong_co mui,
la vi la
8 pH®" TCVN 6492:2011 - 1,7 6+8,5
9 Staphylococeus anrens SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <l
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
) 2y :
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
a ('J .
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat‘”) TCVN 6186:1996 mg/L <0,5 2
15 Pdng (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Do cimg, tinh theo CaCO;" TCVN 6224:1996 mg/L 238 300
17 | Fluor (F)Y" SMEWW 500 D: mgL | KPH (LOD=0,07) 15
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KU 0,1
' (LOD=0,015) ’
" ' KPH
A ( J .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5" tinh theo N)\” TCVN 6180:1996 mg/L 2,25 2
. KPH
j -1 * ’
21 N’nnt (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 | Sat (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; . KPH
*) 3 =
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Cacket qua thi nghﬁém ghi trgng phicu ndy chi c6 gid trj d6i voi mau thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mét phan phidu két qua thir nghigm néu khong c6 sy dong y bing viin bin ciia Truong Dai hoe Y (& cdng cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén méu, tén khach hing dugc ghi theo yéu cau chia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

DT BAL TT 12/01 i Ros g s ey Qoaf véf: 85/05.06.2021 Trang:



UL
S\,

2,

2.

o

‘ BQ Y TE
TRUGNG DAI HOC Y TE CONG CONG

'y,
N

:

T
A , 5 AN
TRUNG TAM XET NGHIEM G
o [ViLAs 1008
LABORATORY CENTER
Dia chi: S6 1A, dudng Dire Thing, P. Pire Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.l1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
LU KT A THU NGHIEM
Két qui QCVN 01-

TT Tén chi tieu Phwrong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-061 Ngudng gi l?'l

han cho phép

] _SO.~-
24 | Sunphat (SO R mg/L 34,9 250
SMEWW 4500-8* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)"") MS) mg/L (LOD-0,00015) 0,001
27 | Tong chét rin hoa tan (TDS)!" SMEWW 2540 C:2017 mg/L 313 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
Atrazine va cic dan xuat chloro-s- | ] ; s :
29 (riazinet® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) \EKQ
30 | Chlorpyrifos) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) -, 80\
31 | Cyanazine® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 08|
32 | Dichloprop!” HPL.HD.H.PP 46:2021 ug/L KPH (LOD=0,3) EM1ah)/
33 | Hydroxyatrazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) P
34 | Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) | ©SA40
- NIFC.04.M.021 (GC- .
** =
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20
36 Propanil®* HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!" HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 2
. L (o NIFC.04.M.021 (GC-
ralint**) =
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 pg/L KPH (LOD=3) 100
41 Chloroform") EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane(” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!" SMEW?O‘EOO'CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chii:

Mau do khdch hang givi dén;
QCVN 01-1:2018/BYT: Quy chudn K3 thut Quéc gia vé Chdt irgng mieée sach sir dung cho muc dich mede sinh hoat;
KPH: Déi véi cie chi tiéu Héa: Khong phat hién, két qua nho hom gidi han phdt hién ciia phiong phap; Doi voi edce chi tiéu Sinh:
Khong phat hién la khéng co khudn lge nao moc trén dia méi trieong nudi cay;
Cdc chi tiéu d@anh ddu (%) I chi tiéu duwge cong nhdn ISONEC 1 7025:2017;
Cic chi tiéu d@anh déu (**) la chi tiéu diege thire hién béi thau phu.

PHU TRACH

PIIONG DICH VU NUOC, QTMT&MTLBC[,/—-

vz

Ky béi: Vi Thi Cie
~ Npay ky: 20006/2024 19:32:39

TRUNG TAM

XET NGHIE

Tb chire xdc thyc: VNPT Certification
Ths. Vit Thi Cac TS. Piing Thé Hung

Céc ket qua thir nghiém ghi trong phiéu nay chi ¢ gi trj d6i v6i mau thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich dan mot phin phiéu két qua thir nghiém néu khéng cé sy dong y bing van ban cia Truong Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khach hing dugc ghi theo yéu cau ctia noi giri maw Name of sample(s) and customer are written as customer’s request.

LT BAT TF 19/01 120 han hanh: 2 Soat xét: 5/05.06.2021 Trang:



‘ BQ Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

_ Dia chi: S6 1A, dudng Dirc Thing, P. Dite Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (-+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-062 (24.477)
: Miu mirée sinh hoat - SVD-Bic Son CN
: Chi nhénh Cfip nwée Bic Son - Céng ty C6 phén cép thot nuée
Lang Son

Tén maw/ Name of sample
Tén khach hang/ Name of customer

3. Dia chikhach hing/ Address of customer : thém Tién D#o 1, xii Long Dong, huyén Bic Son, tinh Lang Son
4. Mb ta maw/ Description : Miu dyng trong 1 can S lit & ditu kién thuomg
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/givi maw/ Sample taking : Cao Trung Diing
7. Thai gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiény/ Test results : ) //fg‘“"\—\—,—;_?
Keét qui Q /ﬁ(ﬂ( =
TT Tén chi ticu Phuwong phap thir Pon vi Result 1:2 fﬁr YT
1/ 0 T T . 2 J _ s A
No Characteristic Test methoed Unit W2406-062 Nﬁ’l ngRifiG i’/}
o : han@he phepgE
I | Coliform téng s&* TCVN 6187-1:2019 | CFU/100 mL KPH %3 '
2 E. coli” TCVN 6187-1:2019 | CFU/100 mL KPH \@q,\J/%
. ‘ KPH e Y
*) 0 ; B
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
' SMEWW 4500-CI
s (*) T
4 Clo dur tyr do G2017 mg/L 0,34 0,2+1
5 Pd duct” TCVN 12492-1:2020 NTU 0,6 2
6 Mau siic TCVN 6185:2015 TCU <5 15
7 Wi, i Cam quan } Khéng (;2 mui, vi Khongi (ifl) mui,
g | pH® TCVN 64922011 : 7.9 6+85
9 Staphylococcus aurens SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudononas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
*) :
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i (*) \ .
13 Chi (Ijlumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat!”) TCVN 6186:1996 mg/L <0,5 2
IS | Déng (Cuprum) (Cu)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 P cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 258 300
17 | Fluor (F)® SMEWY o001 D: mgL. | KPH (LOD=0,07) 1,5
KPH
A" 3 T
18 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
v KPH
8 (*) IV .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO;3” tinh theo N)t") TCVN 6180:1996 mg/L. 2,12 2
— ' KPH
litr - ti *) .
21 l\‘ltllt (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)™" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
) .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Céc két qua thir nghiém ghi trong phiéu nay chi co gi4 trj ddi véi mau thir nghigny/ Test results are valid for the submitted sample(s) only.

F

2. Khéng dugec trich dan mgt phén p

test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khach hing duge ghi theo yéu cau clia noi giri maw Name of sample(s) and customer are written as customer’s request.

hiéu két qua thir nghiém néu khong 6 sy dong ¥ bing vin ban ciia Truémg Pai hoe Y té cong cong/ The

HPI BAMTT 12/01

| O ToN Pt o, L o

Sadt xét* /05 062021

Trane:



BO Y TE

TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pja chi: S§ 1A, dudmg Dire Thing, P. Pirc Thiing, Q. Bfic Tir Liém, Ha Nji
Address: No.lA, Duc Thang Strect, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370, Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwong phdp thiv Pon vi Result 1:2018/BYT
v - ’ ; = —
No Characteristic Test methad Unit W2406-062 ]Ngumlg gidi
1an cho phép
Y - 2-
24 | Sunphat (S0:)® SRR - mg/L 36,5 250
SMEWW 4500-S* KPH
**
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 | g MS) melL (LOD=0,00015) a0l
27 Tdng chit ran hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 424 1.000
28 | 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
. x 7 X 4 3
29 | Araving Vi cle din xuAtehloros- | yipr Hp.i1.pP 45:2021 gl | KPH(LOD=02) 100
30 Chlorpyrifos" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30\\
31 | Cyanazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0)6o\|
32 | Dichloprop™ HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 106)]
33 | Hydroxyatrazine®” HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 2007/
34 Pendimetalin*) HPL.HD.H.PP 45:2021 pg/L KPH (L.OD=0,2) 2\1'}/
. (os NIFC.04.M.021 (GC- -
. (**) =
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 | Simazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2
; . (o NIFC.04.M.021 (GC-
e T (FY) =
38 Trifuralin MS/MS) png/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform!” EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!") SMEW\;O‘SOO_G E mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chii:

Mau do khach hang gii dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thugt Quée gia vé Chat heemg nwée sach st dung cho mue dich meée sinh hoat;
KPH: Poi véi ede chi tiéu Hoa: Khong phdt hién, két qua nhé hom gidi han phat hién ciia phteong plrép;Déi véi cdce chi tiéu Sinh:
Khong phat hién la khéng co khudn lac néo moc trén dia méi tricong nuéi cdy;
Ciéc chi tiéu danh déu (*) la chi tiéu diege cong nhan ISO/EC 17025:2017;
Céc chi tiéu danh déu (**) la chi tiéu durpe thuee hién boi thau phu.
Ha Ngi, ngay 20 thang 06 ndm 2024
GIAM BOC

PHIU TRACH )
M XET NGHIEM

PHONG DICH VU NUGC, QTMT&I\'ITLD{%}/'-

#

Ky boi: Vit Thj Cie
Negdy ky: 2006/2024 19:34:56
To chire xdc thye: VNPT

Ths. Vit Thj Cic

Cic két qua thit nghigm ghi trong phiéu ndy chi cé gid tr déi véi mAu thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich diin m§t phan phicu két qua thir nghi¢m néu khong c6 sy ddng ¥ bing vin bin ciia Trudng Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khach hang duge ghi theo yéu cdu cia noi giri mAw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BOYTE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dwdng Dirc Thiing, P. Dite Thiing, Q. Béic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

So/No: W2406-063 (24.478)

I.  Tén maw Name of sample : MAu mwrée sinh hoat - Binh Gia PN
2. Tén khach hang/ Name of customer : Chi nhanh CAp nwée Binh Gia - Cong ty €6 phiin chp thoat nuée
Lang Son
3. Diachi khich hang/ Address of customer : Khu 6A, thi trin Binh Gia, huyén Binh Gia, tinh Lang Son
4. M0 ta maw/ Description : MAu dung trong 1 can 5lit & didu ki¢n thuwong
5. Ngay nhén mau/ Date of receiving : 07/06/2024 L
6. Ngudi lay/gui maw/ Sample taking : Cao Trung Diing 20
7. Thai gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024 % P
8. Két qua thir nghiém/ Test results :
Kiét qua QcvN - r'““ NI
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018BMRET| N
r gl " . PR -Y
No Characteristic Test method Unit W2406-063 Ngudn \
han cho phép, -
| Coliform tdng st TCVN 6187-1:2019 | CFU/100 mL KPH <3 e
2 E. coli®") TCVN 6187-1:2019 CFU/100 mL KPH <l
' SMEWW 4500-CI
*) ,
3 Clo dur tu do G2017 mg/L 0,45 0,2+1
4 Po dyct” TCVN 12492-1:2020 NTU 1 2
5 | Mausic TCVN 6185:2015 TCU <5 15
6 M, vi Cam quan B Khong ¢b ni, vi Khong_co mui,
la vila
7 pH® TCVN 6492:2011 - 8 6+8,5
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa” TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
) .
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
¥ (', 1 1 .
12 Chi (li‘lumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat(” TCVN 6186:1996 mg/L <0,5 2
14 Péng (Cuprum) (Cuw)t? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do cig, tinh theo CaCO3" TCVN 6224:1996 mg/L 55 300
16 | Fluor ()" e mg/L | KPH (LOD=0,07) 15
17 Mangan (Mn)(" SMEWW 3111B:2017 mg/L KPH 0,1
) (LOD=0,015) ’
. KPH
~ *) ¥ :
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy tinh theo N)© TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
- KPH
- 4 ¥ (*) .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sat (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
5 KPH
® VY :
—22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
23 | Sunphat (S0)® B e S04~ mg/L < 250

1. Chc két qua thir nghiém ghi trong phiéu ndy chi c6 gi4 tri doi yai mAu thir nghigny/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mot phin phiéu két qua thir nghi¢m néu khong c6 sur dong ¥ béing viin ban cia Trudng Pai hoc Y té cong cdng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén méu, tén khich hang duge ghi theo yéu cdu cha noi giri maw/ Name of sample(s) and customer are written as customer’s request.

2IMTY DAL T 1M1 YA han hanh: 2 Qodt xét: 5/05.06.2021 Trang:



BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: $6 1A, dwdng Pie Thing, P. Pire Thing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Plurong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-063 Nguwing gidi
han cho phép
n SMEWW 4500-S* KPH
24 al™"
Sunfua 2023 mg/L (1LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
2 e
> lage MS) g/t (LOD=0,00015) 0,001
26 Tong chat rin hda tan (TDS) SMEWW 2540 C:2017 mg/L 70 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
28 ﬁl‘;;?l“‘e‘f,“ céc dan xuat chloro-s- | ypy yp 1 PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos®® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 3200
33 Pendimetalin®) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 5 20
i NIFC.04.M.021 (GC- »
z (**) = b
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 4M¥99\\
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) | /ifu, 28]
36 | Simazine® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) i 5
- NIFC.04.M.021 (GC- By
- **) = Y
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) k 2 0
38 Bromodichloromethane!") EPA 524.,2:1995 ng/L KPH (LOD=3) 60
39 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform" EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine!® SMEW\;}T,?,OO'U B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chu:

M do khéch hang giri d@én; i ) .
QCVN 01-1:2018/BYT: Quy chudan Kv thudt Quoc gia vé Chit liegng meée sach sir dung cho muc dich niwede sinh hoat;

KPH: Poi véi cac chi tiéu Hoa: Khong phat hién, k

Khéng phat hién la khong cé khuan lac ndo nioc trén dia mai trudng nuoi cay;
Céc chi tiéu danh ddu (*) la ehi tiéu duge céng nhan ISOAEC 17025:2017;
Céc chi tiéu danh ddu (¥%) li chi tiéu dwge thyee hién bdi thau phu.

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLBUA_—

V il
-~ =
-

P

Ky bai: Vii Thj Cie

M bOC

ot qud nho hom giéi han phdt hién ciia phiong phép;Déi véi cde chi tiéu Sinh:

1y 2’() thang 06 nam 2024

XET NGHIEM

. Ngay ky: 200672024 19:13:48
Té chire xéc thye: VNPT Certification Autherity

Ths. Vit Thi Ciie

TS. Ping Thé Hung

1. Céckét qua thir nghiém ghi trong phiéu nay chi cé gid trj déi y&i miu thir nghig¢n/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mét phan phiéu ket qua thir nghigm néu khong co sy dong y bang viin ban cia Truimg Pai hoe Y (€ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khach hang duge ghi theo yéu cdu cta noi giri maw Name of sample(s) and customer are wrilten as customer’s request.

uel B_ACTT 12/01 1.2n ban hanh: 2 Sodit xét: 5/05.06.2021 Trang:
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‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM el
LABORATORY CENTER -

Dia chi: S6 1A, dudmg Pire Th?mg, P. Diic Thiing, Q. Bic Tir Liém, HA Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
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PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-064 (24.478)

1. Ténmau/ Name of sample : MAu nuwée sinh hoat - Binh Gia CN
2. Tén khach hang/ Name of customer » Chi nhanh Cip nwée Binh Gia - Cong ty Cb phin cap thodt nwde
Lang Som
3. Dia chi khach hang/ Address of customer : Khu 6A, thi trfin Binh Gia, huyén Binh Gia, tinh Lang Son
4. M6 th maw/ Description : MAu dyng trong 1 can S lit & diéu kién thudng
5. Ngdy nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gii maw/ Sample taking : Cao Trung Diing
i Tl}(‘ri gian thir nghigm/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghign/ Test results ; /’5'7
Két qua QCVNYD e_j—
TT Tén chi tidgu Phurong phép thir Don vi Result 1:2018/BXYT ~
No Characteristic Test method Unit Ngu p gi(ﬂur\ -
W2406-064 | g 5{% WesT G
I | Coliform téng 56 TCVN 6187-1:2019 | CFU/100 mL KPH NN
2 E. coli") TCVN 6187-1:2019 | CFU/100 mL KPH <IN wok
. SMEWW 4500-Cl —=
*) -
3 Clo du ty do G017 mg/L 0,42 021
4 Po dyct® TCVN 12492-1:2020 NTU 1,2 2
5 Mau siic TCVN 6185:2015 TCU <5 15
6 N v Cam quan ) Khong ¢d mui, vi Khong‘ ¢d mui,
la vila
7 pH® TCVN 6492:2011 - 8 6+8,5
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa'”’ TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
*) : ;
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
i “ 3 :
12 Chi (ijlumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi sb pecmanganat®” TCVN 6186:1996 mg/L <0,5 2
14 Dong (Cuprum) (Cu)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 D6 cimg, tinh theo CaCO5" TCVN 6224:1996 mg/L 42 300
16 | Fhuor (B IR S mg/l. | KPH (LOD=0,07) 1,5
. KPH
(*) : 3
17 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
. KPH
A (" K
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy tinh theo N)™” TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
KPH
. . - 3 (‘) .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 S#t (Ferrum) (Fe)™" SMEWW 3111B:2017 myg/L KPH (LOD=0,03) 0,3
. KPH
*) ; .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 Sunphat (SO4*)® SMEW\;;&? —? e mg/L <2 250

1. Céc két qua thir nghi¢m ghi trong pl.ljéu nay chi c6 gid tr ddi i mau thir nghif;mf Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mdt phan phicu két qua thir nghiém néu khéng c6 sy dong ¥ bing vin ban clia Trudmg Dai hoe Y té cong cgng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khach hang duge ghi theo yéu cdu clia noi g maw Name of sample(s) and customer are wrilten as customer’s request.

HPI. BM.TT 18/01 LAn ban hanh: 2 So4t xét: 5/05.06.2021 Trang:
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TRUNG TAM XET NGHIEM
3 [viLAs 1008
LABORATORY CENTER
Dia chi: S6 1A, dwdng Dirc Thing, P. Pire Thing, Q. Bic Tir Litm, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
K&t qua QCVN 01- |
TT Tén chi tiéu Phueng phéip thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-064 Ngwdng gidi
han cho phép
SMEWW 4500-8* KPH
Y
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (He)™) ’ MS) mg/L (LOD=0,00015) 0,001
26 Tdng chit ran hoa tan (TDS) SMEWW 2540 C:2017 mg/L 70 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
I -t dan xuat chloro-s- | ypy ) H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine"’ HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop‘” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatraziue‘" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin®”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. o NIFC.04.M.021 (GC- \
it =
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) Y 20
35 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) | -, \ 20
36 | Simazine®” HPL.HD.H.PP 45:2021 ng/L KPH(LOD=0,2) [ " |z
s R NIFC.04.M.021 (GC- -M /G,
% (**) =

37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) /’/&e/ 0
38 Bromodichloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) [©Z 60
39 Bromoform!") EPA 524.2:1995 ng/L KPH (LOD=3) |~ 100
40 Chloroform!" EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine” e mgL | KPH (LOD=0,07) 3

| 43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi chii:

Man do khach hang giti dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quo‘rc gia vé Cht hegng mide sach sit dung cho muc dich mede sinh hoat;
KPH: Péi véi cac chi tiéu Hoa: Khong phat hién, két qué nhé hom gidi han phdt hién ciia phieong phip;Déi véi cde chi tiéu Sinh:
Khong phat hién la khong 6 khudn lac nao moc trén dia moi trieomg nuéi cdy;
Cdc chi tiéu danh ddu (%) la chi tiéu dege cong nhén ISOAEC 17025:2017;
Cac chi tiéu danh diiu (*%) la chi tiéu dieoc thire hién bai thiu phe

PHU TRACH
PHONG DICH VU NUGC, QTMT&MTLD

'/_,—/r
//'-'
I/’

Ky béi: Vi Thi Coc
: Negdy ky: 20/06/2024 19:14:27
Té chire xéc thye: VNPT Certification Authority

Ths. Vit Thi Ciic TS. Ding Thé Hung

Cac két qua thir nghi¢m ghi trong phiéu nay chi ¢6 gid trj doi yai miu thir nghi¢m/ Test results are valid for the submilted sample(s) only.

2. Khong dugce trich din mot phin phicu két qua thir nghi¢gm néu khong ¢6 sy dong y bang van bin cia Trudmg Dai hoe Y té cong edng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau cia noi giri maw Name of sample(s) and customer are wrilten as customer’s request.

eI BAM TT I1R/01 LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



| BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudmng Dirc Thiing, P. Dirc Théing, Q. Biic Tir Liém, Ha Nji
Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: hitp:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-065 (24.479)

. Tén maw Name of sample . MAu nuwée sinh hoat - LK2-LKS5 -Than Mugi DN

2. Tén khach hang/ Name of customer . Chi nhanh Céip nwée Chi Ling - Cong ty Co ph-.’iu ciip thodt mwée
Lang Son :

3. Dia chi khach hang/ Address of customer . Khu Théng Nhit 1, thi trdn Ddng Ma, huyén Chi Ling, tinh Lang
Son

: MAu dyng trong 1 can 5 lit & didu kién thwdmg
: 07/06/2024

4. M0 ta maw/ Description
5. Ngiy nhin mau/ Date of receiving

6. Nguoi liy/gwi mau/ Sample taking : Cao Trung Diing 5 ?—é
7. TI}(‘?i gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024 2
8. Két qua thir nghi¢m/ Test results i *
Két qui Q(ﬁ\\'&f]'ﬂmlm |
TT Tén chi tidu Phwrong phép thir Don vi Result 1: ﬁ(]}’jﬂi‘ NGy
. e . = A T
No Characteristic Test method Unit W2406-065 Ngu’%{g\ 1(?’1
‘ ‘ han cho phicp_| -
1 Coliform tong s0” TCVN 6187-1:2019 CFU/100 mL KPH <o
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH <1
. KPH
A *) 7 :
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
SMEWW 4500-CI
1 *) -
4 Clo du tir do G017 mg/L 0,46 0,2+1
5 Pj dyc” TCVN 12492-1:2020 NTU 1,5 2
6 | Mausic TCVN 6185:2015 TCU <5 E
7 N, Catigtian ) Khéng c6 mui, vi Khong'co mti,
i la vila
8 pH® TCVN 6492:2011 - 7,9 6+85
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
* ;
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 ("J .
13 Chi (Ijlumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi 6 pecmanganat”) TCVN 6186:1996 mg/L <0,5 2
15 Dong (Cuprum) (Cu)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) l
16 Do cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 147 300
17 | Fluor (B s mg/L | KPH (LOD=0,07) 15
18 Mangan (Mn)*) SMEWW 3111B:2017 mg/L KPH 0,1
g : (LOD=0,015) ’
v o . KPH
5 * :
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO;s" tinh theo N) TCVN 6180:1996 mg/L 1,85 2
- . KPH
-t ) :
21 N'ﬂnt (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
5 KPH
) . .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Cac két qua thir nghi¢m ghi trong pllliéu ndy chi c6 gid ti déi v6i miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mdt phan phicu két qua thir nghiém néu khong c6 su dong ¥ biing van ban ctia Tnudng Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khdch hang duge ghi theo yéu cau ctia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

I DAL TT 10/01 1 An ban hanh: 2 SoAt xét: 5/05.06.2021 ~_ Trang:



‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dudng Pirc Thiing, P. Dirc Théng, Q. Bc Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

K&t qua QCVNOI- |
TT Tén chi tiéu Phuong phap thit Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-065 Nguwirng gidi
han cho phép
~ _ 2.
24 Sunphat (SO.»)® SMb\V‘g’;OS ?2 S04 mg/L 19,8 250
;
SMEWW 4500-S* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngén (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)®" MS) mg/L (LOD=0,00015) 0,001
27 Tdng chat riin hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 176 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
29 | A dan xudt chloro-s- | ypy {p HPP 45:2021 ngL | KPH(LOD=02) 100
30 ChlorpXrifm('J HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine!") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 HXdroxxatrazinc(" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin'” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
- NIFC.04.M.021 (GC-
At =
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) %\
36 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20\
37 Simazine!” HPL.HD.H.PP 45:2021 png/L KPH (LOD=0,2) B
g NIFC.04.M.021 (GC- MG
X (**) = ‘
38 Trifuralin ) MS/MS) ng/L KPH (LOD=0,3) A{?/
39 Bromodichloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 7260
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) =100
41 Chloroform'" EPA 524.2:1995 ng/l KPH (LLOD=3) 300
42 Dibromochloromethane!") EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!") SMEW\ngﬁOO-Cl B mg/L KPH (LOD=0,07) 3
| 44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chi:

Mau do khach hang giti dén; . . .
QCVN 01-1:201 8/BYT: Quy chudn Ky thudt Quoc gia vé Chdt heong mude sach sic dung cho muc dich meée sinh hoat;
KPH: Ddi véi ede chi tiéu Hoa: Khéng phat hién, két qua nhé hom gidi han phat hién ctia phteomg phép;Pai véi cde chi tiéu Sinh:

: B a

Khéng phat hién la khong 6 khuén lac nio moc trén dia moi trudng nuoi cay;
Cdc chi tiéu déanh dau (%) la chi tiéu duge cong nhan ISO/IEC 17025:2017;
Céc chi tiéu danh ddu (**) la chi tién dwoc thire hién béi thau phy.

Ha Noi, ngay 20 thang 06 niam 2024
AM DOC
XET NGHIEM

. PHY TRACH
PHONG DICH VU NUGC, QTMT&MTLD (é./

y—

Ky béi: Vil Thi Ciie

_ Ngiy k¥ 20062024 19:08:06

Té chire xde thue: VNPT Certification
p P - « £

Ths. Vit Thi Ciic TS. bing Thé Hirng

1. Cic két qua thir nghiém g’\hi trong pl_liéu ndy chi c6 gid trj déi i mau thir nghigny/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich dan mgt phan phicu két qua thir nghigm néu khéng c6 sy dong v bing van ban clia Trudng Dai hoc Y té cong cong/ The

test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang dugce ghi theo yéu cau clia noi g maw/ Name of sample(s) and customer are written as customer’s request.

TTH T IR E T 10/001 L:’in ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dija chi: S8 1A, dudng Dire Thiing, P. Dirc Thing, Q. Bfic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-066 (24.479)

1. Tén maw Name of sample . MAu nuwée sinh hogt - LK2-LKS -Than Mudi CN _
2. Tén khach hang/ Name of customer . Chi nhénh Cip nuée Chi Ling - Cong ty Cb ph:"m ciip thodt mwée
Lang Son . e
3. Dia chi khach hang/ Address of customer : Khu Thong Nhit 1, thi trAn Ddng Mé, huyén Chi Ling, tinh Lang
Som
4. Mo ta maw/ Description : Miu dyng trong 1 can S51it & didu ki¢n thwing
5. Ngay nh':fm maw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. K&t qua thir nghi¢m/ Test results ;
Két qui QCVNOI- |
TT Tén chi tiéu Phwong phap thir Pon vi Result 1:2018{&@—;?%
No Characteristic Test method Unit Ngud Gaini’ E
W2406-066 | & I~
‘ vary/¢hophép
! Coliform téng 6 TCVYN 6187-1:2019 | CFU/100 mL KPH [+ Fauna A
2 | E. coli®” TCVN 6187-1:2019 | CFU/100 mL KPH ekl e wadii
KPH L; AT AT
" : (*) .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) &t,oﬂl -
. SMEWW 4500-CI U Hog Y [N
*) 4 OC Y1
4 Clo du tir do G2017 mg/L 0,37 i2 2 2
5 Do duc” TCVN 12492-1:2020 NTU 1,3 2
6 Miu siic TCVN 6185:2015 TCU <5 15
4 i, i Cam guian ) Khdng c6 mu, vi Khong_co i,
la vila
8 pH® TCVN 6492:2011 - 7,9 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <|
10 Pseudomonas aeruginosa'’) TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
H (’J 4 s,
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 ("} 5
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chi s pecmanganat” TCVN 6186:1996 mg/L <0,5 2
15 Pong (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 b6 cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 150 300
17 | Fluor ;)" e iy mg/L | KPH (LOD=0,07) LS
18 Mangan (Mn)") SMEWW 3111B:2017 mg/L KEH 0,1
) (LOD=0,015) ’
i . KPH
A *) 3 :
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOj tinh theo N)© TCVN 6180:1996 mg/L 1,92 2
—_— KPH
S *) ¥
21 Nitrit (NO>" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)"" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
*) 3 .
B 23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

.  Chckét qua thir nghigm ghi trong phiéu nay chi cé gia tri d6i v&i mau thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mot phan phicu ket qua thir nghi¢m néu khéng c6 sy dong ¥ bang van ban ciia Truémg Dai hge Y té cong cong/ The

test report must not be reproduced without the written approval of HUFH.
3. Tén mau, tén khich hang duge ghi theo yéu cau ciia noi giti maw Name of sample(s) and customer are written as customer’s request.

L T T Lin ban hanh: 2 So#t xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dudng Dire Thing, P. Dirc Théing, Q. Béic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

K&t qua QCVNOI- |
I Tén chi tidgu Phuong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test methad Unit W2406-066 Ngudng gibi
han cho phép
-~ _ 2-
24 | Sunphat (SOs)™ SMEW‘;:!.;S ?.? = mg/L 16,5 250
:
SMEWW 4500-S* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)*" MS) mg/L (LOD=0,00015) 0,001
27 Téng chat ran hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 174 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
20 | dén xuat chloro-s- | yypy D H.PP 45:2021 ng/L KPH (LOD=0,2) 100
77 ltrazine™ e o |
30 Chlorpyrifos HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cganazinc"J HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
33 deroxzatrazine‘” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin'”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
. 4k NIFC,04.M.021 (GC-
At =

35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20
36 Propanil®") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20,
37 Simazine!"” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2N

. L (e NIFC.04.M.021 (GC- L)

salin® =|

38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 205))
39 Bromodichloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 6/
40 Bromoform'”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform‘” EPA 524.2:1995 pg/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(") SMEW\;’{O‘EOO'O B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi chi:

Méu do khach hang giri dén;

QCVN 01-1 :2018/BYT: Quy chudn Ky thudt eréc gia vé Chét hrong muede sach sie dung cho muc dich nwede sinh hoat;

KPH: Déi véi cac chi tiéu Hoéa: Khing phat hién, két qud nhé hon gidi han phat hién ctia phicong phép; Poi véi e chi tiéu Sinh:
Khong phat hién la khéng 6 khudn lac ndo moc trén dia mot triecmg nudi cay;

Céec chi tiéu danh ddu (%) 1a chi tiéu diege céng nhdn ISOAEC 17025:2017;

Cée chi tiéu danh dédu (*¥*) la chi tiéu duwegc thiee hién boi thau phu.

. PHY TRACH (L]/
PHONG DICH VU NUGC, QTMT&MTLD ]

y///;//' i

Ky boi: Vi Thi Cie
. Ngiy ky: 20,06/2024 19:1 1:30
Té chire xdc thye: VNPT Certification Authority

Ths. Vii Thj Ciic

TS. Ding Thé Hung

—

Céc két qua thir nghi¢ém ghi trong phiéu nay chi c6 gid trj dbi vGi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mgt phan phicu két qua thir nghigm ncu khong co su dbng y bing vin ban clia Trudng Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3, Tén mau, tén khach hing dugc ghi theo yéu cau chia noi giri maw/ Name of sample(s) and customer are wrilten as customer’s request.

TTEsY TxA N v 1001

140 ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



‘ BO Y TE &,
TRUGNG PAI HOC Y TE CONG CONG 2208

TRUNG TAM XET NGHIEM B
LABORATORY CENTER N

Pia chi: S6 1A, dudng Dirc Thiing, P. Dire Théing, Q. Bic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem Disfrict, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-067 (24.479)

I. TénmAw Name of sample . M&u nwée sinh hoat - Mé Sye-Chi Liing DN
7 Tén khach hang/ Name of customer . Chi nhénh Céip mrée Chi Lang - Cong ty Cb phin ciip thoat mrée
Lang Son
3. Diachi khach hang/ Address of customer . Khu Théng Nhit 1, thi trAn Ddng Mb, huyén Chi Ling, tinh Lang
Son
4. Mb ta mau/ Description : MAu dyng trong 1 can S1it & ditu ki¢n thwdng
5. Ngdy nhén maw/ Date of receiving : 07/06/2024
6. Ngudoi lay/gii mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiény/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test results £
Két qua QCVN 01-
TT Tén chi titu Phwong phap thiv Pon vi Result :;
No Characteristic Test method Unit W2406-067 —
(R — SNSRI e
1 Coliform tong sb TCVN 6187-1:2019 | CFU/100 mL KPH 3
2 E. coli®®) TCVN 6187-1:2019 CFU/100 mL KPH veT NG
' SMEWW 4500-CI v
*) !
3 Clo du tir do G2017 mg/L 0,43 0,5\ X 3
4 P duc” TCVN 12492-1:2020 NTU 1,3 2 lHoge
5 Mau siic TCVN 6185:2015 TCU <5 15 B
6 M, i Cam guan ) Khong ¢6 mui, vi Khong'co mui,
la vila
7 pH® TCVN 6492:2011 - 8 6+85
8 Staphyloceccus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Psendomonas aeruginosa'’ TCVN 8881:2011 CFU/ 100mL KPH <l
10 Amonit"” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
(*) : ’
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
i *) .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi sb pecmanganat TCVN 6186:1996 mg/L <0,5 2
14 Pong (Cuprum) (Cu)? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do citng, tinh theo CaCO,"” TCVN 6224:1996 mg/L 144 300
16 | Fluor (F)Y® S S mg/L | KPH(LOD=0,07) 15
e e o
17 | Mangan (M) SMEWW 3111B:2017 mg/L KEH 0,1
' (LOD=0,015) ’
. . KPH
A ( ) .
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO3 tinh theo N TCVN 6180:1996 mg/L 1,95 2
- KPH
- ” (') o 3
20 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 S&t (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. ' KPH
*) :
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500 - SO4*
2(*)
23 Sunphat (S04%) E2017 mg/L 17,7 250

1. Cac két qua thir nghigm ghi trong pllliéu nay chi c6 gié trj déi véi mau thir nghif;ml Test results are valid for the submitted sample(s) only.
2. Khong duge trich dan mot phin phicu két qua thir nghiém néu khong cé s déng y bang vin ban ctia Trudng Dai hoe Y 1€ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

- = N r A . a A . 3 - -
3. Tén mau, tén khich hing duge ghi theo yéu cau cua not gt maw Name of sample(s) and customer are writlen as customer’s request.

R e L T Lin ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BQ Y TE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dudng Dirc Thiing, P. Dirc Théing, Q. Béc Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

K&t qua QCYNOI1- |

TT Tén chi titu Phuong phép thir Pon vi Result 1:2018/BYT

No Characteristic Test method Unit W2406-067 Nguwirng gidi
han cho phép

SMEWW 4500-S* KPH
(")
24 Sunfual 2023 mg/L (LOD=0,015) 0,05 N
Thay ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

25 (Hg)") MS) mg/L (LOD=0,00015) 0,001

26 Téng chat ran hoa tan (TDS) SMEWW 2540 C:2017 mg/L 174 1.000

27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20

28 ﬁ:;ii’gf,"  cdic din xuat chloro-s- | yypy gD FLPP 45:2021 ng/L KPH (LOD=0,2) 100

29 Chlorpyrifost” HPL.HD.H.PP 45:2021 ng/L KPH (1.OD=0,2) 30

30 Cyanazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6

31 Dichloprop” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100

32 Hydroxyalrazine(" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200

33 Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20

o NIFC.04.M.021 (GC-
int?) =

34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 2

35 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 206N\

36 | Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) v N

. e NIFC.04.M.021 (GC- ol -
sfaalint® s

37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) ‘2 )'8})

38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 605/

39 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) o0y

40 Chloroform” EPA 524.2:1995 ug/L KPH (LOD=3) 300

41 Dibromochloromethane'” EPA 524.2:1995 ng/L KPH (LOD=3) 100

42 | Monochloramine!” SMEW\;{OﬁOD—U B mg/L KPH (LOD=0,07) 3

" V. SS—
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chit:
M do khdch hang giti dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Qam"c gia vé Chét hegng mude sach sie dung cho muc dich meée sinh hoat;
KPH: Déi véi ede chi tiéu Hoa: Khong phat hién, két qua nhé hon gidi han phat hién ciia phieong plr(ip;Bé'i v&i cae chi tiéu Sinh:
Khéng phdt hién la khong c6 khudn lac nao moc trén dia méi treang nudi cdy;
Che chi tiéu @anh déu (%) la chi tiéu dugc cong nhdn ISO/EC 17025:2017;
Cée chi tiéu danh dén (**) la chi tiéu dieore thire hién boi than phu.
Ha Néi, ngay 20 thang 06 nam 2024
GIAM BOC
AM XET NGHIEM

. PHU TRACH
PHONG DICH VU NUGC, QTMT&MTLD

e

-

Ths. Vii Thj Ciic ' fing Thé Hung

1. Céc két qua thir nghi¢m ghi trong pl}jéu nay chi cé gid tri déi Noi miéiu thit nghigny Test results are valid for the submitted sample(s) only.
2. Khong dugce trich dn mot phan phicu ket qua thir nghiém neéu khong 6 su dong y biing viin ban cia Truémg Pai hoe Y 1é cong cong/ The
test report must not be reproduced without the wrilten approval of HUPH.

3. Tén méu, tén khich hang dugc ghi theo yéu cau ctia noi guri maw/ Name of sample(s) and customer are written as customer’s request.

T N =~ 1.4n ban hanh: 2 Sofit xét: 5/05.06.2021 Trang:



BO Y TE N2
TRUONG DATHOC Y TE CONG CONG TacHRA
TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Dirc Théng, P. Dirc Thing, Q. Biic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-068 (24.479)

1. Tén mAw Name of sample . M&u mrde sinh hopt - Mo Syc-Chi Ling CN
2. Tén khach hang/ Name of customer « Chi nhanh Cép nwée Chi Ling - Cong ty Cb ph?m ciip thodt nwée
Lang Somn
3. Dia chi khach hang/ Address of customer : Khu Thong NhAt 1, thi trAn Dbng Mé, huyén Chi Ling, tinh Lang
Son
4. Mb ta maw/ Description : MAu dung trong 1 can 5 lit & didu kién thwong
5. Ngy nhin maw/ Date of receiving : 07/06/2024
6. Nguoi lay/giri maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiény/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test results :
Két qui
TT Tén chi tiéu Phuwong phap thi Don vi Result
" o : — |
No Characteristic Test method Unit W2406-068
. SRS e i TP
1 Coliform tong s6") TCVN 6187-1:2019 CFU/100 mL KPH
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH
SMEWW 4500-CI
(*)
3 Clo dur ti do G2017 mg/L 0,4
4 Po duct” TCVN 12492-1:2020 NTU 1,3
5 Mau séic TCVN 6185:2015 TCU <5
6 KA, i Cam quan B Khéng c6 mi, vi Khong-co mui,
la vila
7 pH® TCVN 6492:2011 - 8 6+8,5
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amonit") TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
e — KPH
i *) :
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
b} {‘) ¥
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat®) TCVN 6186:1996 mg/L <0,5 2
14 Pong (Cuprum) (Cu)? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 D6 cimg, tinh theo CaCO3" TCVN 6224:1996 mg/L 146 300
16 | Fluor (F)® BRI mg/l. | KPH(LOD=0,07) 15
Y . L ———— F | S
KPH
) .
17 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
gl i ' KPH
A { ) .
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO;y™ tinh theo N)® TCVN 6180:1996 mg/L 1,87 2
- i . KPH
- *) TC :
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 SAt (Ferrum) (Fe)™ SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. . KPH
(*) ] ;
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
‘ SMEWW 4500 - SO+~
2(*)
23 Sunphat (SO4%) £:2017 mg/L 14,7 250

1. Cackétquathirn ghiém ghi trong phiéu nay chi cd gid tri dbi y&i mitu thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich dan mot phén phicu ket qud thir nghi¢m néu khéng cé sy dong ¥ biing van ban ctia Trudmg Pai hoe Y te cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing dugc ghi theo yéu chu ctia noi giri maw Name of sample(s) and customer are written as customer’s request.

S e b e o A 1.An ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:




BQ Y TE 7
Uuo ( S CC A iﬁ&
TRUGNG DAI HOC Y TE CONG CONG =<
P z ~ N
TRUNG TAM XET NGHIEM PR
LABORATORY CENTER
Dia chi: S6 1A, dudng Pie Thing, P. Dirc Thing, Q. Bic Tir Liém, Ha Nji
Address: No.l A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: http:/labo.huph.edu.vn
i 5
Két qui QCVNOI- |
TT Tén chi titu Phuwong phép thir Pon vi Result 1:2018/BYT
; s ) ; |
No Characteristic Test method Unit W2406-068 Ngudng gii
han cho phép
SMEWW 4500-S* KPH
*
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thay ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
L | mg™ MS) mg/L (LOD=0,00015) 041
26 Tong chat ran hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 176 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
28 | ArERR e dn xudt chloro-s- | ypp yp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine”’ HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin'® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
- NIFC,04.M.021 (GC-
intt =
34 Permethrin MS/MS ng/L KPH (LOD=0,3) 20
35 Propanil” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
36 Simazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2
; . NIFC.04.M.021 (GC-
. (**) =
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 .
38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60,
39 Bromoform” EPA 524.2:1995 ng/L KPH (LOD=3) 100)
40 Chloroform” EPA 524.2:1995 ug/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine(” FMBN e0n-LLE mgl. | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chii:

Mau do khach hang gidi deén;

QCVN 01-1:2018/BYT: Quy ch wiin Ky
KPH: Déi véi edc chi tiéu Hoa: Khong phit hién, két qud nhé hon giéi han phdat hi¢n ciia phicong phdp;Péi véi edc chi tiéu Sinh:
Khong phat hi¢n la khong o6 khudn lac ndo moc trén dia méi triecng nuoi edy;

Cée chi tiéu danh ddu (%) la chi tiéu digc cong nhdn ISO/IEC 1 7025:2017;
Céc chi tiéu danh dan (¥%) la chi tiéu dicge thire hién boi théu phu.

TLD L&l/ "

thudt eréc gia vé Chét heong nuede sach sie dung cho muc dich nuedre sinh hoat;

. PHUY TRACH
PHONG DICH VU NUOC, QTMT&M

TRUNG TA
XET NGHIE
Ky bai: Vil Thi Cite

Nighy ky: 20006/2024 19;12:52
Té chire x4¢ thye: VNPT Certification

Ths. Vii Thj Ciic

u ndy chi c6 gid trj d6i y6i ma

Cic két qua thir nghigm ghi trong phié

x

2. Khong duge trich din mgt phan phiéu két qua thir nghi¢m néu
test report must not be reproduced without the written approval of H
3. Tén mAu, tén khich hing d

khéng c6 sy dong ¥ bang van ban ctia Trudmg Da

TS. Piing Thé Hung

u thit nghign/ Test results are valid for the submitted sample(s) only.
i hoe Y té cong cgng/ The

UPH.

uge ghi theo yéu cau ciia noi gir miw Name of sample(s) and customer are written as customer’s request.

T3 e YRR A OV 10/N1

140 ban hanh: 2

Soat xét: 5/05.06.2021 Trang:



BOYTE X,

TRUONG PAI HOC Y TE CONG CONG  772>=<¢

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: S6 1A, dwdng Dikc Thiing, P. Dirc Thiing, Q. Biic Tir Liém, Ha N{i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370, Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

41‘-].,[}.9
[ViLAs 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-069 (24.480)
+ Miu nuée sinh hoat tram cfip mrée Tin Thanh DN

1. Tén miw/ Name of sample
» Chi nhénh cfip nuwée Pong Diing - Cong ty Cd phéin cip thodt nwée

2. Tén khach hang/ Name of customer

Lang Som
3.  Dia chi khach hang/ Address of customer + 50 8, ngd 1, khu Lo Rén, thi trin Ddng Diing, huyén Cao Lic, tinh
Lang Son
4. Mo ta maw/ Description : MAu dung trong 1 can S lit & diéu kign thudng
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6.  Ngudi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024 —
8. Két qua thir nghiém/ Test results : 20 Y
Két qua Q(E%/;} ér(
TT Tén chi tiu Phurong phéip thir Don vi Result 1:2018/BYT,,,
No Characteristic Test method Unit Ng gioi |
W2406-069 hm:\?ﬂgi‘ﬁ% N(
I | Coliform téng s6® TCVN 6187-1:2019 | CFU/100 mL KPH N
2 E. coli" TCVN 6187-1:2019 CFU/100 mL KPH <R Hoc
; KPH ]
*) ;
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
SMEWW 4500-CI
) o
4 Clo dir tr do G017 mg/L 0,43 0,2+1
5 Do duct” TCVN 12492-1:2020 NTU 1,5 2
6 | Mausic TCVN 6185:2015 TCU <5 15
7 M, i Cam quan ) Khong ci: muii, vi Khongitif‘) muli,
g8 | pHO TCVN 649222011 . 7.7 685
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa"” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni'"” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) ] .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
N *) 3 "
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi 6 pecmanganat'”) TCVN 6186:1996 mg/L <0,5 2
15 Ddng (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D§ cimg, tinh theo CaCOs") TCVN 6224:1996 mg/L 299 300
17 | Fluor (B bl mgL | KPH (LOD=0,07) 15
18 | Mangan (Mn)®) SMEWW 3111B:2017 mg/L g 0,1
g ' (LOD=0,015) '
2 KPH
~ . {*) .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOj tinh theo N)®” TCVN 6180:1996 mg/L 8.8 2
. KPH
e S *) ~ .
21 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 St (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
. *) 3 .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Céckét qui thir nghiém ghi trang phjéu ndy chi ¢6 gid tri d(‘)il\'éi miu thir nghi;"}m.’ Test results are valid for the submitted SI}lI'lp]C(S) only.
2. Khang dugce trich dfin mét phan phicu ket qua thir nghiém néu khdng c6 sy dong ¥ biing vin ban cua Trudmg Pai hoe Y té cong cdng/ The
test report must not be reproduced without the written approval of HUPH,

3. Tén mau, tén khich hing duge ghi theo yéu cdu cita noi gii maw Name of sample(s) and customer are wrilten as customer’s request.

14n ban hanh: 2 Soft xét: 5/05.06.2021 Trang:

TTTEE I3RASE IV 1O/ 1



__ BOYTE &,
TRUGNG PATHOC Y TE CONG CONG  12E38A

TRUNG TAM XET NGHIEM i
O [viLAS 1008
LABORATORY CENTER
Dija chi: Sb 1A, dudng Dirc Thiing, P. Dirc Thiing, Q. Biie Tir Li¢m, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qué QCVNOL- |
TT Tén chi titu Phwong phip thiv Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-069 Ngwing gii
han cho phép
- 2‘
24 | Sunphat (SO4*)® SMEW‘g;g IO ,? 30 mg/L 60,3 250
SMEWW 4500-8* KPH
(I')
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngn (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

26 (Hg)"" ’ MS) mg/L (LOD=0,00015) 0,001
27 Tdng chét riin hoa tan (TDS)™” SMEWW 2540 C:2017 mg/L 408 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
20 | Aramre Y cfe dan xuat chloro-s- | ypy i FLPP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine'") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) . 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) = 400
33 Hydroxyatrazine!" HPL.HD.H.PP 45:2021 png/L KPH (LOD=0,2) 200
34 | Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 21200

- NIFC.04.M.021 (GC- N =

. i) = i=
35 | Permethrin MS/MS) ng/L KPH (LOD=0,3) M /*gd)
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) /{\v%
37 Simazine" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) | #2272
; - NIFC.04.M.021 (GC- -
alint =
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
39 Bromodichloromethane!") EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoform") EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform” EPA 524.2:1995 ug/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 | Monochloramine” SMEWW 4500-CLE mg/l | KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khdch hang giei dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quéc gia vé Chéit hegng mede sach sit dung cho muc dich meée sinh hoat;
KPH: Pdi véi cac chi tiéu Hoa: Khing phat hién, két qud nho hon gidi han phat hign ciia phwong plrfip,‘Bé'r' Vi cdc chi tiéu Sinh:
Khong phat hi¢n la khong cé khuan lgc néo moc trén dia moi triecng nudi cay;
Cdc chi tiéu danh ddu (*) 1a chi tiéu duge cong nhdn ISO/IEC 17025:2017;
Céc chi tiéu danh ddu (¥%) la chi tiéu duoc thie hién boi thdu phu.

PHY TRACH

PHONG DICH VU NUOC, QTMT&MTLD -

y—

Ky bai: Vi Thi Cie
, Ngly ky: 20/06/2024 18:50:57
Té chire xac thye; VNPT Certification

Ths. Vii Thi Ciic

Ciic két qua thir nghi¢m ghi trong ph}éu nay chi ch gid trj dbi ‘vdi miu thir nghigm/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mot phﬁn phidu ket quda thir nghi¢m neu khong c6 sy dong ¥ biing viin bin clia Trudmg Bai hoe Y té cong cong/ The

test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu ciu cla noi gii miw Name of sample(s) and customer are written as customer’s request.

s nm i e e T2 han hanh: 7

Sohat xét: 5/05.06,2021 Trang:



| BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S8 1A, dudmg Dire Thing, P. Dte Thiing, Q. Béic Tir Lidm, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[VILAS 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

8/No: W2406-070 (24.480)

1. Ténmaw Name of sample : MAu mirée sinh hoat tram cAp nwée TAn Thanh CN
2. Tén khich hang/ Name of customer : Chi nhanh cAp nwée Pong Diing - Cong ty Cb phan chp thodt muée
Lang Son
3. Diachi khach hang/ Address of customer : S6 8, ngd 1, khu Ld Rén, thi trin Dong Ping, huyén Cao Lic, tinh
) Lang Son
4. M6 ta maw/ Description : Miu dung trong 1 can 5 lit & ditu kién thwdng
5. Ngdy nhén mau/ Date of receiving : 07/06/2024
6. Ngudi lay/gii mav/ Sample taking : Cao Trung Diing
7 Tl}(‘xi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test resulls 3
Két qua QCVN 01-
TT Tén chi tién Phwong phap thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit Nguidng gidi
W2406-070 han cho pl i
I Coliform tong sb TCVN 6187-1:2019 | CFU/100 mL KPH Pl
E. coli®™) TCVN 6187-1:22019 | CFU/100 mL KPH J/3VA
3 | Arsenic (As)® SMEWW 3113B:2017 gl £FH a1 TRON
rsenic (As : (LOD=0,0006) Al e
SMEWW 4500-CI G
*) ()
4 Clo du tir do G017 mg/L 0,37 0, e
5 P dyct” TCVN 12492-1:2020 NTU 1 2 199
6 | Mausic TCVN 6185:2015 TCU <5 15
7 Mili, ¥ Cam quan ) Khéng cé mi, vi Khong. c6 mui,
la vila
8 pH® TCVN 6492:2011 - 77 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <
10 Pseudomonas aeruginosa'”) TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
. (Q) 5
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
a ( ) &
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s pecmanganat® TCVN 6186:1996 mg/L <0,5 2
15 Pdng (Cuprum) (Cu)t™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D6 cimg, tinh theo CaCO3" TCVN 6224:1996 mg/L 300 300
17 | Fluor B BRI mg/l. | KPH (LOD=0,07) L5
18 Mangan (Mn)" SMEWW 3111B:2017 mg/L KPH 0,1
' (LOD=0,015) ’
: KPH
A . *) %
19 Nhdm (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5 tinh theo N)” TCVN 6180:1996 mg/L 9 2
KPH
st -1 *) .
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sit (Ferrum) (Fe)t" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
i (Se)® :
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
1. Cackét qua thir nghi¢m ghi trong phiéu ndy chi c6 gid trj doi NGi miu thir nghi¢nV Test results are valid for the submitted sample(s) only.
2. Khong duge trich ddn mgt phan phiéu ket qua thir nghigm néu khong c6 sy ddng ¥ biing van ban ctia Trudmg Dai hoe Y té cong cdng/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hing duge ghi theo yéu cAu cia noi guri maw Name of sample(s) and customer are written as customer’s request.

e e

T A how hinbhs 9

Cadt viis EI0% 06 2021

Trane:




| BO Y TE .
TRUGNG PATHOC Y TE CONG CONG 124

W
73 /_\ W
m\\\\\

TRUNG TAM XET NGHIEM Kl

”,

[VILAS 1608
LABORATORY CENTER
Dia chi: S6 1A, dwdng Dire Thiing, P. Dike Thiing, Q. Bfic Tir Liem, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
KEét qua QCVN 01-
TT Tén chi tiéu Plurong phép thi bon vj Result 1:2018/BYT
r e , = TE
No Characteristic Test method Unit W2406-070 Nguwing gioi
han cho phép
- 2-
24 | Sunphat (SO)" BlipR - mg/L 66,9 250
SMEWW 4500-S* KPH
(.‘)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| g MS) Bl (LOD=0,00015) 0,001
27 Tong chit ran hoa tan (TDS)™"” SMEWW 2540 C:2017 mg/L 408 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
38 | dan xuat chloro-s- | ypy ypy HPP 45:2021 Hg/L KPH (LOD=0,2) 100
30 Chlorpyrifos' HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!"” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine! HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. NIFC.04.M.021 (GC-
&) .
35 Permethrin MS/MS) png/L KPH (LOD=0,3) 20
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 0
oA NIFC.04.M.021 (GC- v
ifur (**) = a
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) : \m %
39 Bromodichloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3) | :Em fgjﬂ
40 Bromoform'" EPA 524.2:1995 ng/L KPH (LOD=3) " oo
41 Chloroform' EPA 524.2:1995 ng/L KPH (LOD=3) 20300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) [-=* 100
43 Monochloramine!” SMEW\SIOLSOD-CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chii:

Mau do khdch hang giri dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quoc gia vé Chdt lieomg mieée sach sir dyng cho muc dich meére sinh hoat;
KPH: Péi véi cdc chi tiéu Hoa: Khong phdat hién, két qud nho hom gici han phat hién ciia phicong phap;Péi véi cde chi tiéu Sinh:
Khéng phat hién la khong c6 khudn lac ndo moc trén dia méi truéng nudi cdy;
Céc chi tiéu danh ddu (%) la chi tiéu dugc eong nhan ISO/IEC 17025:2017;
Cdc chi tiéu ddanh ddu (**) la chi tiéu dwge thic hi¢n boi thau phu.

Ha Ngi, ngay 20 thang 06 nam 2024
—=GIAM POC

PHU TRACH _‘
PHONG DICH VU NUOC, QTMT&MTLD [[l/

Ky boi: Vi Thi Cic
_ Ngay ky: 20006/2024 18:51:52
Té chire xic thye: VNPT Certification Authority

Ths. Vii Thi Ciie

. Dilng Thé Hung

Chic két qua thir ngh:if;m ghi trong ph‘iéu nay chi c6 gid trj dt‘)ilvéri mau thir nghigm/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich dn mjt phan phicu két qua thir nghiém neu khong c6 sy dong ¥ bang vin ban cia Trudmg Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3, Tén mau, tén khich hang duge ghi theo yéu cdu cia noi giri maw/ Name of sample(s) and customer are wrilten as customer’s request,

DT AL A 1810 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:




| BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: $6 1A, dudmg Dire Thiing, P. Dirc Thiing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLAS 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-071 (24.480)

1. Tén maw Name of sample : DAu ngudn tram bom LK1+ LK2
2. Tén khach hang/ Name of customer : Chi nhénh edp nuwée Ddng Piing - Cong ty Cb phin chp thost mwée
Lang Son
3.  Dia chi khach hang/ Address of customer : 50 8, ngd 1, khu Lo Rén, thj trin Dong Piing, huyén Cao Lic, tinh
Lang Son
4. Mo ta maw/ Description : Miiu dyng trong 1 can 5lit & didu kién thwong
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6. Ngudilay/giri maw/ Sample taking : Cao Trung Diing
7. Thoi gian thit nghiény/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghién/ Test results :
Két qua QCVN 01-
TT Tén chi tiéu Phwong phip thir Pon vi Result 1:2018/BYT
. o ) 3 - -
No Characteristic Test method Unit W2406-071 Ngwing gi6i
han cho phép
I | Coliform téng 56 TCVN 6187-1:2019 | CFU/100 mL KPH N TE
2 E. coli” TCVN 6187-1:2019 | CFU/100 mL KPH et
* KPH I
; * .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) (/5; MUNG T/
-CI C= H
4 | Clodutwdo® SMERIEU0CL mg/L 0,49 GE] NG
G:2017 (
5 | Do duc® TCVN 12492-1:2020 NTU 2,3 N2 A
6 Mau sic TCVN 6185:2015 TCU <5 AP
7 M, vi Cam quan _ Khong (;(;) mui, vi Khon‘:grivi{‘: mii,
8 | pHO TCVN 6492:2011 : 75 6+85
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'’ TCVN 8881:2011 CFU/ 100mL KPH <
11 Amoni®" TCVN 6179-1:1996 mg/L KPH (L.LOD=0,03) 0,3
KPH
. (‘) K
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
*) :
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chi s6 pecmanganat") TCVN 6186:1996 mg/L <0,5 2
15 Ddng (Cuprum) (Cu)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Db cimg, tinh theo CaCO;") TCVN 6224:1996 mg/L 251 300
17 | Fluor (FY® e At mgL | KPH(LOD=0,07) 15
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KEH 0,1
' (LOD=0,015) *
. s . KPH
A *) .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs” tinh theo N)) TCVN 6180:1996 mg/L 9,3 2
I KPH
R e (*) =
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)®" SMEWW 31118:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
*) -
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Céc két qua thir nghi¢m ghi trng phiéu ndy chi c6 gid trj a&i v&i mu thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich déin mot phan phiéu két qua thir nghi¢m néu khong co sy dong ¥ bing viin bin cia Trudmg Pyi hoe Y (2 cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu cau ciia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

DT DR TT 19/01 1.4n ban hanh: 2 Soat xét: 5/05,06.2021 Trang:



BOY TE

TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dwdmg Dire Thiing, P. Ditc Thing, Q. Biic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM

TEST REPORT

Két qui QCVN 01-

T Tén chi tién Phwong phip thir Pon vj Result 1:2018/BYT

7 et o, s o, . e
No Characteristic Test method Unit W2406-071 Ngwirng gidi

han cho phép
- 2-
24 Sunphat (SOs>)" SMEW\;;S ?,? 504 mg/L 50,2 250
SMEWW 4500-S* KPH
)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| (g MS) it (LOD=0,00015) 0,001
27 Tdng chit rin hoa tan (TDS)!") SMEWW 2540 C:2017 mg/L 400 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
. ~ s = x
29 ﬁi‘;;z]:‘e‘ﬁ}"a cdc dan xuat chloro-s- | pyoy 1ny 1 pp 45:2021 ne/L KPH (LOD=0,2) 100
30 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine!") HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6
32 Dichloprop"” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. (44 NIFC.04.M.021 (GC-
**) =
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20
36 Propanil”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!") HPL . HD.H.PP 45:2021 pg/L KPH (LOD=0,2) N
. . (o NIFC.04.M.021 (GC- \
1fur **) =
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) L%\\
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) /i
40 | Bromoform®" EPA 524.2:1995 ng/L KPH (LOD=3) /000
41 Chloroform®" EPA 524.2:1995 ng/L KPH (LOD=3) 7300
42 Dibromochloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) 100
43 | Monochloramine!® SMEW\;{O‘;I‘;OO'CI . mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mdu do khich hang giri dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thugt Quéc gia vé Chdt hegmg miede sach ste dung cho mye dich mieée sinh hoat;
KPH: Déi véi cde chi tiéu Hoa: Khong phat hién, két qua nhé hon gici han phdt hién ciia phirong phap:Poi véi cdc chi tiéu Sinh:
Khéng phat hién la khéng co khudn lac nao moc trén dia moi tneéng nudi cdy;
Céc chi tiéu danh daw (*) 1a chi tiéu dwge cong nhan ISOAEC 17025:2017;
Ciie chi tiéu danh ddu (%) la chi tiéu dicge thire hién boi thau phu.

PHU TRACH

|
PHONG DICH VU NUGC, QTMT&MTLD L[,\/

v

//

Ky bai: Vi Thj Coie

Neidy ky: 20/06/202:4 18:52:40

Té chire xdc thye: VNPT Certification Authority

Ths. Vii Thi Ciic

Céc két qua thir nghjém ghi trong [’l]jéll ndy chi c6 gi
2. Khéng duge trich dan mdt phan phiéu két qua thir ng

§ by

test report must not be reproduced without the written approval of HUPH.

. a . - A . Pt .
3. Tén mau, tén khich hing duge ghi theo yéu ciu clia noi giri méw/ Name of sample(s) and customer are written as customer’s request.

Ha Ngi, n

hi¢m néu khong cé sy dong y bang viin ban cia Tru

TS. Diing Thé Hung

4 trj ddi v6i mAu thir nghigm/ Test results are valid for the submitted sample(s) only.
dmg Dai hoe Y 1 cong cng/ The

gay 20 thang 06 nam 2024

DI DAL TT 19/N1

120 han hanh: 2

Sodat xét: 5/05.06.2021

Trang:




‘ BOYTE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dija chi: S 1A, dudmg Dite Thing, P. Dic Thiing, Q. Biic Tir Lidm, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.cdu.vn

[ViLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: W2406-072 (24.480)
: Cudi ngudn tram bom LK1+ LK2

1. Tén maw Name of sample
: Chi nhanh cfip nrée Ddng Piing - Cong ty C6 phén cfip thodt nurée

2. Tén khéich hang/ Name of customer

Lang Son
3. Dia chi khach hang/ Address of customer : 50 8, ngi 1, khu Ld Rén, thi trin Pdng Ding, huyén Cao Lic, tinh
B Lang Son
4. MO0 ta maw/ Description : Mu dyng trong 1 can 51it & didu kign thwong
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6. Nguoi lay/gli mau/ Sample taking : Cao Trung Diing
7. Tl}(‘)’i gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8.  Két qua thir nghiém/ Test results :
Két qui
TT Tén chi tiéu Phurong phip thiv Pon vi Result : 3B
No Characteristic Test method Unit W2406-072 N gu}‘ﬁ(@ g]%
han cho p
| Coliform téng s6) TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®¥) TCVN 6187-1:2019 CFU/100 mL KPH <|
; KPH
& 3 V
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500-CI
(*) =
4 Clo du fir do G2017 mg/L 0,43 02+1
5 PO duct” TCVN 12492-1:2020 NTU 2,3 2
6 Mau sic TCVN 6185:2015 TCU <5 15
7 NG wi Camiguan i Khéng (;(,: mui, vi Khon‘:gric;(; mui,
g8 | pHO TCVN 6492:2011 - 7,5 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <l
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
i *) ) .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
0] ;
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat'” TCVN 6186:1996 mg/L <0,5 2
15 Pong (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Do citg, tinh theo CaCO53'" TCVN 6224:1996 mg/L 258 300
17 | Fluor (F)® R mgL | KPH (LOD=0,07) LS
18 | Mangan (M) SMEWW 3111B2017 |  mg/L o 0,1
) (LOD=0,015) ’
. KPH
5 (*) ‘ .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO;™ tinh theo N)*) TCVN 6180:1996 mg/L 9,37 2
KPH
oo -t (0) r .
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
- (0} ¥
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

. Cackét qua thir nghziém ghi trong phiéu ndy chi cé gid trj déi‘vdi miu thir nghi¢n/ Test results are valid for the submitted sz}mplc(s) only.

2. Khong duge trich dan mgt phan phiéu két clu(‘i thir nghi¢m neu khéng c6 sy dong ¥ bing van ban ctia Trudmg Pai hoe Y té cong cong/ The
t

test report must not be reproduced without mkwrittcn approval of HUPH.
3. Tén mau, tén khdch hang duge ghi theo yéu ciu cia noi giri maw/ Name of sample(s) and customer are written as customer’s request,

HPT BMTT 18/01 LAn ban hanh: 2 Soft xét: 5/05.06.2021 Trang:



BO Y Tk

TRUONG DPAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pija chi: S 1A, dwdmg Dirc Thiing, P. Pire Thiing, Q. Biic Tir Liém, HA Ni
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwong phaip thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-072 lNg,u‘n‘ng gidi
ian cho phép
= 2-
24 | Sunphat (SO e i mg/L 55 250
" SMEWW 4500-S* KPH
**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

26 (Hg)" : MS) mg/L (LOD=0,00015) 0,001
27 Tdng chit rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 400 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20)
g9 | Alrazing Vi che din xudt chloro-s- | ypr, HD.H.PP 45:2021 ng | KPH(LOD=0,2) 100
30 Chlorpyrifost" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 | Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 | Pendimetalin®” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20\

. (o NIFC.04.M.021 (GC- =

” (**) i 3
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) A §))
36 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) /&
37 Simazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) ‘o
: L e NIFC.04.M.021 (GC- " 5
ATl (4 ”
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995° ng/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 pg/L KPH (LOD=3) 100
41 Chloroform' EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(* SMEW\;;SOO'C[ 5 mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chit:

Mau do khéch hang giri dén; ) . o
QCVN 01-1:2018/BYT: Quy chudan Ky thudt Quic gia vé Chéit hegmg neée sach sir dung cho mue dich mede sinh hoat;

KPH: Doi véi cdc chi tiéu Hoa: Khong phat hi¢n, ket qua n

Khong phat hién la khéng co khudn lge ndo moc trén dia méi trieomg nudi cdy;
Cée chi tiéu danh ddu (*) la chi tiéu dwoc cong nhan ISOAEC 17025:2017;
Céc chi tiéu danh ddu (**) la chi tiéu dirge thiee hi¢n boi thau phu.

Cic két qua thir nghjém ghi trong phiéu nay
Khéng duge trich dan mat phin phiéu két qua thir nghi¢gm néu khong c6 sy dong y bing van bn cia T
test report must not be reproduced without ﬂ

Tén méu, tén khach hing duge ghi theo yéu ciu ¢

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLDL@I/,

// o
P

Ky bai: Vi Thi Cic

Nigdy ky: 20062024 18:53:54

Té chire xde thye: VNPT Certification

Ths. Vii Thi Ciice

1

chi ¢6 gi trj déi vai

he written approval of HUPH,

hé hon gidi han phat hién ctia phicong phip; Déi

véi cde chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 nam 2024
Gl A

TS. Djng Thé Hung

Ua noi giri maw/ Name of sample(s) and customer are written as customer's request,

mAu thir nghigm/ Test results are valid for the submitted sample(s) only.
ruomg Dai hge Y (& cong cong/ The

HPT BAMTT 18/01

LAn ban hanh: 2

SoAt xét: 5/05.06.2021

Trang:




BO Y TE X,

TRUGNG DAL HOC Y T CONG CONG 1353k

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dwdmg Dirc Thiing, P. Dire Thiing, Q. Bic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLas 1008 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-073 (24.480)

. Tén maw/ Name of sample . MAu muée sinh hoat - TAn My-Dong Diing BN
2. Tén khich hang/ Name of customer : Chi nhénh cip nuwée Pong Ding - Cong ty CH phin cip thoit mwée
Lang Som
3.  Diachi khach hing/ Address of customer : 50 8, ngd 1, khu Ld Rén, thi trin Pdng Ding, huyén Cao Lic, tinh
5 Lang Son
4, M6 ta maw Description : MAu dung trong 1 can 5 lit & didu kién thwomg
5. Ngay nhin mauw/ Date of receiving : 07/06/2024
6. Nguoi lay/gii mav/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiény/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test results :
Két qua WIe 7
TT Tén chi tigu Phwong phap thi Don vi Result OS/BYT
T T R Y . : b P A
No Characteristic Test method Unit W2406-073 %{%{I}‘E&ﬁ] ;Y A
I | Coliform téng s8¢ TCVN 6187-1:2019 | CFU/100 mL KPH G\ BT NG
2 E. coli® TCVN 6187-1:2019 | CFU/100 mL KPH el
KPH o <
i *) . ocY
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) :
5 SMEWW 4500-CI
") =
4 Clo du tir do G2017 mg/L 0,46 0,2+1
5 Do duc” TCVN 12492-1:2020 NTU 3,6 2
6 Mau sic TCVN 6185:2015 TCU <5 15
7 N ¥ Catan i Khong c6 mui, vi Khong cO mui,
la vila
8 pH®) TCVN 6492:2011 - 7,7 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aceruginosa"” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni(" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
L (Cd)® ‘
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i *) 3 :
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat'” TCVN 6186:1996 mg/L <0,5 2
15 Pdng (Cuprum) (Cu)t" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Dd cimg, tinh theo CaCO;" TCVN 6224:1996 mg/L 237 300
17 | Fluor (F)* SMEW\;’(;}?}OO-F' B mg/L KPH (LOD=0,07) 1,5
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L REH 0,1
st ' (LOD=0,015) :
KPH
A - . (i) ] -
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs tinh theo N TCVN 6180:1996 mg/L 4,67 2
KPH
— S *) - i
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 S&t (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
- (i} ] i
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Chc két qua thir nghiém ghi trong phiéu niy chi ¢6 gid tr dbi vai miu thir nghigmf Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mot ph:’in phiéu két qua thir nghi¢m néu khong ¢6 sy dong y bang van bin cla Trudmg Pai hoe Y té cong cong/ The
test report must not be reproduced without tLe written approval of HUPH,

3, Tén méu, tén khach hing duge ghi theo yéu cliu ciia noi giri miw Name of sample(s) and customer are wrilten as customer’s request.

DT BATT 1%2/01 LAn ban hanh: 2 Sodft xét: 5/05.06.2021 Trang:



BOY TE
TRUONG PAI HOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 7008
LABORATORY CENTER
Dja chi: S6 1A, dudmng Pirc Thiing, P. Dire Thiing, Q. Biic Tir Li¢m, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-

TT Tén chi tiéu Phwong phip thir Don vi Result 1:2018/BYT

T " ifogl . - ' o
No Characteristic Test method Unit W2406-073 Nguing gidi

han cho phép
- 2-
24 | Sunphat (SO SMEWY;;S?? 50% mg/L 62 250
SMEWW 4500-8* KPH
(l‘)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngén (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| (Hg) MS) mg/L (LOD=0,00015) 0,001
27 Tf‘mg chiit rin hoa tan (TDS)™" SMEWW 2540 C:2017 mg/L 318 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
29 | AL che dan xuat chloro-s- | ypy, iy 11.pP 45:2021 Hg/L KPH (LOD=0,2) 100
30 | Chlorpyrifos'™ HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30 |
31 Cyanazine!") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin®” HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 20
. oo NIFC.04.M.021 (GC-
() o
35 Permethrin MS/MS) pe/L KPH (LOD=0,3) 2(\)
36 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
37 Simazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) -3
. . (o NIFC.04.M.021 (GC- Do
-alint*® = /&
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 3
39 Bromodichloromethanc!”) EPA 524.2:1995 ng/L KPH (LOD=3) 760
40 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform” EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 | Monochloramine(") SMEW\;O‘EOO_CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

M do khéch hang giri dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thudt Qud'c gia vé Chét heomg meée sach sir dung cho muc dich nieée sinh hoat;
KPH: Péi véi cae chi tiéu Hoa: Khong phdt hién, két qué nho hom gidi han phat hi¢n ciia phieong phép;Déi véi cac chi tiéu Sinh:
Khéng phat hién la khéng cé kh wdn lac néo moe trén dia méi trieong nuéi cay;

Céc chi tiéu danh ddu (%) la chi tiéu diege cong nhan ISOAEC 17025:2017;

Céc chi tiéu danh dau (%) la chi tiéu dwge thire hi¢gn bai théu phu.

Ha Ngi, ngay 20 thang 06 nam 2024

GIAM POC

PHU TRACH , )
PAM XET NGHIEM

PHONG DICH VU NUGC, QTMT&MTLD (£~

,//
1'/"
2

Ky boi: Vit Thi Ciie
A Ngly ky: 20062024 18:54:38
Té chire xée thye: VNPT Certification Authority

Ths. Vii Thi Ciic

Céc két qua thir nghi¢m ghi trong ph}éu ndy chi ¢6 git trj dbi voi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich dan mgt phan phicu két qua thir nghi¢m néu khang co sy ddng ¥ bing vin ban cia Trudmg Dai hee Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mAu, tén khich hing duge ghi theo yéu céu cia noi giri miw Name of sample(s) and customer are written as customer’s request.

war RE AV 1O 120 ban hanh: 2 So4t xét; 5/05,06.2021 Trang:



‘ BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Dirc Thing, P. Dirc Thiing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[ViLAS 1008 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-074 (24.480)
: MAu nuée sinh hogt - TAn M§-Pdng Diing CN
: Chi nhénh cip nwée DPdng Diing - Cong ty Cd ph?m cp thodt nuée
Lang Son
: s0 8, ngd 1, khu Ld Rén, thi trin Pong Ding, huyén Cao Lic, tinh
Lang Son
: MAu ding trong 1 can 5 lit & didu kién thudmng
: 07/06/2024
: Cao Trung Diing

1. Tén miw Name of sample
2. Tén khach hang/ Name of customer

3. Dia chi khach hiang/ Address of customer

4. Mb ta maw Description
5. Ngay nhiin maw/ Date of receiving
6. Ngudi lay/giri man/ Sample taking

oOYTE
7. Thai gian thir nghiém/ Testing time 2

: 07/06/2024 —20/06/2024

8.  Két qua thir nghi¢m/ Test resulls L ,
Két qua NG T)
TT Tén chi titu Phwong phép thiv Don vi Result 14201 /BYMGH
. il A 2, e
No Characteristic Test method Unit W2406-074 : 'Fgr%glé'l
‘ i 1an gép__;
I Coliform tong s6) TCVN 6187-1:2019 | CFU/100 mL KPH Pl
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH <]
KPH
aa (*) .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500-CI*
*) %
4 Clo dw tyr do G2017 mg/L 0,38 0,2+1
5 Do duct” TCVN 12492-1:2020 NTU 3,7 2
6 Mau siic TCVN 6185:2015 TCU <5 15
7 ik, i Cam qian i Khéng c¢6 mui, vi Khong_co mui,
la vi la
8 pH® TCVN 6492:2011 - 7,7 6+ 8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD-0,00003) 0,003
' KPH
i (P *) :
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chisb pecmanganat® TCVN 6186:1996 mg/L <0,5 2
15 Pong (Cupruin) (Cu)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D6 cimg, tinh theo CaCOs" TCVN 6224:1996 mg/L 229 300
17 | Fluor (Y e mg/. | KPH (LOD=0,07) 15
KPH
) :
18 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
- KPH
5 *) ] .
19 Nhoém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs" tinh theo N)® TCVN 6180:1996 mg/L 5.3 2
. . KPH
i -t * .
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
(*) ] .
L 23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

. Chckét qua thir nghi¢m ghi trong phiéu nay chi c6 gid trj déi vai mau thir nghigny/ Test results are valid for the submitted s:}mp'lc(s) only.
2. Khong duge trich din mot phan phicu ket qua thir nghi¢m néu khong c6 sy dong y bang van ban eiia Trudmg Pai hoe Y (& cong chng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khich hang duge ghi theo yéu cliu cira noi giri maw Name of sample(s) and customer are written as customer’s request,

DT RAMTT 12/01 1.A1n ban hanh: 2 So4t xét: 5/05.06.2021 Trang:



BO Y TIk 2,
TRUGNG PAT HOC Y TE CONG CONG 124

TRUNG TAM XET NGHIEM
o [ViLAS 1008
LABORATORY CENTER
Pija chi: S6 1A, dwdng Piic Thiing, P. Dire Thiing, Q. Biic Tir Liém, HA Ni
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi ticu Phwong phép thiv Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-074 INglm’ng gu?'n
ian cho phép
] S0
24 | Sunphat (SO)" e " e mg/L 50,3 250
SMEWW 4500-S* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thity ngéin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 | mg™ MS) gl (LOD=0,00015) 0,001
27 Tdng chit rin hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 322 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 png/L KPH (LOD=3) 20
29 | Arazingvieac dan xuit chloro-s- | ppy yp 11.pp 45:2021 ne/L KPH (LOD=0,2) 100
30 Chlorpyrifos'") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) .6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) F1gp
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 12600
34 Pendimetalin'”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) NED)
s NIFC.04.M.021 (GC- / L
. " ; -
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 7 :\%
36 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=02) | 2720
37 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2
. i e NIFC.04.M.021 (GC-
alinC™) =
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20
39 Bromodichloromethane!") EPA 524.2:1995 pg/L KPH (LOD=3) 60
40 Bromoform‘" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform*” EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 | Monochloramine!” SMEWW 4500-CIB mgL | KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chit:

Manu do khéch hang giri dén; . .
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Oude gia vé Chat heong nude sach sic dung cho muc dich niedie sinh hoat;

KPH: Déi véi cic chi tiéu Héa: Khong phat hién, keé

Khéng phat hién la khong ¢6 khuén lac nao moc trén dia moi triceng nuoi eay;
Ciic chi tiéu danh dau (*) la chi tiéu dwge cong nhan ISO/NEC 1 7025:2017;
Céc chi tiéu danh dau (¥%) la chi tiéu dugc thiee hién boi thaw phu.

Cic két qua thir nghi¢m ghi trong phitu na
Khéng duge trich din mft phén phicu két qua thir nghigm néu k
test report must not be reproduced without ﬂ

Tén méu, tén khéch h

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD |V

i

Ths. Vii Thi Citc

x

y chi 6 gid trj ddi yvoi

t qué nho hom gidi han phat hi¢n ciia phcong phdp;Déi véi ede chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 nam 2024

GIAM B’(‘)C

ample(s) and customer are written as customer’s request.

1 XET NGHIEM

mAu thir nghigm/ Test resulls are valid for the submitted sample(s) only.
hong c6 sy dong y bing van bin cia Trudng Dai hoe Y té cong cong/ The
e wrilten approval of HUPH.
Ang duge ghi theo yéu ciu clia noi g miw Name of s

P RAMTT I19/01

140 ban hanh: 2

Soat xét: 5/05.06.2021

Trang:




BO Y TE

TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

e

“

Dia chi: S6 1A, dudng Dirc Thiing, P. Dire Thiing, Q. Biie Tir Lidm, HA N{i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

‘\\__:é"w

N
'r/” nlu\\‘\\\

[VILAS 1003

PHIEU KET QUA THU NGHIEM

TEST REPORT

S&/No: W2406-075 (24.481)

1. Ténmaw Name of sample » Miu nwée sinh hoat - TT. Dinh Lip DN
2. Tén khéch hang/ Name of customer « Chi nhanh Cép mwée huyén Dinh Lip - Cong ty CH phiin cAp thoat
nwée Lang Son
3. Dia chi khach hang/ Address of customer : Khu 111, thi trin Dinh Lip, huy¢n Dinh Lip, tinh Lang Son
4. MBb ta maw/ Description « MAu dung trong 1 can Slit & ditu kién thwdmg
5. Ngay nhén maw/ Date of receiving : 07/06/2024
6. Newoi lay/giri man/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghi¢m/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test results -
Két qui QCVN 01-
TT Tén chi tiéu Phwong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-075 Nguwdng gioi
han cho phép
1 Coliform tong s6¢ TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®) TCVN 6187-1:2019 | CFU/100 mL KPH 0 Y TN
3| Clo durtyr do® SMEW R mg/L 0,48 g+1 N
4 | Doduc® TCVN 12492-1:2020 NTU 0,7 (3] TRUNG TA
5 Miu sfic TCVN 6185:2015 TCU <5 \{cA XET NGHIEM
e o : Khéng ¢ mui, vi Dhg cb6 mi, |/
6 Mui, vi Cam quan - Ia ‘\%ﬂi{ A
7 pH® TCVN 6492:2011 - 8,2 % i
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa'’) TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amonit” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
i (*) -
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
i (*) IWV .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat’) TCVN 6186:1996 mg/L 5,1 2
14 Pdng (Cuprum) (Cu)™? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do cimg, tinh theo CaCO;"” TCVN 6224:1996 mg/L 49 300
16 | Fluor () SMEW 4500-FD: mg/l. | KPH (LOD=0,07) 15
. KPH
*) :
17 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
- KPH
5 (*) \ .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOj™ tinh theo Ny TCVN 6180:1996 mg/L 0,5 2
_ . KPH
-t *) .
20 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 S#t (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. ‘ KPH
*) \ >
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
23 Sunphat (SO42)" SMEW‘;{;&P.? - 50~ mg/L <2 250

1. Chc két qua thir nghiém ghi trgng phjéu nay
2. Khong duge trich dan mgt phan phicu két g

test report must not be reproduced without t
3. Tén mau, tén khiich hang duge ghi theo yéu

chi ¢ gié trj i NGi mau thir nghi¢m/ Test results are vali

Iy

ua thir nghi¢m néu khong c6 sy dong y biing van

i wrilten approval of HUPH.

ban ctia

d for the submitted sample(s) only.
Truomg Dai hoe Y te cong cong/ The

. . ) x .
ciu ciia noi glri maw/ Name of sample(s) and customer are written as customer’s request.

HPI RBAM TT 12/01

LAn ban hinh: 2

Soat xét: 5/05.06.2021

Trang:



BO Y TE .
b ¢ s A A : \‘_’//3‘
TRUGNG DAL HOC Y T CONG CONG 32k
N 4 > -3 * "4 //:\\ \\?
TRUNG TAM XET NGHIEM
° [ViLAS 1008
LABORATORY CENTER
Dia chi: S6 1A, dudng De Thiing, P. Dirc Thing, Q. Bic Tir Litm, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
F.S £ ? 2 ~
PHIEU KET QUA THU NGHIEM
Két qua QCVNOI- |
TT Tén chi tiéu Phwong phép thi Don vi Result 1:2018/BYT
y S i o —
No Characteristic Test method Unit W2406-075 Nguing gidi
han cho phép
SMEWW 4500-S* KPH
&)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25| (Hg)™ MS) mg/L (LOD=0,00015) 0,001
26 | Tong chét rfin hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 74 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
25 | Al v o dn xudt chloro-s- | ypy yp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop*” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
32 Hydroxyalrazine(" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
33 Pendimetalin®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. (5 NIFC.04.M.021 (GC-
rint ) —|
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20
35 Propanil™® HPL.HD,H.PP 45:2021 ng/L KPH (LOD=0,2) 20
36 Simazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2
; e NIFC.04.M.021 (GC-
" =
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
39 Bromoform'” EPA 524.2:1995 ng/L KPH (LOD=3) IOQ
40 Chloroform‘" EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 10,
42 Monochloramine!™ SMEW\;’OﬁOO-Cl B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi chii:

Mau do khdch hang giti dén;

QCVN 01-1:2018/BYT: Quy chudn Ky
KPH: Déi vdi cac chi tiéu H6
Khéng phat hién la khong ¢6 khuan lg
Céc chi tiéu danh dédu (%) 1a chi tiéu diege cong 1
Cée chi tiéu danh dau (%) la chi tiéu dugc thire

Céc két qud thir nghiém ghi trong phié

PHU TRACH

a: Khong phdt hién, két qua nho
in lac nao moc trén dia moi tredng nudi cay;
whén ISOAEC 17025:2017;
hién bai thau phu.

|
PHONG DICH VU NUGC, QTMT&MTLD (J;\//

/,

Ky bai: Vi Thi Cie

§ i
Negdy ky: 20,06/2021 18:56:39

Té chirc xic thye: VNPT Certification Authority

Ths. Vii Thi Ciie

u nay chi cé gié trj d6i véi mu

thudt Quéc gia vé Chdt leong meée sach sir dung cho nue dic
hom gidi han phat hién ciia phweng phdp;Doi

DY

TS. Diing Thé Hwng

h mecre sinh hoat;
vdi cac chi tiéu Sinh:

AM DOC

Ha N¢i, ngay 20 thang 06 ndm 2024

a8 ! h
VETAM XET NGHIEM

W nghiém/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich dén mdt phan phicu két 'qua thir nghi¢m néu khong c6 sy ddng ¥ bang van ban clia Trudng Pai hoc Y te ¢d ong/ Tt
test report must not be reproduced without the written approva] of HUPH. il gRekhe ¥ g ofag/ The
3. Tén méu, tén khach hing duge ghi theo yéu cau cla noi giri maw/ Name of sample(s) and customer are written as customer’s request.

HPI BMTT 18/01

LAin ban hanh: 2

SoAt xét: 5/05.06.2021

Trang:




BO Y TE W,

TRUGNG DA HOC Y TE CONG CONG 122984

TRUNG TAM XET NGHIEM i
LABORATORY CENTER

Dia chi: S6 1A, dudmg Ditc Thiing, P. Dikc Thiing, Q. Bfic Tir Lidm, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

=

[VILAS 168

PHIEU KET QUA THU NGHIEM
TEST REPORT

So/No: W2406-076 (24.481)

I. Tén maw Name of sample » MAu nwrée sinh hoat - TT. Dinh Lip CN
2. Tén khich hang/ Name of customer ; + Chi nhanh CAp nwéc huyén Pinh Lip - Cong ty C& phin cip tho#t
nuée Lang Son
3. Dia chi khach hang/ Address of customer : Khu TI1, thi trén Dinh LAp, huyén Dinh Lip, tinh Lang Som
4. Mo ta maw/ Description : : MAu dyng trong 1 can 5 lit & diéu ki¢n thwdng
5. Ngiy nhin mau/ Date of receiving : 07/06/2024
6. Ngudi lay/giri maw/ Sample taking : Cao Trung Diing
7. Tl}b’i gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test results 5
Két qua QCVN 01-
TT ‘Tén chi tiéu Phuong phép thir DPon vj Result 1:2018/BYT
7 . aofl H ~ . s
No Characteristic Test method Unit W2406-076 Negwdng gioi
: han cho phép
1 Coliform téng s6) TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®™ TCVN 6187-1:2019 CFU/100 mL KPH <1
3 | Clodutwdo® SMEWJ so0-cl mg/L 043 02+1 |
4 D6 duct” TCVN 12492-1:2020 NTU 0,6 2 Joolt
s | Mausic TCVN 6185:2015 TCU <5 15/x/"
6 N, ¥i Cam quan i Khong (;2 mui, vi Khon‘g’;{ré {ﬁ[‘ﬁUN
7 | pH™ TCVN 6492:2011 : 81 G AGAKE]
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH RN
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <IN/ 1
10 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) | - 0,3 =5
KPH
i (Ca™ :
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
Y (*) .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat") TCVN 6186:1996 mg/L 5 2
14 Pong (Cuprum) (Cu)t") SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
S D6 cimg, tinh theo CaCO5"! TCVN 6224:1996 mg/L 43 300
16 | Fluor (F)Y SHIERW St me/l. | KPH (LOD=0,07) 15
17 | Mangan (M) SMEWW 3111B:2017 mg/L EPE 0,1
' (LOD=0,015) ’
. KPH
5 (*) \TAY .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOs tinh theo N)© TCVN 6180:1996 mg/L 0,47 2
; : KPH
v S (*) 5
20 N'mll (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; . KPH
(*) .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
23 | Sunphat (SO SMEW‘;;OSPE -80¢ mg/L <« 250

Cic két qua thir nghiém ghi trong phiéu nay chi ¢6 gid trj di v6i mAu thir nghig¢ny/ Test results are valid for the submitted sample(s) only.

2. Khoéng duge trich din mot phén phiéu két qua thir nghiém néu khéng c6 s dong ¥ bang van ban cia Trudng Pai hoe Y te cong cong/ The
test report must not be reproduced without the written approval of HUPH. ' ERg e el

3. Tén mau, tén khach hing duge ghi theo yéu céu cla noi gir maw/ Name of sample(s) and customer are written as customer’s request.

HPT BM TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 ~ Trang:



| BO Y TE
TRUONG PAIHOC'Y TE CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 1008 |
LABORATORY CENTER
Pja chi: S6 1A, dudng Dire Thiing, P. Dirc Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (-+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qué QCVN 01-
TT Tén chi tién Phwrong phap thir bon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-076 Ngwing gidi
han cho phép
SMEWW 4500-S* KPH
sunfual™
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25| (Hg)"Y MS) mgfL (LOD=0,00015) 0,001
26 Téng chit rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 67 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 7 20
gy | ElmEbER et chloro=s- | 'pipr, HD.H.PP 45:2021 ng/L KPH(LOD-02) | . 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 130
30 | Cyanazinc®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6 ‘
31 Dichloprop!" HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100 S I
32 Hydroxyatrazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200 s A
33 Pendimetalint® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 MR
. NIFC.04.M.021 (GC- T
inth -
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20
35 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
36 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2
: e NIFC.04.M.021 (GC-
ifuralint® =
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20
38 Bromodichloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) -~ 60
39 Bromoform*) EPA 524.2:1995 ng/L KPH (L.OD=3) £™2,100
40 | Chloroform® EPA 524.2:1995 ng/L KPH (LOD=3) N+ 300
41 Dibromochloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) | -2:,\J00
L SMEWW 4500-C1 B e
5 (*) = .4 k
42 Monochloraming 2017 mg/L KPH (LOD=0,07) |<iEM 1/ g}y
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) AS700
Ghi chit: .

E T"é\; y
Mau do khich hang giri dén; /
QCVN 01-1:2018/BYT: Quy chudn Kv thut Quide gia vé Chat hegmg nudie sach ste dung cho mye dich meée sinh hoat;
KPH: Déi véi cae chi tiéu Hoa: Khong phdt hién, két qua nhé hon gidi han phat hién ciia phong phép;Poi véi cac chi tiéu Sinh:
Khéng phat hién la khéng cé khudn lac nao moc trén dia moi trieong nuéi ciy;
Céiec chi tiéu danh déu (%) la chi tiéu dwoe cong nhdn ISO/AEC 17025:2017;
Céc chi tiéu danh déu (¥%) la ¢hi tiéu diegie thire hign béi thau phy.
Ha N¢i, ngay 20 thang 06 nam 2024
PHU TRACH GIAM POC

PHONG DICH VU NUGC, QTMT&MTLD if\/'

Ths. Vii Thj Ciic

Cée két qué thir nghi¢m ghi trong pl}jéu nay chi o gid trj c!éilwfri miu thit nghi¢n/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mft phan phicu ket qua thir nghigm neu khong ¢6 sy dong ¥ biing vin ban clia Tredmg Pai hoe Y 1€ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

a x a - ~ 0 . » x .
3. Tén méu, tén khach hang duge ghi theo yéu cdu ctia noi giri mdw/ Name of sample(s) and customer are wrilten as customer’s request.

s P R e 1 P e Ba Ba sineg B ADSd s 8)



‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pja chi: S6 1A, dwdng Dire Thiing, P. Pirc Théng, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[ViLAS 1008 |

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-077 (24.481)

1. Tén maw Name of sample : MAu mde sinh hoat - Nong Truwong-Dinh Lip DN

2. Tén khach hang/ Name of customer : Chi nhénh Cip nwée huyén Dinh Lip - Cong ty (o] ph‘ﬁn cﬁp thoat
nwée Lang Son
3. Dija chi khach hiang/ Address of customer : Khu 111, thj trfin Dinh Lip, huyén Dinh Lip, tinh Lang Son
4,  Mb th maw/ Description : Miu dung trong 1 can 5 lit & ditu kign thudng
5. Ngiy nhiin miw Date of receiving : 07/06/2024
6. Nguoi lay/gii mav/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghién/ Testing time : 07/06/2024 —20/06/2024
8. K&t qua thir nghiém/ Test resulls :
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thit Don vi Result 1;2018/BYT
No Characteristic Test method Unit W2406-077 Nguwdng gidi
han cho phép
1 Coliform téng s6 TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®V TCVN 6187-1:2019 CFU/100 mL KPH <l
SMEWW 4500-CI 3 Yl
*) : 0 Y|i
3 Clo dur tyr do G2017 mg/L 0,35 0,2/\:6.,—&
4 Do duc” TCVN 12492-1:2020 NTU <0,1 12/
5 Mau sic TCVN 6185:2015 TCU <5 [[#3 TRUNG'
p ¥ o s s 7o s
6 MR, ¥ Cam quan ) Khong c;(': mi, vi | Khongadmti NG|
7 | pH® TCVN 6492:2011 . 8 6N\D~—_ |
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH < INJTocY
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) 3 .
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 (#) .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 | Chi sé pecmanganat’) TCVN 6186:1996 mg/L 4,7 2
14 Ddng (Cuprum) (Cu)t") SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do clmg, tinh theo CaCO;!" TCVN 6224:1996 mg/L 54 300
16 | Fluor (B SMEWW 4500-FD: mg/l | KPH (LOD=0,07) L5
KPH
™ :
17 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
n KPH
~ *) g
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5 tinh theo N)” TCVN 6180:1996 mg/L 0,32 2
- . KPH
-t (*) .
20 N’unt (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 | St (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
” . KPH
(*) .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
A Y, % 2-
23 Sunphat (SO4>) SMEW‘;;&? ,? S04 mg/L <2 250

1. Céc két qua thir nghi¢m ghi trong |1[1‘iétl ndy chi cé gid tr déi Vi méu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich ddn mdt phan phicu két qua thir nghi¢m neu khong c6 sy dong ¥ bing viin ban ciia Trudmg Pai hoe Y € cong cong/ The
test report must not be reproduced without the written approval of HUPH,

Py - . - . e .
3. Tén méu, tén khich hing duge ghi theo yéu cdu ctia noi giri miw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06,2021 Trang:



\ BO Y TE
TRUONG PAI HOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 1008 |
LABORATORY CENTER
A e % . z z
Pja chi: S6 1A, dudng Pire Thiing, P, Dirc Thiing, Q. Biic Tir Liém, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIK
Két qua QCVN 01- |
TT Tén chi tiéu Phwong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-077 Ngwing gidi
. han cho phép
o SMEWW 4500-8* KPH
**)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
2| (g MS) mg/l. 1 (1.0D=0,00015) 0,000
26 Tong chat ran hoa tan (TDSY SMEWW 2540 C:2017 mg/L 67 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
= . ~ I x A
28 f;f;;i‘]gf,"" céc dan xuat chloro-s- | yypy Hp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
30 Cyanazine” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08)
31 Dichloprop'” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3)
32 Hydroxyatrazine'” HPL.HD H.PP 45:2021 pg/L KPH (LOD=0,2)
33 Pendimetalint HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2)
. NIFC.04.M.021 (GC-
-in*t?) =
34 Permethrin MS/MS) ng/L KPH (LOD=0,3)
35 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
36 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
. L (ot NIFC.04.M.021 (GC-
- (**) =
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3)
38 Bromodichloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3)
39 Bromoform'” EPA 524.2:1995 ng/L KPH (LOD=3)
40 Chloroform"” EPA 524.2:1995 ng/L KPH (LOD=3)
41 Dibromochloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3)
42 Monochloramine!" SMEW\QIOﬁOO-Cl B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 | ng/lL KPH (LOD=1) 20

Ghi chit:
Mt do khach hang giri dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Qude gia vé Chét leomg meére sach sir dung cho muc dich nuwde sinh hoat;
KPH: Ddi véi cde chi tiéu Hoa: Khong phat hién, két qud nhé hem gidi han phiit hién ciia phiong phép;i—)éi véi ede chi tiéu Sinh:
Khéng phdat hién la khong cé khudn lac néo moc trén dia moi trieong nuéi edy;
Cée chi tiéu danh diu (%) la chi tiéu diege cong nhin ISONEC 1 7025:2017;
Cée chi tiéu danh ddu (**) la chi tiéu dwgce thiee hién bai thau phu.

Ha Néi, ngay 20 thang 06 nam 2024

. PHY TRACH ] GIAM POC
PHONG DICH VU NUOC, QTMT&MTLD [L,/ RUNG-TAM XET NGHIEM

Y

-

K bii: Vi Thi Cic
. Ngiy hy: 2006/2024 18:58:14
Té chire xic thue: VNPT Certification Authority

Ths. Vii Thi Ciic Joc fing Thé Hung

I.  Cfc két qua thit nghi¢m ghi trong phiéu nay chi ¢6 gid trj 8i vai r nghi¢ i
c 4 gid tr d6i vi mAu thir nghigm/ Test results are valid for the submitted sampl
2. Khéng duge trich din mft phéin pﬁiéu két qua thir nghi¢m néu khong c6 sy dong ¥ ( of e A
d ghiém néu khong c6 sy dong y bang vin ba 2 Y té ¢d ong/ The
test report must not be reproduced without the written approval of Hlﬁ’l’H. ' G bing Vi Hin Aoy Tig ERERG Bl g 8IS

3. Ténmi ¢ ghi éu cau ctia noi gii mAw/ N i
1 miu, tén khich hang duge ghi theo yéu cau ciia not gui miw Name of sample(s) and customer are written as customer’s request.

s, (U P

R Al AR . AN Trano*



‘ BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pija chi: S6 1A, dwdng Pire 'I‘hﬁng, P. Dirc Thiing, Q. Biic Tir Liém, HA N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[ViLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

So/No: W2406-078 (24.481)

1. Tén maw Name of sample : MAu nuwée sinh hoat - Nong Truong-Dinh Lip CN
2. Tén khach hang/ Name of customer : Chi nhanh Ciip nwée huyén Dinh Lip - Cong ty C6 phin chp thoat
nwée Lang Son
3. Dia chi khach hang/ Address of customer : Khu 111, thi trin Dinh Lép, huy¢n Dinh Ljp, tinh Lang Son
4. Ma ta maw/ Description : MAu dung trong 1 can 5 lit & ditu kién thwdng
5. Ngiy nhén maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gii mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiém/ Test results :
Két qua QCVN 01-
TT Tén chi tiéu Phwong phip thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-078 Ngwdng gu?’l
han cho phép
1 Coliform tong s6*) TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®” TCVN 6187-1:2019 CFU/100 mL KPH <1
3 Clo du ty do” SMEWGEO‘;?TOO_CI- mg/L 0,27 0,2+ 1
4 Pé duc” TCVN 12492-1:2020 NTU <0,1 2 A v 1B
5 Mau sic TCVN 6185:2015 TCU <5 HI5” N
6 MG 0t Cii o i Khéng ¢c6 mui, vi | K éng/co mui,
’ k. e la 2 FMRUNG TA
7 | pH® TCVN 6492:2011 - 8,1 %6 x&5 naHlE
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH W%k 1 '
9 Pseudomonas aeruginosa” TCVN 8881:2011 CFU/ 100mL KPH N .
10 Amonit"” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) DRIOC Y 1:;
. KPH
: ) .
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 (t) o
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat!”) TCVN 6186:1996 mg/L 53 2
14 Pong (Cuprum) (Cw)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 D) cimg, tinh theo CaCO5(" TCVN 6224:1996 mg/L 27 300
16 | Fluor () e mg/l | KPH (LOD=0,07) 1,5
17 Mangan (Mn)") SMEWW 3111B:2017 mg/L KEH 0,1
' (LOD=0,015) ’
6 * WV .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5 tinh theo N)*) TCVN 6180:1996 mg/L 0,15 2
i KPH
g (*) .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
: KPH
* .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 Sunphat (SO4>)™ SMEW\EV.;S {) ,? S0 mg/L <2 250

1. Céckét qui thir nghi¢m ghi trong phiéu ndy chi ¢6 gid trj déi Noi méu thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng dugc trich dan mgt phan phiéu két Liuﬁ thir nghiém néu khéng c6 sy ddng y bing van bin cia Trudng Dyi hoe Y t& cong cdng/ The
t

test report must not be reproduced without the written approval of HUPH.

- x a . - . . .. .
3. Tén miu, tén khich hing duge ghi theo yéu cau ciia noi giri miw Name of sample(s) and customer are written as customer's request,

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06,2021 Trang:
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LABORATORY CENTER
Dja chi: $6 1A, duwdng Pic Thing, P. Pire Thiing, Q. Biic Tir Liém, HA N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIF
Két qua QCVN 01-
TT Tén chi tiéu Phuong phap thir Pon vi Result 1:2018/BYT
acteristi H Jowd Pt
No Characteristic Test method Unit W2406-078 Nguwdng gidi
han cho phép
SMEWW 4500-S* KPH
(**)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thay ngén (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (Hg)™) MS) mg/L (LOD=0,00015) 0,001
26 Tong chét riin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
og | SIMBHENEGE dan xuat chloro-s- | ppy yp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine'" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop'” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. (o NIFC.04.M.021 (GC-
in(**) =
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20 A
35 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 AN\
36 | Simazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 o\
R NIFC.04.M.021 (GC- o
a1 (YY) = .
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 xi_,})
38 Bromodichloromethang!” EPA 524.2:1995 ng/L KPH (LOD=3) 60 ~/
39 Bromoformt" EPA 524.2:1995 ng/L KPH (LOD=3) 100 7
40 Chloroform"” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine®" R S mgL | KPH (LOD=0,07) 3
| 43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chi:

Mau do khdich héng giri dén;

QCVN 01-1:2018/BYT: Quy chudn Ky
KPH: Déi vai ede chi tiéu Hoa: Khong pha

Khéng phdt hi¢n la khong cé khuan lac ndo moc trén dia moi triedng nuéi cdy;
Cac chi tiéu danh d(f’u (*) la chi tiéu digre cong nhin ISOAEC 17025: 2017;
Cée chi tiéu danh ddu (¥%) la chi tiéu dieoe thiee hign bai thau phu.

PHU TRACH

PHONG DICH VU NUOC, QTMT&MTLD

Ky béiz Vit Thi Ciie
_ Npay ky: 20/06/2024 18:58:56
T chite xae thyre: VNPT Cedtification

Ths. Vii Thi Cic

|

thudt Quoc gia vé Chét heong meée sqch sie dung cho mye dich meée sinh hoat;
¢ hign, két quda nho hon gidi han phat hi¢n ciia phicong phap; Poi véi cac chi tiéu Sinh:

Ha Néi, ngay 20 thang 06 nam 2024

GIAM DOC

Cic két qua thir nghi¢m ghi trong pl_liéu ndy chi c6 gid trj ddi voi mau thir nghigm/ Test results are valid for the submitted sample(s) only.
2. Khéong duge trich din mgt phan phicu két (]uh thir nghiém néu khdng ¢ sy dong y bang viin ban cia Trudng Dai hoe Y & cong cong/ The
!

test report must not be reproduced without lca\wiucn approval of HUPH.
3. Tén miu, tén khach hang duge ghi theo yéu ciu cia noi giri maw/ Name of sample(s) and customer are wrilten as customer's request.

HPL.BMTT 18/01 LAn ban hinh: 2 Soat xét: 5/05.06.2021 Trang:
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TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: Sb 1A, dudng Dirc Thiing, P. Dirc Thing, Q. Bic Tir Liem, Ha N{i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-079 (24.482)

1. Tén maw Name of sample . MAn nueée sinh hoat - TT.Hiru Liing DN
2. Tén khich hang/ Name of customer : Chi nhanh Cip nwée Hiru Liing - Cong ty Cb phin cAp thodt mrée
Lang Son
3.  Dia chi khach hang/ Address of customer : S6 126, dwdmg Biic Son, thi trfin Hitu Liing, huy¢n Hiru Liing, tinh
. Lang Son
4,  Mb ta maw Description : MAu dyng trong 1 can S lit & didn ki¢n thudng
5. Ngay nhin mau/ Date of receiving : 07/06/2024
6. Nguoi lay/gii maw/ Sample taking : Cao Trung Diing
7. Tl}(‘)’i gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghiémy/ Test results -
Két qua QCVN 01- B
TT Tén chi tiéu Phuwong phip thiv Don vi Result 1:2018/BYT
J s Sofie : . . e
No Characteristic Test method Unit W2406-079 Ngwong gidi
han cho phép
I Coliform tong s6*) TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®") TCVN 6187-1:2019 | CFU/100 mL KPH <SEB Y 1
SMEWW 4500-CI -
(*) ;
3 | Clodutydo ASTL mg/L 0,43 /f%‘ i
4 Do duc” TCVN 12492-1:2020 NTU 2,6 [[F[ITRUNG"
5 Mau sic TCVN 6185:2015 TCU <5 \SlgET NGE
6 M, vi Cam Guan ) Khong (;2 mui, vi Kh 6 miuil,
7 | pH® TCVN 6492:2011 " 8,3 6 RAOCY
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <]
10 Amonit"” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
*) :
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i *) :
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat®") TCVN 6186:1996 mg/L 2.7 2
14 Pong (Cuprum) (Cw)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Bo cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 190 300
16 | Fluor (B SHIRMPR A0 mg/l | KPH (LOD=0,07) 15
17 | Mangan (Mn)") SMEWW 3111B:2017 mg/L Ly 0,1
‘ ) (LOD=0,015) !
.. ' KPH
& " ;
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO; tinh theo N)© TCVN 6180:1996 mg/L 2,37 2
: . KPH
: -t *) . y
20 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 St (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
*) .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
23 | Sunphat (SO2)" SMEW‘;;S?? i mg/L 29 250

1.  Chc két qua thir nghi¢ém ghi trong phiéu niy chi c6 gid trj doi i miu thir nghig¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mot phan phiéu ket qua thir nghigm néu khong cb sy dong ¥ bing viin ban ciia Trudmg Pai hoe Y té cong cong/ The
test report must not be reproduced without the, written approval of HUPH.

3. Tén mau, tén khich hing dugc ghi theo yéu cau ciia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

DT BRM TT 12/01 LAn ban hanh: 2 Soft xét: 5/05.06.2021 Trang:



BO Y TE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM '
LABORATORY CENTER

Dia chi: S6 1A, dudng Ditc Thiing, P. Dirc Thiing, Q. Béc Tir Li¢m, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Kit qui QCVN 01-
TT Tén chi tiéu Phurong phip thi Don vi Result 1:2018/BYT
. o ; 5 =
No Characteristic Test method Unit W2406-079 Nguwing gidi
han cho phép
. SMEWW 4500-S* KPH
9
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
23| mg MS) mg/L (LOD=0,00015) 0,60
26 Tdng chat rin hoa tan (TDS)® SMEWW 2540 C:2017 mg/L 217 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
28 il‘;‘;ft‘]gf)"  céc dan xuat chloro-s- | - ypy Hp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine!”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
o o NIFC.04.M.021 (GC- g
Y o
34 | Permethrin Ly s ig/L KPH (LOD=0,3) 20)\)
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20" 1Z]|
36 | Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2M/O
g NIFC.04.M.021 (GC- S/
- . (**) = (e)
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 2@//
38 Bromodichloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
39 Bromoform®” EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform” EPA 524.2:1995 pg/L KPH (LOD=3) 300
41 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine®” LR mg/l | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi ehii:

Mau do khach hang gii dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thugt Qudc gia vé Chét heemg miée sach sir dyng cho muc dich mwede sinh hogt;
KPH: Déi véi cic chi tiéu Hoa: Khong phat hién, két qud nhé hom gici han phat hi¢n ciia phieong php; Poi vii céc chi tiéu Sinh:
Khong phat hign la khong cé khudn lae néo moc trén dia méi triedng nuéi ciy;
Céc chi tiéu danh diu (%) la chi tiéu diroe cong nhdn ISO/EC 17025:2017;
Cae chi tiéu danh dau (%*) la chi tiéu diege thye hién boi thau phu.
Ha Ngi, ngay 20 thang 06 nam 2024
PHU TRACH GIAM POC
PHONG DICH VU NUOC, Q'I‘MT&MTLB(A/” NG TAM XET NGHIEM

Ky bai: Vi Thi Clie
_ Ngdy ky: 201062024 18:46:17
Té chire x4¢ thye: VNPT Certification

Ths. Vii Thi Cac

TRUNG TAM
XET NGHIEM

= . A
ang Theé Hurng

1. Cackét qua thir nghi¢m ghi trong phiéu néy chi cé gid trj dbi i miu thir nghigm/ Test results are valid for the submitted se}mplc(s) only.
2. Khodng duge trich din mgt phan phicu ket qua thir nghi¢m neu khong c6 sy déng ¥ bing van ban ciia Trudng Bai hoc Y té cong cgng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau ciia noi gii maw Name of sample(s) and customer are written as customer’s request.

e TR R LG IRE 1.An ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



| BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dwdng Dire Thiing, P. Dirc Thing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sié/No: W2406-080 (24.482)

1. Tén maw Name of sample : MAu nuwée sinh hoat - TT.Hitu Liing CN
2. Tén khach hang/ Name of customer : Chi nhanh Cép nwée Hitu Liing - Cong ty C6 phén cip thodt nwée
Lang Son ]
3. Dia chi khach hang/ Address of customer : S6 126, dwdmg Biic Son, thj trin Hiru Liing, huyén Hiru Liing, tinh
Lang Son
4. M6 ta maw/ Description : MAu dyng trong 1 can 5 lit & diéu kién thwdng
5. Ngdy nhén maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gui mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8.  Két qua thir nghiém/ Test results :
Két qua QCVN 01-
T Tén chi tiéu Phurong phéip thit Don vj Result 1:2018/BYT
1 NI ot edi g 1 = 7
No Characteristic Test method Unit W2406-080 Ngwdng gidi
han cho phép
1 Coliform tong 6 TCVN 6187-1:2019 CFU/100 mL KPH <3 —t
2 E. coli®¥ TCVN 6187-1:2019 | CFU/100 mL KPH <7 5
. SMEWW 4500-CI *
*) s
3 Clo du tir do G2017 mg/L 0,4 Oﬁi/{:m -
4 | Do duc? TCVN 12492-1:2020 NTU 2,8 (2] 2 o
5 Mau siic TCVN 6185:2015 TCU <5 S
6 ML, vi . . Khéng cé mui, vi Khong\e%&
la vi IS Hoc
7 pH® TCVN 6492:2011 - 8,3 685 —
8 Staphylococcus aurens SMEWW 9213B CFU/ 100mL KPH <l
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
- (‘) . "
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
2 (\‘) o
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat'") TCVN 6186:1996 mg/L 3,1 2
14 Ddng (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Dé cimg, tinh thco CaCO3"" TCVN 6224:1996 mg/L 186 300
16 | Fluor (A il Sy mg/l | KPH (LOD=0,07) LS
. KPH
17 Mangan (Mn)™" SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
18 | Nhom (Aluminium) (AD® SMEWW 3113B:2017 mg/L (LODISI’)%OO 5 02
19 Nitrat (NOy tinh theo N) TCVN 6180:1996 mg/L 2,15 2
20 | Nitrit (NO; tinh theo N)® TCVN 6178:1996 mg/L (Logf (1){003) 0,05
21 Sét (Ferrum) (Fe)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
22 | Seleni (Se)® SMEWW 3113B:2017 siig/L (Lorg)}zmo & 0,01
- 2-
23 | Sunphat (502)® e oo sy mig/L 33 250
L .
1.  Céc két qua thir nghiém ghi trong phjéu nay chi cé gid trj déi voi miu thir nghi¢m/ Test results are valid for the submiited sample(s) only.
2. Khéng duge trich dan mdt phﬁu phiéu két qua thir nghi¢m néu khong 6 su dong ¥ bing van ban cia Truémg Dai hoe Y t& cong cong/ The
test report must not be reproduced without the wrilten approval of HUPH.
3. Tén miu, tén khach hang duge ghi theo yéu cau ctia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 Lin ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:
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LABORATORY CENTER
Dia chi: S5 1A, dudmng Dire Thiing, P. Dire Thing, Q. Biie Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thit Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-080 Ngwéong gidi
han cho phép
SMEWW 4500-S* KPH
(ii)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
3| @ MS) mg/L (LOD=0,00015) B
26 | Téng chit riin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 216 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
= 2 Ak X 72
28 f;‘;azf!‘lgf)‘” cdc dan xuat chloro-s- | prpy yp 11 pp 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine"’ HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop'” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 160 ™\
32 Hydroxyatrazine!"” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200 N\
33 | Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20M \ S\
s NIFC.04.M.021 (GC- 24 fO
int) = .M
34 Permethrin MS/MS) ng/L KPH (L.OD=0,3) 26 /‘Ig)}
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2075/
36 | Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) x 7
I NIFC.04.M.021 (GC- =
¥ ( ) =]
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
38 Bromodichloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
39 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine(” SMEW\; OﬁOO-Cl B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khach hang giri dén;

QCVN 01-1:2018/BYT: Quy

chudn Ky thudt wée eia vé Chét legng micdie sach sir dung cho mue dich nwecre sinh hoat;
J & g g

KPH: Béi véi cac chi tiéu Hoa: Khong phat hi¢n, két qud nhé hon giéi han phat hi¢n ctia phieomg phdp;Déi véi cae chi tiéu Sinh:
Khéng phat hién la khéng cé khudn lac ndo moc trén dia moi trudng nuéi cay;
Céc chi tiéu danh ddu (%) la chi tiéu duoc cong nhin ISO/EC 17025:2017;
Céce chi tiéu danh ddu (¥%) la chi tiéu duege tinee hi¢n boi théu phu.
Ha N@i, ngay 20 thang 06 nam 2024
PHU TRACH , 7 =G1AM bOC
PHONG DICH VU NUGC, QTMT&MTLD {

Ky bai: Vi Thj Cic
. Ngdy ky: 20/06/2024 18:46:57
T chite xéc thye: VNPT Certification

Ths. Vii Thj Ciic

TS. Ding Thé Hing

1. Cic két qua thir ngh;ém ghi trong phiéu nay chi c6 gia trj déi v6i miu thir nghi¢m/ Test results are valid for the submilted sample(s) only.
2. Khong duge trich din mdt phan phiéu ket qua thir nghi¢m néu khéng c6 sy dong ¥ bing vin ban cta Trudng Dai hoe Y (¢ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mAu, tén khach hing duge ghi theo yéu cau clia noi giri maw Name of sample(s) and customer are wrilten as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



| BOY TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dudmg Dirc Thing, P. Dirc Thiing, Q. Béic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[iLAs 1003 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: W2406-081 (24.482)
. MAu mwrée sinh hoat - Van Nham-Hiru Liing DN
+ Chi nhanh Ciip nwée Hitu Liing - Cong ty Cb phin cap thoat mrée

Tén maw/ Name of sample

2. Tén khach hiang/ Name of customer

Lang Son
3.  Dia chi khach hang/ Address of customer : Sb 126, dwirng Béc Som, thi trin Hitu Liing, huy¢n Hiru Liing, tinh
) Lang Son
4. Mb th maw/ Description : MAu dymg trong 1 can 51it & ditu kién thwdng
5. Ngdy nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thit nghiém/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test results §
Két qua QCVN 01-
TT Tén chi titu Phirong phap thiv Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-081 Ngwing gidi
han cho phép |
1 Coliform tong s6(") TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH <l
KPH
; * ;
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500-CI
(*) s |
4 Clo dur ty do G2017 mg/L 0,43 0,2 k;f;‘;
5 Pj dyct” TCVN 12492-1:2020 NTU 1,2 S
6 Miu sic TCVN 6185:2015 TCU <5 Ny
2 3 3 = . T s 8 G
7 Mui, vi Cam quan - Khong (;2 i, ¥ Khﬂ({%ﬁ; gtlm?ﬂlﬁ
8 pH® TCVN 6492:2011 - 8,1 %85
9 Staphylococcus aurens SMEWW 9213B CFU/ 100mL KPH 97>
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH < IRZPCY
11 Amoni” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
i * : :
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
s . KPH
13 Chi (Plumbum) (Pb)” SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat” TCVN 6186:1996 mg/L 3 2
15 Pang (Cuprum) (Cw)) SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Do cimg, tinh theo CaCoOs" TCVN 6224:1996 mg/L 219 300
17 | Fluor (A ik mg/L | KPH (LOD=0,07) 15
18 Mangan (Mn)™") SMEWW 3111B:2017 mg/L KFH 0,1
; ' (LOD=0,015) ’
.. KPH
A {t) ¥
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy" tinh theo N)® TCVN 6180:1996 mg/L 2,92 2
KPH
.y s v 2k (0) Al .
21 Nitrit (NO, tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 S#t (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
: *) :
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia trj doi voi méau thir nghi¢my/ Test results are valid for the submitted sample(s) only.

2. Khéng dugc trich dan mgt ph?an phiéu két qua thir nghi¢m néu khéng ¢6 sy dong ¥ bing van ban cia Trudng Pai hoc Y 1é cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén méu, tén khach hang dugce ghi theo yéu céu ciia noi giri mAw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dudng Dire Thing, P. Ditc Thiing, Q. Bic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwrong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-081 Ngudng gidi
han cho phép
- 27
24 | Sunphat (SO B mg/L 46 250
SMEWW 4500-8* KPH
")
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thity ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)(.t) MS) mg/L (LOD=0,00015) 0,001
27 Téng chét rin hoa tan (TDS) SMEWW 2540 C:2017 mg/L 284 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 png/l KPH (LOD=3) 20
g9 | Alrazing va o dan it chloro-s- | yp, HD,H.PP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos” HPL.HD.H.PP 45:2021 pg/L KPH (1.LOD=0,2) 30
31 Cyanazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
. (e NIFC.04.M.021 (GC-
-in(t) - .
35 Permethrin MS/MS) ng/L 20 P
36 Propanil®) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20 o\
37 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) P, .
3 . (o NIFC.04.M.021 (GC- M Z
ifuralinC® L :
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20 .,5M)'8J
39 | Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60 /&
40 | Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) 1000/
41 Chloroform™ EPA 524.2:1995 pg/L KPH (LOD=3) 3007
42 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine®® SMEW\;OLEOO'CI - mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

L
Ghi chii:

Miu do khach héng giri dén;

QCVN 01-1:2018/BYT: Quy chudn Ky
KPH: Poi véi cac chi tiéu Hoa: Khong p
Khéng phat hi¢n lda kh }
Cic chi tiéu ddnh dan

3

thudt Quéc gia
hat hién, ket qua nho hon gidi han ]3]1‘(“ hién ciia phirong

vé Chét romg mede sach sir dung cho mue dich miede sinh hoat;

ong c6 khudn lgc nao moc trén dia mai trieomg nuoi cay;
(%) la chi tiéu diege cong nhdn ISO/IEC 17025:2017;

Céie chi tiéu danh ddu (¥%) la chi tiéu duwgc thye hién boi thau phu.

Céc két qua thir nghi¢m ghi trong phiéu :
2. Khong dugc trich dén mgt phan phicu ket qua thir nghiém néu khong ¢6 su d

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD

Ky béis Vii Thi Cie
 Npiy ky: 2010672024 18:47:52

Té chirc xd¢ thye: VNPT Centification

Ths. Vii Thi Ciic

A

nay chi co gi

|

test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu cdu cla noi girl ma

i giri maw Name of sample(s) and customer are written as customer’s request.

phép;Déi véi cac chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 nim 2024

GIAM POC

UNG TAM XET NGHIEM

i4 trj déi véi mu thir nghi¢ny/ Test results are valid for the submitted sample(s

) only.
ong y bing vin ban ctia Trrdmg Dai hoe Y té cong cong/ The

HPI BMTT 18/01

LAn ban hanh: 2

SoAt xét: 5/05.06.2021

Trang:



‘ BO Y TE .,

TRUGNG PAI HOC Y Tl CONG CONG 1224

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S8 1A, dudng Dirc Thiing, P. Pirc Théing, Q. Bic Tir Liem, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLAS 1008 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-082 (24.482)
. Miu nuée sinh hoat - Van Nham-Hitu Liing CN

. Tén maw/ Name of sample
« Chi nh&nh Cip nwéc Hiru Liing - Cong ty C6 phén clp thedt nuée

2. Tén khach hang/ Name of customer

3. Dia chi khach hang/ Address of customer

Lang Son

: S0 126, dwdng Bfc Son, thi tran Hiru Liing, huy¢n Hiru Liing, tinh

Lang Son
4. Mb ta maw/ Description : MAu dyng trong 1 can 5 lit & ditu kién thudng
5. Ngay nhan miw/ Date of receiving : 07/06/2024
6. Nguoi lay/gii maw/ Sample taking : Cao Trung Diing
7. Thai gian thir nghiény/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiény Test results :
Két qua QCVN 01- T
TT Tén chi tiéu Phwong phéip thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-082 Ngwdng gidi
han cho phép |
1 Coliform tong 6 TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH <l
3 Arsenic (As)!" SMEWW 3113B:2017 mg/L (LOI;<= F(')HGOO 6) 0,01
. SMEWW 4500-CI
* Z
4 Clo du ti do G2017 mg/L 0,36 0,2 0 Y
5 Do duct” TCVN 12492-1:2020 NTU 1,2 Y/
6 Mau sic TCVN 6185:2015 TCU <5 NAF s e
. Miii. vi Ca Khong ¢6 mui, vi | Kh E & ity ]
i, vi am quan - la XET NG
8 pH® TCVN 6492:2011 - &1 OB
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH Y/ MNevers
10 Pseudomonas aeruginosa'” TCVN §881:2011 CFU/ 100mL KPH <] T
11 Amoni” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) ;
%12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
13 Chi (Plumbum) (PHY® SMEWW 3113B:2017 mg/L (LOI;S())%OOG) 0,01
14 Chi s6 pecmanganat") TCVN 6186:1996 mg/L 2,9 2
15 Ddng (Cuprum) (Cw)®" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 b§ cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 229 300
17 | Fluor (F)® SMEW‘;’J;?]OO‘F' b mg/l | KPH (LOD=0,07) 1,5
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L (LOIIJ{S(l){Ol 3 0,1
19 | Nhom (Aluminium) (AD® SMEWW 3113B:2017 mg/L (LOD’E_%%OO " 0,2
20 Nitrat (NO;3™ tinh theo N)!") TCVN 6180:1996 mg/L 2,8 2
. KPH
. g (t) .
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 S#t (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; . KPH
(*) 3 g
B 23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
1. Céc két qua thir nghi¢m ghi trong phjéu ndy chi cé gid tri dbi véi mau thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich dn mot phan phiéu k&t qua thir nghiém neu khong c6 sy dong ¥ bing vin ban ciia Tnromg Pai hoe Y té cong cong/ The
test report must not be reproduced without ihc} written approval of HUPH.
3. Tén méu, tén khach hang dugce ghi theo yéu cdu cia noi giri maw Name of sample(s) and customer are written as customer’s request.

HPI BMTT 18/01

Lin ban hanh: 2

Sodt xét: 5/05.06.2021

Trang:



BO Y TE W
SN 7,

:

TRUGNG PAI HOC Y TE CONG CONG

LT
n ’ x TN
TRUNG TAM XET NGHIEM
. [VILAS 1008 ]
LABORATORY CENTER
Dja chi: S5 1A, duimg Dirc Thiing, P. Dirc Thing, Q. Biic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Kbt qua QCVNOI- |
TT Tén chi titu Phwong phip thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-082 Nguing gi6i
han cho phép
- 2—
24 Sunphat (SOs*)" SMEW\;\;;{? 10 ,? 804 mg/L 44 250
- SMEWW 4500-8* KPH
)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)™ MS) mg/L (LOD=0,00015) 0,001
27 Tdng chét ran hoa tan (TDS) SMEWW 2540 C:2017 mg/L 282 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 png/L KPH (LOD=3) 20
29 ::i‘;:fl‘l‘;f’.,"“ cdc din xuat chloro-s- | pypy g H PP 45:2021 Hg/L KPH (LOD=0,2) 100
30 Chlorpyrifos®*) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop'” HPL.HD.H.PP 46:2021 ng/L KPH (L.LOD=0,3) 100
33 deroxxairazinc(” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin'” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. e NIFC.04.M.021 (GC-
] -
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 3 AN
g NIFC.04.M.021 (GC- \
@ ¥ i
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20 -‘\M\ o)
39 Bromodichloromethane” EPA 524.2:1995 pg/L KPH (LOD=3) 6050 /S
40 Bromoform!" EPA 524.2:1995 png/L KPH (LOD=3) 100 /@//
41 Chloroformt” EPA 524.2:1995 ng/L KPH (LOD=3) 30000/
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 1007~
43 Monochloramine!” SMEW\:OLSOO-G B mg/L KPH (LOD=0,07) 3
| 44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mdu do khich hang givi dén;

QCVN 01-1:2018/BYT: Quy chudn Ky

KPH: Déi véi edc chi tiéu Hoa: Khong phit hién, ket quda

Y

Khéng phat hién la khéng c6 khudn lge ndo moc trén
Céc chi tiéu danh ddu (¥) la chi tiéu duge eong nhdn
Cde chi tiéu danh ddu (¥%) I chi tiéu dieoe thire hién

PHU TRACH

thudt Qmﬁc gia

dia méi trecmg nudi cay;
ISO/NIEC 17025:2017;
bai thaw phy.

PHONG DICH VU NUGC, QTMT&MTL{Jﬁ\/'“

Ky bai: Vi Thi Cic
Ngdy ky: 201062024 18:48:35

Té chire xac thie: VNPT Certification Authority

Ths. Vil Thi Ciic

Céc két qua thir nghiém ghi trong phiéu nay chi ¢

gid trj d6i véi mau thir nghi¢m/ Test results are valid for

A g A , " 3 v .
vé Chét heomg nuée sqch sir dung cho muc dich nuée sinh hoat;
nhé hon gidi han phat hi¢n ciia

phieong plrép;Dé'r' véi ede chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 nan 2024

TRUNG TAM\EMS

XET NGHIEM ﬁ

s
J

GIAM POC

e

il
&=

ES. Ding Thé Hung

the submitted sample(s) onl

G TAM XET NGHIEM

y.

2. Khong duge trich dan mgt phan phicu két qué thir nghigm ncu khong cd sy déng ¥ bing van ban cia Trudng Pai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén kivich hang duge ghi theo yéu cau ciia noi gii maw/ Name of sample(s) and customer are written as customer’s request.

LI PAMTT 12/01

LAn ban hanh: 2

Sodt xét: 5/05.06.2021

Trang:



| BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Diie Théing, P. Pirc Thiing, Q. Biic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[ViLAs 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-083 (24.483)

1. Tén maw/ Name of sample « Miu nuée sinh hogt - Trung tim-Loc Binh DN
5. Tén khach hang/ Name of customer « Chi nhanh Ciip nwée Loc Binh - Cong ty Cb phin cip thoAt mrbe
Lang Som
3. Dia chi khiach hang/ Address of customer . Khu Nha Thi, thi trin Lic Binh, huyén L{c Binh, tinh Lang Son
4. Mb ta maw/ Description : MAu dyng trong 1 can 5 1it & ditu ki¢n thudmg
5. Ngay nhan maw/ Date of receiving : 07/06/2024
6. Nguoi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghi¢n/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test resulls 3
Két qua QCVNO0l- |
T Tén chi titu Phwong phap thiv Don vi Result 1:2018/BYT
7 roteristi ) H o T
No Characteristic Test method Unit W2406-083 Nguwing glt;’l/ 5
| han cho ph v
1 Coliform tong s TCVN 6187-1:2019 CFU/100 mL KPH <3 // "
2 E. coli¥ TCVN 6187-1:2019 | CFU/100 mL KPH <1 [[J[ TRU
3 LGl =) -
3| Clo dur tyr do® SMEWW 4200-Cl mg/L 0,43 0.2+ \S\XH1
G:2017 2
4 P dyc'” TCVN 12492-1:2020 NTU 0,4 2 \\Qq!\
5 Mau siic TCVN 6185:2015 TCU <5 15 y
6 Mii, vi Cam quan ) Khéng ¢ mui, vi Khong.cé mui,
la vila
7 pH®" TCVN 6492:2011 - 74 6+8,5
8 Staphylococcus aureus SMEWW 92138 CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa’”’ TCVN 8881:2011 CFU/ 100mL KPH <
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) .
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i *) 2 ;
12 Chi (I"hlmbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat®*) TCVN 6186:1996 mg/L 0,9 2
14 Déng (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Db cimg, tinh theo CaCO"” TCVN 6224:1996 mg/L 6 300
16 | Fluor (F)® SMEW\;'O‘EUO'F‘ = mgL | KPH (LOD=0,07) 1,5
& K.PH
*) , ¢
17 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
5t KPH
s (‘) i
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO;y tinh theo N)® TCVN 6180:1996 mg/L KPH (1.OD=0,03) 2
oo * K.Pl'l
- gr *) "
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sét (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) 3 .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
' SMEWW 4500 - SO
2"
L23 Sunphat (SO4%) E:2017 mg/L <2 250

Cie két qua thir nghigm ghi trong phjéu :}ﬁy chi ¢ gid trj déi voi mu thir nghigny/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich dén mdt phan phicu ket (ll\li’l thir nghi¢m néu khong co sy dong y bang viin ban cia Trudmg Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu ciu cla noi giri maw/ Name of sample(s) and customer are written as customer’s request.

HPT BAM TT 1R/01 LAn ban hanh: 2 So#t xét: 5/05,06.2021 Trang:



S,

Yer

| BO Y TE
TRUONG DPAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dija chi: S6 1A, dwdng Dire Théng, P. Dire Thiing, Q. Biic Tir Liém, HA Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

1

oy
ol

o AN
KA

K&t qua QCVN 01-
TT Tén chi tigu Phwong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-083 Ngwing gidi
han cho phép
SMEWW 4500-S* KPH
9
I 2023 mg/L (LOD=0,015) 0.08
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

2| (g™ MS) mgL | (LoD-0,00015) 0.08
26 Tong cht rfin hoa tan (TDS)®" SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
ag | Alrazing i cic dinxult chloro s | yypp, D H.pP 45:2021 wgL | KPH(LOD=02) {008
29 | Chlorpyrifos®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30X\
30 Cyanazine'" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) J6TAM \ S
31 Dichloprop" HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) -~ 19MEM/C
32 Hydroxyatrazine(") HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 200 ° /@/
33 | Pendimetalin” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20_+75

o NIFC.04.M.021 (GC- ¥y

" () L
34 Permethrin MS/MS) ng/L KPH (LOD=0,3)
35 Propanil®”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
36 Simazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2
< .+ NIFC.04.M.021 (GC-
fifuralin®® =

37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
38 Bromodichloromethane!"! EPA 524.2:1995 png/L KPH (LOD=3) 60
39 Bromoform'” EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform!" EPA 524.2:1995 pg/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine® g NP mg/l | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

m chii:

Mdu do khach hang gii dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thut Oudc gia vé Chat lteomg mede sach si dung cho muc dich niwede sinh hoat;
KPH: Bdi véi cdc chi tidu Hoa: Khong phat hién, két qua nhé hon gioi han phdt hién etia plurong phdp;Dé'i Vi cdc chi tiéu Sinh:
Khéng phat hi¢n la khéng co khudn lac néo moc trén dia méi treomg nudi cav;
Céc chi tiéu danh ddu (%) la chi tiéu dwoe céng nhan ISO/IEC 17025:2017;
Cic chi tiéu danh diu (¥%) la chi tiéu dwgce thie hign boi thdu phu.

he

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLBM/’

T

Ky bai: Vi Thj Ciic
. Negdy ky: 20,06/2024 18:59:49
Td chire x4e thye: VNPT Certification

Ths. Vii Thi Ciic

I.  Cickét qua thir nghiém ghi trong phiéu nay chi ¢6 gid trj d6i vai mu thirn
2. Khéng duge trich diin mft phin phiéu két qua thir nghi¢m néu khong ¢6 sy d

test report must not be reproduced without the wrilten a
3. Tén méu, tén khach hang duge ghi theo yéu ciu ci

A .

Ha Ngi, ngay 20 thang 06 nam 2024

A

pproval of HUPH.
1a noi giri maw/ Name of sample(s) and customer are wrilten as customer's request,

= BRUNG

G[[\M poOC

FPAM XET NGHIEM

ghign/ Test results are valid for the submitted sample(s) on
ong y bng viin bian cua Trudmg Bai hoe Y (¢ cong ¢fn

HPL.BM.TT 18/01

L#n ban hanh: 2

Sodt xét: 5/05.06.2021

1



‘ BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dija chi: S6 1A, dudng Dire Thiing, P. Dite Thiing, Q. Biic Tir Liém, HA Ni
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone; (84-4) 62733370; Hotline: (+84) 068668198 Website: http:/labo.huph.edu.vn

[VILAS 1008 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-084 (24.483)

1. Tén maw Name of sample « MAu nuée sinh hoat - Trung tim-Lic Binh CN
2. Tén khach hang/ Name of customer + Chi nhanh CAp nwée Lc Binh - Cong ty Cb phin ciip thodt nwée
Lang Son
3. Dia chi khach hang/ Address of customer + Khu Nha Thd, thi trin Lc Binh, huyén Ljc Binh, tinh Lang Son
4. Mb ta mau/ Description « Miiu dyng trong 1 can 5 lit & didu ki¢n thwdng
5. Ngiy nhin méau/ Date of receiving : 07/06/2024
6. Ngudi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiém/ Test results :
Két qua QCVN 01-
TT Ten chi titu Phwong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-084 Ngwdng gidi
han cho phép
1 Coliform tong s6 TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. colit" TCVN 6187-1:2019 CFU/100 mL KPH <l ~Z3&y
3 Clo dur tyr do” SME\E}\_ZJOL:STOO'CI— mg/L 0,38 0,2 #/bx -~
4 D dyc” TCVN 12492-1:2020 NTU 0,5 2| TRUNC
5 Mau sfc TCVN 6185:2015 TCU <5 11534 XET N
6 M, vi Cam quan ] Khong c6 mui, vi | Khong &
la vi INGE
7 pH® TCVN 6492:2011 - 7,4 6+ 8,5 0P
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1 a
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amoni'” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; R KPH
*) :
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i(P *) 3 :
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 | Chi sé pecmanganat®”) TCVN 6186:1996 mg/L 1 2
14 Dong (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do cimg, tinh theo CaCO3"" TCVN 6224:1996 mg/L 6 300
16 | Fluor (F) BN e mg/l | KPH (LOD=0,07) 15
17 | Mangan (Mn)® SMEWW 3111B:2017 mg/L e 0,1
’ (LOD=0,015) g
; KPH
A . (4) "
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy™ tinh theo N TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
: . KPH
o -t *) .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sét (Ferrum) (Fe)™ SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
: . KPH
*) ;
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
‘ SMEWW 4500 - SO~
2:(*) =
B 23 Sunphat (SO4%) E:2017 mg/L KPH (LOD=0,7) 250

Cic két qua thir nghigm g‘.hi trong pl}‘iéu |}:iy chi cé gid tri déi ‘v(ri méu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich déin mt phan phicu ket ¢ ud thir nghi¢m néu khong c6 sy dong ¥ bing vin ban ciia Trudmg Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

" s ~ . - 1 . Pt .
3. Tén mau, tén khach hing duge ghi theo yéu cau cua noi g miw/ Name of sample(s) and customer are wrilten as customer’s request,

I S = = 120 bhan hanh: 2 Sodat xét: 5/05,06.2021 Trang:



| BO Y TE
TRUONG DATHOC Y TE CONG CONG
TRUNG TAM XET NGHIEM

[VILAS 1008 |
LABORATORY CENTER
Dja chi: S6 1A, dudmg Dire Thiing, P. Dirc Thiing, Q. Biic Tir Liém, HA N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
) Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-084 Ngwiang gidi
han cho phép |
o SMEWW 4500-S* KPH
24 | Sunfua® 2023 g/ (LOD=0,015) 005
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 | (g™ MS) mg/l (LOD=0,00015) g00k
26 | Tdng cht rin hoa tan (TDS)!" SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
gp | AmanERele din xudt chloro-s- | ppy i 1.PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine'" HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6 £
31 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100 NN
32 Hydroxyatrazine!") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200 -Ap \Y
33 Pendimetalin®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 zgqk0
. NIFC.04.M.021 (GC- el
k) -
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20 | 0,3%
|35 | Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20«
36 Simazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2 7
. . s NIFC.04.M.021 (GC-
ifuralin¢® : =
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
38 Bromodichloromethane!") EPA 524.2:1995 pg/L KPH (LOD=3) 60
39 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform®” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloraming® R mg/l. | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi elii:

Mau do khach hang giri dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thugt Quoc gia vé Chét iromg mieée sach sir dung cho mue dich nieée sinh hoat;
KPH: Bdi véi cde chi tiéu Hoa: Khong phat hién, két qué nho hom gidi han phat hi¢n ciia phicong phdp;Poi véi e chi tiéu Sinh:
Khéng phdat hién la khong co khudn lac nao moc trén dia méi triedng nudi cdy;

Cie chi tiéu danh ddu (*) la chi tiéu duge cong nhan ISO/IEC 17025:2017;

Céc ehi tiéu danh dau (¥%) la chi tiéu dwoc thire hién bai thau phu.

Ha Ngi, ngay 20 thang 06 nam 2024
PHU TRACH (C\/ GIAM DOC

PHONG DICH VU NUGC, QTMT&MTLD M XET NGHIEM
%l
Y i‘)

Ky bai: Vi Thi Clie
, Ngay ky: 20/06/2024 19.00:43
To chire xdc thire: VNPT Certification Authorily

Ths. Vu Thi Cue

Lo

Cic két qua thir nghigm ghi trong phjéu nay chi c6 gid trj doi yoi mAu thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mot phan phicu ket qua thir nghi¢m neu khang ¢ sy dong y bing viin bin cia Trudng Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

- x - . - Ey Oy .
3., Tén mdu, tén khach hang duge ghi theo yéu ciu cua not gui maw Name of sample(s) and customer are written as customer’s request,

o i e P e e S T . T | Trano*



‘ BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S§ 1A, dudng Dirc Thing, P. Dite Thiing, Q. Biic Tir Lidm, HA Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.cdu.vn

[ViLAS 1008 ]

PHIEU KET QUA THU NGHIEM
TEST REPORT

S/No: W2406-085 (24.483)

1. Tén maw/ Name of sample : MAu nuwée sinh hoat - Na Dweng-Lic Binh DN
2. Tén khach hang/ Name of customer : Chi nhédnh CAp mrée Le Binh - Cong ty Cb phén cAp thodt nwée
Lang Son
3. Dia chi khach hang/ Address of customer : Khu Nha Th, thi trin Lc Binh, huyén Lc Binh, tinh Lang Son
4. Mb ta maw/ Description : MAu dyng trong 1 can 5 lit & didu kién thwdng
5. Ngay nhin mdw Date of receiving : 07/06/2024
6. Ngudi lay/givi mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiégnV Test results 4
Két qua QCVN 01-
TT Tén chi tigu Phwrong phép thi Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-085 Nguwdng gidi
han cho phép
1 Coliform tong s TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. colit") TCVN 6187-1:2019 CFU/100 mL KPH <l
. SMEWW 4500-CI
{*) e
3 Clo dur ty do G:2017 mg/L 0,42 0,2+1
4 D) duct” TCVN 12492-1:2020 NTU 0,4 2 =
5 Mau sic TCVN 6185:2015 TCU <5 15 ~oqY
6 AR, v Cdm quen i Khéng ci: miii, vi Khong 3 v,
< ) ol m YN
7 | pHO TCVN 6492:201 1 : 7,5 6 J&p ' unG
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH JAB\XET NG
9 Pseudomonas aeruginosa”) TCVN 8881:2011 CFU/ 100mL KPH A
10 Amoni® TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0N\ ot
11 Cadmi (Cd)" SMEWW 3113B:2017 mg/L e 0,003 =
: (LOD=0,00003) :
. KPH
i *) 7 i
12 Chi (Iflumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pececmanganat®) TCVN 6186:1996 mg/L 1 2
14 Pong (Cuprum) (Cu)™ SMEWW 3111B:2017 mg/L KPH (LOD=0,03) |
15 Do cimg, tinh theo CaCO3") TCVN 6224:1996 mg/L 6 300
16 | Fluor (F)" SMEWY) 4500-17 D: mgL | KPH (LOD=0,07) L5
17 Mangan (Mn)(") SMEWW 3111B:2017 mg/L KPH 0,1
) (LOD=0,015) ?
- ' KPH
~ *) .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy™ tinh theo N)*) TCVN 6180:1996 mg/L. 0,1 2
. KPH
-4l (*) .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) 7 7
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 Sunphat (SO4)" SMEW';;;S {) ,.? — mg/L KPH (LOD=0,7) 250

. Céc két qua thir nghig¢m ghi trong phjéu nay chi ¢6 gid trj d(‘)i‘véi méu thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mgt phin phicu ket qua thir nghi¢m ncu khong ¢6 sy ddng y bing van ban cta Trudmg Pai hoe Y t¢ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khdch hang duge ghi theo yéu cdu ciia noi giri miw/ Name of sample(s) and customer are wrillen as customer’s request.

el SR NS AT e S S 1 &R g &y fa Tz FIDE DE AL 1T TR e wa '
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‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

e

M

T
n ~ “
TRUNG TAM XET NGHIEM >
o [ViLAS 1008
LABORATORY CENTER
Dia chi: S6 1A, dwdng Pire Thﬁng, P. Dire Thing, Q. Biic Tir Liém, HA Nji
Address: No.l A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018/BYT
No Charuacteristic Test method Unit W2406-085 Neguwing giti
han cho phép
SMEWW 4500-S* KPH
(‘4
24 Sunfuat™ 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 | (He)Y MS) mg/L. (LOD=0,00015) f.0u1
26 | Téng chit rin hoa tan (TDS) SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 png/L KPH (LOD=3) 20
2g | Arazing VA cdc dan xudt chloros- | ypr yp.H.PP 4512021 agL | KPH(LOD=02) 100
29 Chlorpyrifos" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazinc!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (L.OD=0,3) 100
32 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
33 Pendimetalint” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. (o NIFC.04.M.021 (GC-
. ™ =|
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20 {?\
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 N\
36 Simazine" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 e
; . oy NIFC.04.M.021 (GC- W=
** 3 .
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 EM 0
38 Bromodichloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 60 /)
39 Bromoform EPA 524.2:1995 ng/L KPH (LOD=3) 1006/
40 Chloroform!" EPA 524.2:1995 ng/L KPH (LOD=3) 300~
41 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine!” SMEW‘;VOL:?]OO-CI B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

M do khdch hang giri dén;

QCVN 01-1:2018/BYT: Quy chudn K7 thudt Quoc gia vé Chat hrong meée sach sir dung cho muc dich nieée sinh hoat;
KPH: Péi véi cde chi tiéu Hoa: Khong phat hién, két qua nhé hom gidi han phdt hién cia phuong phép;Doi véi eac chi tiéu Sinh:
Khong phat hién la khong co khudn lae ndo moc trén dia moi truéng nuéi cd vy

Ciic chi tiéu danh ddu (*) la chi tiéu dugc cong nhan ISOAEC 17025:2017;

Cdc ehi tiéu danh ddu (¥%) la ehi tidu dwege thue hi¢n béi thén phu.

Ha Néi, ngay 20 thang 06 nam 2024
: GIAM DOC

PHYU TRACH : )
4 [AM XET NGHIEM

PHONG DICH VU NUGC, QTMT&MTLD 4

P >
fo
_~

e

Ky bai; Vi Thj Cic
Ngdy k: 20°06/2024 19.01:32
Té chire xic thye: VNPT Certilication

Ths, Vii Thi Ciic TS. Piing Thé Hung

Céc két qua thir nghi¢m ghi trong pi}jéu nay chi c6 gid trj dbi vai mau thir nghi¢ny/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mot phan phiéu két <]u:i thir nghi¢m néu khong c6 sy dong y bing van ban cua Trudng Dai hge Y [t cong cng/ The
L

test report must not be reproduced without the written approval of HUPH.

3, Tén mdu, tén khich hang duge ghi theo yéu ciu clia noi giri mau/ Name of sample(s) and customer are writlen as customer’s request,

UPT RAMTT 12/01 120 han hanh: 2 Sadt xét: 5/05.06.2021 Trang:
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TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: Sb 1A, dwdng Dire Thi'ing, P. Dirc Thfing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

R

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-086 (24.483)

1. Tén maw/ Name of sample « MAu nuée hd chiva - Na Dwong-Lic Binh CN

2. Tén khach hiang/ Name of customer : Chi nhénh Cép nuwée Ljc Binh - Cong ty C6 phan cip thodt nwée
Lang Son
3. Dia chi khach hang/ Address of customer « Khu Nha Tho, thi trin Lgc Binh, huyén Lc Binh, tinh Lang Son
4, Mb td mau/ Description : MAu durng trong 1 can 5 lit & didu ki¢n thuwdng
5. Ngdy nhin mauw/ Date of receiving : 07/06/2024
6. Ngudi lay/glri maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qué thir nghiém/ Test results :
Két qua QCVN 01-
TT T#én chi tiéu Phwong phép thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-086 Ngudng gidi
han cho phép
1 Coliform téng s6) TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli") TCVN 6187-1:2019 CFU/100 mL KPH <1
SMEWW 4500-CI
* .
3 Clo du tirdo G2017 mg/L 0,37 02+1
4 Do duc® TCVN 12492-1:2020 NTU 0,6 2
5 Mau sic TCVN 6185:2015 TCU <5 15 o
A r 4 - . A N ( &
6 Wi, i Cim quan i Khong c¢b6 mui, vi Khong‘co %H_
la vi l¢7%
7 [ pHO TCVN 6492:2011 - 7,5 6 <85/ Tyl
8 Staphylococcus aureus SMEWW 92138 CFU/ 100mL KPH JiEl 2
9 Pseudomonas aeruginosa”) TCVN 8881:2011 CFU/ 100mL KPH A AETNC
10 | Amonit TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0RO\
. KPH A o
(*) B : o¢
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003 ﬁz\
KPH
H (') 1 L
12 Chi ([flumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi sb peemanganat®®) TCVN 6186:1996 mg/L 0,9 2
14 Dong (Cuprum) (Cu)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) |
15 Do cimg, tinh theo CaCO3!” TCVN 6224:1996 mg/L <5 300
16 | Fluor (Y SMEW 45001 D: mg/L | KPH (LOD=0,07) LS
17 Mangan (Mn)t"” SMEWW 3111B:2017 mg/L oy 0,1
) (LOD=0,015) ?
.. . KPH
5 ) .
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5 tinh theo N)™" TCVN 6180:1996 mg/L 0,2 2
" KPH
- 47 (*} .
20 N}t[‘lt (NOy tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 St (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
: KPH
* . :
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
R Q0.2
23 | Sunphat (S02)® R 80 mg/L KPH (LOD=0,7) 250

5 13 o .n . " . . . N o A .
Ciéc ket qua thir nghiém ghi trong plnéu ndy chi cé gid trj ddi vé&i miu thir nghi¢ny/ Test results are valid for the submitted sepnplc{s) only.

£

2. Khéng duge trich din mgt phan phiéu két (|uf| thir nghiém néu khong ¢6 sy dong ¥ bang viin ban cia Truémg Pai hoe Y té cong cong/ The
{

test report must not be reproduced without the written approval of HUPH.

A x - . . - . O oy .
3. Tén méu, tén khich hing duge ghi theo yéu cau ciia noi guri méw/ Name of sample(s) and customer are writlen as customer’s request.

HPL. BAMTT 18/01 LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:
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LABORATORY CENTER
Dja chi: S6 1A, dwdng Dire Thiing, P. Die Thing, Q. Bfic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu,vn
PHIEU KET QUA THU NGHIE
Két qua QCVN 01-
TT Tén chi tidu Phwong phép thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-086 lNgll'ﬁ'llg gidGi
han cho phép
SMEWW 4500-S* KPH
&4
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thay ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (Hg)(") MS) mg/L (LOD:0,000IS) 0,001
26 | Tdng chét rin hoa tan (TDS)™" SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
25 | Alraing Vi clo din xult chloros- | pr, ypt.pp 45:2021 ngL | KPH(LOD=02) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin®) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 28
o (e NIFC.04.M.021 (GC- &
. an(*®) o
34 | Permethrin MEMS) ng/L KPH (LOD=0,3) 20 \}\
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20.z.8.2
36 | Simazine HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 3 TR
P NIFC.04.M.021 (GC- EM/o
ifuralinC® -
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20 //“\(9/
38 Bromodichloromethane!") EPA 524.2:1995 ng/L KPH (LOD=3) 6020/
39 | Bromoform" EPA 524.2:1995 ng/L KPH (LOD=3) 100~
40 Chloroform!” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine!” il i mg/l. | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi clni:

Mau do khich hang giri dén;
OCVN 01-1:2018/BYT: Quy chudn Ky thudt Quéc gia vé Chit heong nude sach s dung cho myc dich nieée sinh hoat;
KPH: Péi véi cc chi tiéu Héa: Khong phat hién, két qué nhé hon gici han phat hién eiia phicong phap;Doi véi cdc chi tiéu Sinh:
Khong phat hién la khéong co khudn lac ndo moc trén dia méi truéng nudi cdy;
Céc chi tiéu danh dau (*) la chi tiéu diege cong nhin ISO/AEC 17025:2017;
Cic chi tiéu danh diu (¥%) la chi tiéu diege thire hién boi thau phu.

—

PHU TRACH

PHONG DICH VU NUOC, QTMT&MTLD (,C./

K béi: Vil Thi Cte
Nedy ky: 20062024 19:04:33

Té chire xéc thyre: VNPT Certification

Ths, Vii Thi Ciic

Ha Ngi, ngay 20 rlrr.'mg 06 nam 2024
GIAM bOC
TAM XET NGHIEM

& . . sa . . . . . . . 1A
Céc ket qua thir :1gh;qm ghi trong phiéu nay chi ¢6 gié trj ddi vai mu thir nghigm/ Test results are valid for the submitted sample(s) only.

Khéng duge trich din mgt phin phicu két

test report must not be reproduced without the written approval of HUPH.
Tén méu, tén khich hang duge ghi theo yéu ciu ciia noi giri miu/ Name of sample(s) and customer are wrilten as customer’s request,

ud thir nghi¢m néu khéng 6 sw dong y bing vain ban cia Trudmg Dai hoe Y 1& cong cong/ The
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: BQ Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: 6 1A, dwdng Dite Thing, P. Dite Thiing, Q. Biic Tir Liém, Ha Npi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[viLAS 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-087 (24.483)

. Tén mau/ Name of sample : MAu nuwée sinh hoat - Chi Ma-Ljc Binh DN
2. Tén khich hang/ Name of customer : Chi nhinh CAp nuwée Lc Binh - Cong ty Cd phin clip thodt nwée
Lang Son
3. Dia chi khach hang/ Address of customer : Khu Nha Tho, thi trin Loc Binh, huyén Lc Binh, tinh Lang Son
4. M@ ta maw Description : MAu dyng trong 1 can 5 lit & didu kién thwdng
5. Ngdy nhin maw/ Date of receiving : 07/06/2024
6. Nguoi ldy/gii mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8.  Két qua thir nghiém/ Test results ?
Két qua QCVN 01-
TT Tén chi tiéu Phwong phép thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-087 Nguwimg gidi
han cho phép
1 Coliform tbng s6¢ TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®) TCVN 6187-1:2019 CFU/100 mL KPH <l
SMEWW 4500-CI
*) s
3 Clo du fir do G2017 mg/L 0,43 0,2+1 -
4 Do duc®” TCVN 12492-1:2020 NTU 0,5 2 Zhy
5 Mau sic TCVN 6185:2015 TCU <5 152 -1
. \ Khong c6 mui, vi | Khéng off myii,
6 Muii, vi Cam quan - Iy Vi?vgf' TRUNC
7 | pH®Y TCVN 6492:2011 - 7,6 6 + S\ XETINC
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <W\a\
9 Pseudomonas aeruginosa®” TCVN 8881:2011 CFU/ 100mL KPH <IN
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 03 XJ9c
KPH
. (IJ -
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
i ) :
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat(’) TCVN 6186:1996 mg/L 1 2
14 Dong (Cuprum) (Cu)™ SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do cimg, tinh theo CaCO3!"” TCVN 6224:1996 mg/L <5 300
16 | Fluor () SMEWY 4500-F7D: mg/l. | KPH (LOD=0,07) 1S
17 | Mangan (Mn)®) SMEWW 3111B:2017 mg/L KEH 0,1
) (LOD=0,015) ’
.. KPH
”~ (CJ 3 -
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy” tinh theo N)*) TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
5 o KPH
-t ) :
20 Nitrit (NO; tinh thco N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
*) 3 ;
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
] z 2
23 | Sunphat (SO)® SMEWg;(flO? S0a sl KPH (LOD=0,7) 250

Céc két qua thir nghi¢gm ghi trong plll‘iéu ndy chi c6 gid trj df)iivéi méu thir nghigm/ Test resulls are valid for the submitted sample(s) only.
2. Khdng duge trich dan mt phan phicu ket (l'lli'l thir nghiém néu khdng ¢6 sy dong ¥ bing vin ban cta Trudng Pgi hoe Y 1é cong cong/ The
test report must not be reproduced without the written approval of HUPH.

o z ~ . - by . . v . .
3. Tén mau, tén khich hang duge ghi theo yéu ciu cia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:
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[VILAS 1608
LABORATORY CENTER
Dja chi: S6 1A, dudng Pie Thiing, P. Pire Thiing, Q. Biic Tir Liém, HA Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-087 Ngwidng gidi
han cho phép
SMEWW 4500-S* KPH
(lt)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngén (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (Hg)"" MS) mg/L (LOD=0,00015) 0,001
26 | Téng chét rin hoa tan (TDS)™" SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
gy | Sesnehdio SN chloro-s- | ypp HD.H.PP 45:2021 wgL | KPH(LOD=02) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPI (LOD=0,2) 30
30 Cyanazine!”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop!" HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
33 Pendimetalint” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
o (v NIFC.04.M.021 (GC-
" KPH =
34 Permethrin MS/MS) pg/L (LOD=0,3) 20?‘“
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 NN\
36 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) PR
T NIFC.04.M.021 (GC- TAM ‘é;
-alin®*® =] s
37 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20 AEM/S
38 Bromodichloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 60 /9
39 | Bromoform! EPA 524.2:1995 ng/L KPH (LOD=3) 1000/
40 | Chloroform® EPA 524.2:1995 jg/L KPH (LOD=3) 300="
41 Dibromochloromethang!” EPA 524.2:1995 pg/L KPH (LOD=3) 100
42 Monochloramine(” SMEW\;)?,?,OO_CI & mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khach héng giri d@én;

QCVN 01-1:2018/BYT: Ony chudn Ky thudt Qudc gia vé Chdt lirgmg nuéie sach sie dung cho muye dich nude sinh hoat;
KPH: Déi véi cde chi tiév Hoa: Khong phdt hién, két qué nhé hon giéi han phat hién ciia phieong phdp;Péi véi cde chi tiéu Sinh:
Khéng phat hién la khéng co khudn lae nao moc trén dia moi trieang nudi cay;

Cic chi tiéu danh ddu (%) la chi tiéu duge cong nhan ISO/IEC 17025:2017;

Céc ehi tiéu danh ddu (¥%) ld chi tiéu duwge thiee hién boi thdu phu.

Ha Noi, ngay 20 thang 06 nam 2024
GIAM DPOC

G TAM XET NGHIEM

‘ PHY TRACH
PHONG DICH VU NUOC, QTMT&MTLDIL/

v

Ky bai: Vi Thi Cie
X Neay ky: 20062024 19:02:17
Té chite xae thue: VNPT Certification Authority

Ths. Vii Thj Ciic dng Thé Hung

Cic két qua thir nghi¢m ghi trong pl_!}éu ndy chi ¢6 gid ] dbi yGi mau thir nghi¢gn/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich dan mdt ph?m phicu ket clui\ thir nghi¢m néu khong c6 sy dong y biing viin ban cia Truémg Pai hoe Y (¢ cong cfng/ The
{

test report must not be reproduced without the wrilten approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu cdu ciia noi giri maw/ Name of sample(s) and customer are writlen as customer's request.

HPIL BAMTT 18/01 1L.An ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:
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TRUNG TAM XET NGHIEM R
LABORATORY CENTER

Dja chi: S6 1A, dudng Diic Thiing, P. Pirc Thing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
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PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-088 (24.483)

.  Ténmaw Name of sample . MAu nuée sinh hoat - Chi Ma-Ljc Binh CN
2. Tén khach hang/ Name of customer . Chi nhéanh Cip nwée Le Binh - Cong ty C& phiin cip tho#t nuwée
Lang Son
3. Dia chi khach hang/ Address of customer : Khu Nha Tho, thi trin Loc Binh, huyén Lc Binh, tinh Lang Son
4. Mb ta maw Description : MAu dyng trong 1 can 51it & ditu kién thudng
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri mau/ Sample taking :+ Cao Trung Diing
7. Thoi gian thir nghigm/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test resulls :
Két qua QCVN 01-
TT Tén chi tigu Phurong phip thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-088 Nguong gioi
han cho phép
1 Coliform téng 6 TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli”) TCVN 6187-1:2019 CFU/100 mL KPH 2l 28
Y, SMEWW 4500-CI T
*) g /A
3 Clo du tir do G2017 mg/L 0,36 0,2 %
4 Do duct” TCVN 12492-1:2020 NTU 0,5 2[[[ TRUP
5 Mau sc TCVN 6185:2015 TCU <5 15\G\ XET |
6 B, i Cam quan i Khéng clo mui, Vi Khong. cé\a
a vila -
7 pH®) TCVN 6492:2011 - 74 68,5 s
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa"” TCVN §881:2011 CFU/ 100mL KPH <1
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
. (*J 3
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
b (*) 2
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat”) TCVN 6186:1996 mg/L 0,9 2
14 Pong (Cuprum) (Cu)" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Do cimg, tinh theo CaCOs" TCVN 6224:1996 mg/L <5 300
16 | Fluor () PREANS Bt mgL | KPH (LOD=0,07) LS
17 Mangan (Mn)®? SMEWW 3111B:2017 mg/L KPH 0,1
' (LOD=0,015) ’
. . ' KPH
b *) 3 :
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO;” tinh theo N TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
_ . KPH
-t ) A
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 S#t (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
5 . KPH
(*) :
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
. SMEWW 4500 - SO4*
(")
L_23 Sunphat (SO57) E-2017 mg/L <2 250

Céc két qua thir nghi¢m ghi trgng ph‘iéu qﬂy chi ¢ gid trj dr‘)ilvéi mau thit nghig‘;lu:’ Test results are valid for the submitted sample(s) only.
2. Khong duge trich dan mot phan phiéu két qué thir nghi¢m neu khéng c6 sy dong ¥ bing viin bin ctia Trudmg Dai hoe Y 1é cong cong/ The
test report must not be reproduced without the written approval of HUPH.

x

3. Tén mau, tén khich hang duge ghi theo yéu cdu cia noi giri maw Name of sample(s) and customer are wrilten as customer’s request.

e o W = 120 han hanh: 2 Sodt xét: 5/05.06.2021 Trang:
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[vitas 1008]
LABORATORY CENTER
Pja chi: S6 1A, duwdng Pirc Thiing, P. Pire Thiing, Q. Biic Tir Liém, HA Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi titu Phuong phip thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-088 Negwdng gidi
han cho phép
SMEWW 4500-S* KPH
**)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25| (Hg)®Y MS) mg/L (LOD=0,00015) Hal
26 | Téng chit rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L <50 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
28 f:l‘;zizl‘]‘;f,‘"‘ c4c ddn xuit chloro-s- | ypy ypy PP 45:2021 ng/L KPH (LOD=0,2) 100
29 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine!”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 | Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2005,
33 Pendimetalin® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) )
. gos NIFC.04.M.021 (GC- N\ N
(**) = - .
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20r A \.,| 3
35 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20EM/ G
36 Simazine!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 /9
T NIFC.04.M.021 (GC- 4
T (*) =
3 Trifuralin MS/MS) pg/L KPH (LOD=0,3) y
38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
39 Bromoform!" EPA 524.2:1995 ug/L KPH (LOD=3) 100
40 Chloroform EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine!” SMEW\SJO?EIOO'O B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khach hang giii dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quéc gia vé Chat heomg medie sach sir dung cho mue dich meée sinh hoat;
KPH: Déi véi cde chi tiéu Héa: Khong phat hién, két qué nhé hom gici han phdat hi¢n ciia phong phdp; Déi véi cde chi tiéu Sinh:
Khéng phat hién la khéng cé khudn lac néo moc trén dia moi triecmg nudi cdy;
Cée chi tiéu danh ddu (%) la chi tiéu duge cong nhan ISO/IEC 17025:2017;
Cic chi tiéu ddnh dau (¥%) la chi tiéu diege thiee hién boi thau phu

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD(&/‘

td

K§ bai: Vil Thj Clie
Nedy ky: 20062024 19.05:18

T chire xdc thye: VNPT Certification Authority

Ths. Vii Thi Ciic

Her Ngi, ngay 20 thang 06 nam 2024

GIAM B;f)C

Céc két qua thir nghi¢m ghi trong pl_ljéu ndy chi c6 gid trj dc‘)i‘vdi méu thir nghi¢ny/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mdt phan phicu két quéa thir nghiém néu khong cé sy dong ¥ bang viin bin ciia Trudmg Bai hoe Y té cong cdng/ The
test report must not be reproduced without the written approval of HUPH.

- x ~ B - i . ¢ e .
3. Tén miu, tén khach hang dugce ghi theo yéu cau cia noi giri mdw/ Name of sample(s) and customer are written as customer’s request.

= = aie. wm e
x S e s e A e



BOYTE
TRUONG PATHQC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dwdng Pire Thiing, P. Pirc Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-089 (24.484)

1. Ténmiw Name of sample : MAu nwrée sinh hoat - Trang Pinh DN

2. Tén khach hang/ Name of customer : Chi nhénh Ciip mrée Trang Dinh - Cong ty C§ phin cip thodt nuwée
Lang Son

3. Dia chi khach hang/ Address of customer : S6 34, khu TIT, th trin Thit Khé, huyén Trang Dinh, tinh Lang Son

4. M6 ta maw Description : Mu dyng trong 1 can 5 lit & didu ki¢n thwdng

5. Ngay nhin maw/ Date of receiving : 07/06/2024

6.  Ngudi lay/givi mau/ Sample taking : Cao Trung Diing

7. Thai gian thir nghig¢nV/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test results -
Két qua QCVN 01-
T Tén chi tiéu Phwong phép thir Don vi Result 1:2018/BYT
; B ) ; = s
No Characteristic Test method Unit W2406-089 Ngwdng gi6i
han cho phép
1 Coliform téng s6¢ TCVN 6187-1:2019 CFU/100 mL KPH <3 |
2 E. coli” TCVN 6187-1:2019 | CFU/100 mL KPH <¥“o0 Y|
3| Clodirtydo® SMEW Jf o00-ct me/LL 0,39 L7
R ETS TCVN 12492-1:2020 NTU 23 [2p TRUNG
5 Mau sic TCVN 6185:2015 TCU <5 \SIXET NG}
6 Mui, vi Cam quan - Khong (i: R Khom
g F PP
7 pH® TCVN 6492:201 1 - 8 + e 1L
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa® TCVN 8881:2011 CFU/ 100mL KPH <1
10 Amoni®) TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
. (!) &
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 (1’] 4
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat(” TCVN 6186:1996 mg/L 1 2
14 Ddng (Cuprum) (Cu)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 D ctmg, tinh theo CaCO5" TCVN 6224:1996 mg/L 64 300
16 | Fluor () T B mg/l | KPH (LOD=0,07) LS
17 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KEH 0,1
) (LOD=0,015) ’
- KPH
A (.) %
18 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5™ tinh theo N)® TCVN 6180:1996 mg/L 0,8 2
- " . KPH
S *) K
20 N’:tnt (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)™™ SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
" KPH
) :
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 | Sunphat (S04 SMEWEV_Z“OS{? 804 mg/L 8,1 250

1. Cackét qua thir nglm;m ghl trong p]'liCll m‘ty chi c¢é gid trj don*vﬂn méu thir nglncnv’ chi results are valid for the submitted s*unplc(':) only.

2. Khéng duge trfch din mét phan plncu két c{ua thir nghiém néu khéng c6 sy ddng y bing van ban ciia Trudmg Pai hoe Y té cong cfng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khich hang duge ghi theo yéu cdu ciia noi giri miw/ Name of sample(s) and customer are wrilten as customer’s request,

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUONG PATHOC Y TE CONG CONG VALY
TRUNG TAM XET NGHIEM -
LABORATORY CENTER

Dja chi: S6 1A, dwdng Dirc Thing, P. Dirc Thiing, Q. Bfic Tir Liém, HA Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
T Tén chi tiéu Phwong phap thir bon vj Result 1:2018/BYT
. e . = =
No Characteristic Test method Unit W2406-089 Nguwdng gu?’:
han cho phép
SMEWW 4500-S* KPH
9
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngéin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
S N MS) mg/L. (LOD=0,00015) 0ol
26 Tong chat riin hda tan (TDS)" SMEWW 2540 C:2017 mg/L 05 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
o | Atran® v cie din xudt chloro-s- |y, p b.pp 45:2021 ng/L | KPH(LOD-02) 100
29 | Chlorpyrifos® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine!") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!"” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2007
33 Pendimetalin'® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 208 2N\
. (os NIFC.04.M.021 (GC- "
int?) =
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) 201M\‘§\\
35 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20:M /S]]
36 Simazine(") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 /L)
—_— NIFC.04.M.021 (GC- 1
alin(*) : _
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 2_(_3
38 Bromodichloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) 60
39 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform" EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!") EPA 524.2:1995 ug/L KPH (LOD=3) ’ 100
42 Monochloramine(® SMEW‘;}‘SOO-CI B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khach hang giti dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Qudc gia vé Chat legng meée sach sir dung cho mue dich meée sinh hogt;
KPH: Déi véi cic chi tiéu Hoa: Khéng phat hién, két qud nhé hon gidi han phat hign ctia phteong phdp; Poi véi ede chi tiéu Sinh:
Khong phat hién la khéng ¢6 khudn lae ndo moc trén dia moi treong nudi edy;
Cdc chi tiéu danh dau (%) 1d chi tiéu dwge céng nhin ISONEC 17025:2017;
Céc chi tiéu ddnh dau (**) la chi tiéu dwege thire hién béi thau phu.
Ha Ngi, ngay 20 thang 06 nam 2024
PHU TRACH , GIAM POC
PHONG DICH VU NUGC, QTMT&MTL{{Q/ T G TAM XET NGHIEM

¥ !
XET NGHIEM/G

£

20

Ky bai: Vi Thj Cae
a v A
SADing Thé Hung

. Npdy ky: 20006/2024 18:44:50
To chire xde thyre: VNPT Certification

Ths. Vii Thi Ciic

Cée két qua thir nghi¢m ghi trong phg'éu ndy chi c6 gid trj d(‘)i‘véi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mdt phan phicu két qua thir nghigm néu khéng 6 sy ddng ¥ bang vin ban cta Trudmg Pai hoe Y té cong cdng/ The
test report must not be reproduced without l|1c written approval of HUPH.

3. Tén méu, tén khich hing duge ghi theo yéu chu ciia noi giri miw Name of sample(s) and customer are written as customer's request,

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodit xét: 5/05,06.2021 Trang:



| BQ Y TE ,\
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Dire Théng, P. Pirc Thing, Q. Bic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp:/labo.huph.edu.vn

[ViLAS 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-090 (24.484)

T Uy L L o TR gropo

125 han hanh: 2

So4t xét: 5/05.06.2021

1. Tén miw Name of sample . MAu nuée sinh hoat - Trang Dinh CN
2. Tén khach hang/ Name of customer + Chi nhéanh CAp nwée Trang Dinh - Cong ty CH phiin cfip thoit nirée
Lang Son
3.  Dia chikhach hang/ Address of customer + S6 34, khu 11T, thi tr&n Thit Khé, huyén Tring Dinh, tinh Lang Son
4. MO ta maw Description : MAu dyng trong 1 can Slit & diéu kién thwdng
5. Ngay nhén mau/ Date of receiving : 07/06/2024
6. Ngudi lay/giri maw/ Sample taking : Cao Trung Diing
b Tl}bi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghi¢m/ Test results -
K&t qua QCVN 01-
TT Tén chi titu Phwong phép thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-090 Nguing gidi
han cho phép
1 Coliform téng s6* TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli" TCVN 6187-1:2019 CFU/100 mL KPH <]
SMEWW 4500-CI
(*) e o
3 Clo du tyr do G2017 mg/L 0,36 0,2 /t/gr_
4 Pj duct TCVN 12492-1:2020 NTU 1,6 g7
5 Mau sic TCVN 6185:2015 TCU <5 [I3] TRUN
= 7 == B s s 5
6 M, vi Cam quan - Khang (;2 T ¥ Khon&\%@lg N
7 [ ph® TCVN 6492:2011 - 8 6 R30S
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1 J0¢
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1 =%
10 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. . KPH
*) 7 g
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i ) ) .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s0 peemanganat’®) TCVN 6186:1996 mg/L 1 2
14 Pong (Cuprum) (Cu)? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) |
15 D clmg, tinh theo CaCO3" TCVN 6224:1996 mg/L <5 300
16 | Fluor (B)® SM“W“;’O‘;?OO'F " mgll | KPH (LOD=0,07) 1,5
17 Mangan (Mn)®" SMEWW 3111B:2017 mg/L KEH 0,1
' (LOD=0,015) ’
;. . KPH
5 *) .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5” tinh theo N)!") TCVN 6180:1996 mg/L 0,97 2
: KPH
. - &l (‘] o
20 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
Zl SAt (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) 2
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
3 TQ0O.E
23 | Sunphat (SO SMEWW 4500 - SO« mg/L 5,8 250
| E:2017
. Céc két qua thir nghiém ghi trong phiéu nay chi cé gié trj dbi véi mu thir nghigm/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mét phan phiéu két qua thir nghiém neu khong ¢6 sy déng ¥ bing van ban cla Trudng Dai hoe Y té cong cgng/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mdu, tén khach hang duge ghi theo yéu cau clia noi giri maw Name of sample(s) and customer are written as customer’s request.

Trang:



BO Y TE

TRUGNG PAI HOC Y'T]:Z CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 7008 ]
LABORATORY CENTER
Dia chi: S6 1A, dudmg Dirc Thiing, P. Dirc Thiing, Q. Bfic Tir Liém, HA Ngi
Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-090 lNglm'ng giti
ian cho phép |
- SMEWW 4500-S* KPH
1)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (Hg)") o MS) mg/L (LOD=0,00015) 0,001
26 Tdng chit rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 95 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
T A dan xuat chloro-s- | gpy pyp H.PP 45:2021 pg/L KPH (LOD=0,2) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPH (L.OD=0,2) 30
30 Cyanazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop'” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine") HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 200
33 Pendimetalin'® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 203
i (6 NIFC.04.M.021 (GC-
- At =
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20n X
35 | Propanil®® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20AM \ S}
36 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2LEM /S
s . (o NIFC.04.M.021 (GC- t o
-1fur (**) =
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20,r QO%
38 | Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60="
39 Bromoform” EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine!” SMEW?’J}?OO-CI B mg/L KPH (LOD=0,07) 3
| 43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chi:

Mau do khéch hang giei dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Qudc gia vé Chdt lepng meée sach sir dung cho muc dich nweée sinh hoat;
KPH: Déi véi cae chi tiéu Hoa: Khong phat hién, két qud nhé hom gidi han phat hi¢n cia phirong phdp;D(fr' voi ede chi tiéu Sinh:
Khéng phat hién la khong cé khudn lae ndo moc trén dia méi treéng nudi cdy;
Ciéic chi tiéu danh ddu (*) la chi tiéu dwge cong nhdn ISO/IEC 17025:2017;
Céc chi tiéu danh dau (¥%) la chi tiéu duge thue hién boi thau phu.
Ha Néi, ngay 20 thang 06 ndm 2024
GIAM POC

PHU TRACH )
STAM XET NGHIEM

PHONG DICH VU NUGC, QTMT&MTLD (L/

Ths. Vii Thi Ciic

1.  Céckét qua thir nghi¢m ghi trong phiéu ndy chi c6 gi trj déi véi miu thir nghigny/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mét phan phiéu ket qua thir nghigm néu khéng cd sw déng § biang van ban clia Truéng Pai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mauy, tén khich hang duge ghi theo yéu cau cta noi gii maw Name of sample(s) and customer are written as customer’s request.

R e T T |

124 bhan hanh: 2 Sofit xét: 5/05.06.2021 Trang:



| BQ Y TE
TRUGNG DAIHQOC Y TE CONG CONG

TRUNG TAM XET NGHIEM ool
LABORATORY CENTER

Pia chi: S6 1A, dudng Dic Théng, P. Pirc Thiing, Q. Béic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vin

PHIRU KET QUA THU NGHIEM
TEST REPORT

S&/No: 1W2406-091 (24.485)

. Tén maw Name of sample . MAu nuée sinh hogt - Na SAm-Vin Ling DN
2 Tén khich hang/ Name of customer . Chi nhAnh Cép nwée Viin Ling - Cing ty Cb phin ciip tho#t nuwéc
Lang Son
3. Dia chi khich hang/ Address of customer : Khu I, thi trAn Na SAm, huyén Vin Ling, tinh Lang Son
4. Mb ta miu/ Description : MAu dyng trong 1 can St & didu kién thwong
5. Ngiy nhin mau/ Date of receiving : 07/06/2024
6. Ngudi liy/gii maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghi¢m/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghi¢m/ Test resulls :
Két qua QCVN 01-
TT Tén chi tiéu Phuwong phdip thir Pon vi Result 1:2018/BYT
, i AT : . L1 Nowrne oidi
No Characteristic Test method Unit W2406-091 Nguwing gidi
han cho phép
1 Coliform tong s TCVN 6187-1:2019 | CFU/100 mL KPH <3 .
E. coli" TCVN 6187-1:2019 CFU/100 mL KPH <l
KPH
ic (As)® 2V .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
SMEWW 4500-CI
") N
4 Clo du tir do G2017 mg/L 0,42 0,2 %
5 Do duc” TCVN 12492-1:2020 NTU 1,2 ¥
6 Miu sic TCVN 6185:2015 TCU <5
7 Mui, vi Cam quan - Khiong cl(': it N
1
8 pH® TCVN 6492:2011 - 8
9 Staphylococcis aurens SMEWW 92138 CFU/ 100mL KPH
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH |
11 Amoni'” TCVN 6179-1:1996 mg/L KPH (1.OD=0,03) 0,3
——— — gh, KPH
i (*) SWYV .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 b (t) X
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi sb pecmanganat” TCVN 6186:1996 mg/L 1,4 2
I5 | Bong (Cuprum) (Cuy? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D cimg, tinh theo CaCO3"" TCVN 6224:1996 mg/L 97 300
17 | Fluor () SMEWW 4500 & mg/l. | KPH (LOD=0,07) 1,5
s ] [
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L B 3 0,1
i ' (LOD=0,015) :
KPH
" e ® .
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy" tinh theo N TCVN 6180:1996 mg/L 1,12 2
e — KPH
O o at (*) -~ 5
4] Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
i (Se)™ -
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD-0,0006) 0,01

I.  Céc két qua thir nghi¢m ghi trong phiéu nay chi co gid tri dbi véi mau thir nghi¢ny/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mot phan phicu ket qua thir nghiém néu khong c6 sy déng ¢ bing vin ban clia Trudng Pai hge Y té cong cong/ The
test report must not be reproduced without the, written approval of HUPH.

3. Tén mau, tén khach hang duge ghi theo yéu cau clia noi glri maw/ Name of sample(s) and customer are wrilten as customer’s request.

T S o LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:




‘ BQ Y TE
TRUONG DATHOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[viLAS 1008 ]
LABORATORY CENTER
Pia chi: S6 1A, dudng Dite Thing, P. Pirc Thiing, Q. Béic Tir Li¢m, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
T Kétqua QCVNOI- |
TT Tén chi tiéu Phuong phap thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-091 Nguidng gidi
han cho phép
. SMEWW 4500 - SOs*
24 | Sunphat (SO«*)® E2017 ! mg/L 14 250
SMEWW 4500-S* KPH
**
25 Sunfual 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

26 (Hg)*" MS) mg/L (LOD=0,00015) 0,001
27 Tong chit ran hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 138 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
20 | NG dan xuat chloro-s- | ppy Hp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos'™ HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!" HPL.HD.H.PP 45:2021 pg/L KPH (1.OD=0,08) 0,6
32 Dichloprop"” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 png/L KPH (LOD=0,2) 200
34 Pendimetalin®? HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 =

(i NIFC.04.M.021 (GC- 3

**) —|
35 Permethrin MS/MS) pg/L KPH (LOD=0,3)
36 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
37 Simazinc!" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
; e NIFC.04.M.021 (GC-

** L
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3)
39 Bromodichloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3)
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3)
41 Chloroform!” EPA 524.2:1995 pg/L KPH (LOD=3)
42 Dibromochloromethane!") EPA 524.2:1995 ng/L KPH (LOD=3)
43 Monochloramine!” SMEW‘Q/O‘; 1;00-Cl B mg/L KPH (LOD=0,07) 3

[T AR W W L
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chit: - 3

M do khach hing giti den;
QCVN 01-1:2018/BYT: Quy chudn Ky thugt Qudéc gia vé Chét leomg muée sach sie dung cho muc dich mudre sinh hogt;
KPH: Péi véi cdc chi tiéu Héa: Khong phat hién, két qua nho hon gioi han phat hi¢n ctia phirong phdp;Poi véi ede chi tiéu Sinh:
Khéng phat hién la khong c6 khudn lac nao moc trén dia méi trieong nudi cdy;
Céc chi tiéu danh ddu (*) 1d chi tiéu duoc cong nhan ISO/IEC 1 7025:2017;
Cde chi tiéu danh dédu (¥%) lé chi ticu direre thiee hign boi thdu phu.
Ha Noi, ngay 20 thang 06 ndm 2024
PHU TRACH GIAM POC

PHONG DICH VU NUGC, QTMT&MTLD — M XET NGHIEM

y

K§ béi: Vit Thi Cise
 Npdy ky: 200062024 18:42:46
Té chire xdc thye: VNPT Certification

Ths. Vil Thi Ciic

1.  Céc két qua thir nghi¢m ghi trong phiéu ndy chi ¢6 gid tri d6i yai mau thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich dan mgt phan phicu két ‘qua thir nghi¢m néu khong ¢b sy dng y bang vin ban cla Trudng Pai hoe Y 1€ cong céng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing duge ghi theo yéu cau ctia noi gui maw Name of sample(s) and customer are wrilten as customer’s request.

ael R»RAMTT 18/01 LAn ban hanh: 2 SoAt xét: 5/05.06.2021 Trang:
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| BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: 86 1A, dudng Pire Thing, P. Dire Thiing, Q. Béc Tir Liém, Ha Nji
Address: No.1 A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
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[ViLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: W2406-092 (24.485)

1. Tén miw/ Name of sample : MAu nrére sinh hoat - Na SAm-Vin Lang CN
2. Tén khach hang/ Name of customer : Chi nhanh CAp nwrée Viin Ling - Cong ty C6 phin cAp thoat mrée
Lang Son
3. Dia chi khach hing/ Address of customer : Khu 1, thi trin Na SAm, huyén Vin Liing, tinh Lang Son
4. Mo ta miw/ Description : Miu dyng trong 1 can 5 lit & ditu ki¢n thwdng
5. Ngay nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing tine : 07/06/2024 — 20/06/2024
8.  Két qua thir nghiény/ Test results ¢
Két qua QCVN 01-
T Tén chi tign Phwrong phéap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-092 Ngudng gidi
han cho phép
1 Coliform tong s6 TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. colit”) TCVN 6187-1:2019 CFU/100 mL KPH <l
3 Clo dur tyr dot” SME\g;/O‘ﬁDO-CIv mg/L 0,36 0,2+1
4 Do duc!” TCVN 12492-1:2020 NTU 1,2 2 =5
5 Miu sfic TCVN 6185:2015 TCU <5 AP
s ; Khéong ¢6 mui, vi | Khong/ed s,
6 Mui, vi Cam quan - & la %%'H uNi
7 | pH® TCVN 6492:2011 - 8 6 RBIXET N
8 Staphylococcus aurcus SMEWW 9213B CFU/ 100mL KPH Ab\
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <N\
10 | Amoni® TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3 \”Oﬁq
KPH
. (‘) v
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i (*) D .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat(” TCVN 6186:1996 mg/L 1,4 2
14 Pdng (Cuprum) (Cu)t") SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 D§ cimg, tinh theo CaCO3"” TCVN 6224:1996 mg/L 93 300
16 | Fluor () SMEW) 500-FD: mgL | KPH(LOD=0,07) 15
17 | Mangan (Mn)® SMEWW 3111B:2017 mg/L I 4 0,1
B ' (LOD=0,015) :
18 | Nhom (Aluminium) (A SMEWW 3113B:2017 mg/L. i R 02
19 Nitrat (NOy™ tinh theo N)®” TCVN 6180:1996 mg/L 1,1 2
G . , KPH
20 Nitrit (NO; tinh theo N)” TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sét (Ferrum) (Fe)'" SMEWW 3111B:2017 mg/L KPH (LOD-=0,03) 0,3
KPH
1 (*) 3 .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
= 2-
23 | Sunphat (S0 SMEW‘%’_;OSP? S04 gL 13 250

. Céckét qua thir nghi¢m ghi trong phiéu niy chi c6 gid tri déi‘véi mu thir nghign/ Test results are valid for the submitted sample(s) only.
2. Khéng dugc trich din mgt phan phiéu k&t qua thir nghigm néu khéng c6 sy dong y bang viin ban cia Trudng Pai hoe Y t¢ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

- a . Iy . - A - e .
3. Tén mau, tén khach hing dugc ghi theo yéu cau cia noi gl miw Name of sample(s) and customer are wrilten as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dwdng Pire Thiing, P. Dire Thiing, Q. Biic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018/BYT
I cretericti . : = 7
No Characteristic Test method Unit W2406-092 Nguwing gidi
han cho phép
- SMEWW 4500-8* KPH
3 (9]
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (Hg)"™" ' MS) mg/L (LOD=0,00015) 0,001
26 | Téng chét rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 138 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
og | AIEEIR R dan xuat chlor-s- | ppy ppy H.PP 45:2021 ne/L KPH (LOD=0,2) 100
29 Chlorpyrifos'" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine'”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 | Dichloprop” HPL.HID.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
32 Hydroxyatrazinc(" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin®” HPL.HD.IL.PP 45:2021 ng/L KPH (LOD=0,2) 20
o e NIFC.04.M.021 (GC-
int" -
34 Permethrin MS/MS) ng/L 20 oy
35 Propanil'” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 208 X‘
36 Simazine" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) i
T NIFC.04.M.021 (GC- rAM Ys
** -
37 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20:EEM , Z
38 | Bromodichloromethanc® EPA 524.2:1995 ng/L KPH (LOD=3) 60" Jea,
39 Bromoform'" EPA 524.2:1995 ng/L KPH (LOD=3) 100 /r‘o‘y
40 Chloroform!" EPA 524.2:1995 ng/L KPH (LOD=3) 30027
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine!” SMEW‘;’(;EOO_CI B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khdch hang gici dén;

QCVN 01-1:201 8/BYT: Quy
KPH: Péi véi edc chi tiéu Hoa: Khong p

Khéng phat hién la khéng cé khudn lac nao moc trén dia moi truedng nuéi edy;
Cdce chi tiéu danh ddu (%) la chi tiéu diege cong nhin ISO/IEC 17025 :2017;
Céic chi tiéu danh ddu (**) la chi tiéu dwgc thye hi¢n béi thau phu.

Céc két qua thir ngh
2. Khéng duge trich dan n

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLB‘{E\/'

Ky béi: Vi Thj Cic
Ny ky: 200062024 18:43:38

Té chite xdc thye: VNPT Certification

Ths. Vii Thi Ciic

x

iém ghi trong phiéu ndy chi ¢6 gid tr déi yai mau thir nghign
16t phén phicu két qua thir nghi¢m néu khéng c6 sy dong

test report must not be reproduced without the written approval of HUPH.

3. Tén miu, tén khich hang dugc ghi theo yéu céd

u cia noi giri mi

chudan Ky thudt Quoc gia vé Chét heong mede sach ste dung cho myc dich niedre sinh hoat;
. . A . » . fe . 4 A ’ . Ko pe rogra -
hét hién, két qua nho hon gidi han phat hién ctia plurong phdp; Doi véi ede chi tiéu Sinh:

Hé Noi, ngay 20 thang 06 ndm 2024

GIAM POC

w/ Name of sample(s) and customer are wrilten as customer’s request.

TAM XET NGHIEM

V/ Test resulls are valid for the submitted sample(s) only.
¥ bing viin bin cta Trudng Pai hoe Y (& cong cong/ The

HPL.BM.TT 18/01

LAn ban hanh: 2

SoAt xét: 5/05.06.2021

Trang:



‘ BO Y TE N2
TRUGNG DAL HOC Y TE CONG CONG B

TRUNG TAM XET NGHIEM F
LABORATORY CENTER

Dia chi: S6 1A, dudng Dire Théng, P. Dire Thiing, Q. Bfic Tir Lidém, HA N§i
Address: No.1A, Duc Thang Street, Due Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-093 (24.486)

1. Tén maw Name of sample . MAu mirée sinh hoat diu ngudn tram bom T4+H8
2 Tén khach hang/ Name of customer : Cong ty Ch phin ciip thoft nuwée Lang Son
3. Dia chi khich hang/ Address of customer . S& 14/10, dwdmg L& Dai Hanh, Phudng Dong Kinh, Thanh phﬁ Lang
_ Son, Tinh Lang Son, Viét Nam
4. Mo ta maw/ Description : Miu dung trong 1 can 51it & didu ki¢n thwdng
5. Ngiy nhin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gli mav/ Sample taking :+ Cao Trung Diing
7 Tl}(‘ji gian thir nghi¢m/ Testing time . 07/06/2024 —20/06/2024
8.  Két qua thir nghig¢m/ Test results :
Két qua QCVN 01-
TT Tén chi titu Plarong phép thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-003 Nguing gidi
han cho phép
1 Coliform tong s6(") TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. colit" TCVN 6187-1:2019 CFU/100 mL KPH
. SMEWW 4500-Cl
(
3 Clo du ty do'” G2017 mg/L 0,47
4 Po duc” TCVN 12492-1:2020 NTU 1,3
5 Miu sic TCVN 6185:2015 TCU <5
6 M, vi Cam quan - Khiong ('ig Tl
(VR el e g
7 pH® TCVN 6492:2011 - 7,5
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH
10 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
. (*) i
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
3 ( ] .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat® TCVN 6186:1996 mg/L 0,7 2
14 Pong (Cuprum) (Cu)? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 P cig, tinh theo CaCO;" TCVN 6224:1996 mg/L 235 300
16 | Fluor () SMEW‘;’O‘EOO'F R mg/l. | KPH (LOD=0,07) 1,5
TS, | ———————— I S
17 Mangan (Mn)®") SMEWW 3111B:2017 mg/L L3 0,1
i ) (LOD=0,015) ’
; KPH
o ; ) .
18 Nhoém (Alummmm) (AD SMEWW 3113B:2017 mg/L (© OD=0,0006) 0,2
19 Nitrat (NO;" tinh theo N TCVN 6180:1996 mg/L 13,55 2
L KPH
itri -t *) .
20 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sat (Ferrum) (Fe)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
; * .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
3 Q0.2 ——
23 | sunphat (SO SMEW‘;;S?,? S mg/L 39 250

1. Céc két qua thir nghi¢m ghi trong phitu nay chi ¢é gid tri déi véi mau thir nghi?mf Test results are valid for the submitted sample(s) only.
Khéng duge trich dan mot phan phiéu két qua thir nghigm néu khéng c6 sy dong y bang van ban cia Truomg Dai hoe Y t& cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hin duoe ghi theo yéu ciu ciia nol gui mau/ Name of sample(s) and customer are wrilten as customer’s request.
4 p q

O P 5 N - B LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:




‘ BQ Y TE
TRUGNG PAI HOC Y TE CONG CcONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S0 1A, dudng Dirc Théing, P. Ditc Thiing, Q. Biic Tir Liém, Ha Ni
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIRU KET QUA THU NGHIEM
TEST REPORT

Két qua ~ | oQcvNol-

TT Tén chi tigu Phuong phap thi Don vi Result 1:2018/BYT

No Characteristic Test method Unit Nguwdng gioi
V2406093 han cho phép

o SMEWW 4500-S* KPH
(**)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH

25 (Hg)™" MS) | mg/L (LOD=0,00015) 0,001

26 Téng chat riin hoa tan (TDS) SMEWW 2540 C:2017 mg/L 406 1.000

27 1,3 - Dichloropropen EPA 524.2:1995 ng/L |_KPH (LOD=3) 20

28 ::i‘ijizl‘]‘;ﬁ)"“ céc dan xudt chloro-s- | yypy yp H.PP 45:2021 ng/L KPH (LOD=0,2)

ad

29 Chlorpyrifos'") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)

30 Cyanazine(" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08)

31 Dichloprop!” HPL.OD.H.PP 46:2021 |  pg/L KPH (LLOD=0,3)

A2 Hydroxgmmzine"’ HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)

33 Pendimetalint” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)

e NIFC.04.M.021 (GC-
- -in =|

34 Permethrin MS/MS) pg/L KPH (LOD=0,3)

35 Propanil”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)

36 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)

NIFC.04.M.021 (GC-

i T L
37 Trifuralin MS/MS) pg/L KPH (1.OD=0,3) 20
38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
39 Bromoform” EPA 524.2:1995 ng/L KPH (LOD=3) 100
40 Chloroform” EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane EPA 524.2:1995 pg/L KPH (LOD=3) 100
4 | Monochloramine® SMBW‘;’(]‘:f]O“'C' B mg | KPH (LOD=0,07) 3
I L Y S [ A
43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi clii:

Miiu do khéach hang giti dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thudgt Quoc gia vé Chét egng nueéie sach sie dung cho muc dich nuoc sinh hoat;

KPH: Déi véi ede chi tiéu Héa: Khing phdt hién, két qud nho hon gidi han phat hién ciia phicong phd‘p;Bé'i vdi cac chi tiéu Sinh:

Khéng phat hién la khéng 6 khuén lac nao moce trén dia moi trieomg nuoi cay;

Céc chi tiéu danh ddu (%) la chi tiéu dwac cong nhan ISO/IEC 17025 :2017;

Chec chi tiéu danh ddu (¥%) la chi tiéu degre thire hién bai thau phu.

Ha Néi, ngay 20 thang 06 nam 2024
, GIAM POC

PHY TRACH l[\/
PHONG DICH VU NUGC, QTMT&MTLD IS~

Ky boi: Vo Thi Clie
 NMgiy ky: 200062024 18:21:04
Té chire xic thue: VNPT Certification

Ths. Vii Thi Ciic —1S. Diing Thé Hwng

1. Cic két qua thir nghi¢m ghi trgng phiéu nay chi ¢ gid tri déi voi mau thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich dan mot phan phi¢u ket qua thir nghigm néu khong co su ddng y bing van ban cia Truémg Pai hoc Y 1é cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khach hing dugc ghi theo yéu cdu ctia noi g maw Name of sample(s) and customer are written as customer’s request.

e e e LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:




‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: S8 1A, dudng Pire Thiing, P. Dirc Thiing, Q. Biic Tir Litm, HA Ni
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: http:/labo.huph.edu.vn

[ViLAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: W2406-094 (24.486)
: MAu nwée sinh hoat cubi ngudn tram bom T4+H8+ NM Cty
: Cong ty Cb phan ciip thodt nwée Lang Son
: 6 14/10, dwdng L& Dai Hanh, Phwdng Pong Kinh, Thinh phd Lang
Son, Tinh Lang Son, Vit Nam
+ Miu dyng trong 1 can 5 lit & ditu kién thwdng

Tén mau/ Name of sample
2. Tén khich hang/ Name of customer
Bia chi khach hang/ Address of custoner

(5

4. Mb ta maw/ Description

5. Ngiy nhin mAw Date of receiving : 07/06/2024
6. Nguoi lay/gii maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghigm/ Testing time + 07/06/2024 — 20/06/2024
8. Két qua thir nghiém/ Test results -
K&t qua QCVN 01-
TT Tén chi tién Phwrong phéip thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-094 Nguing gidi
) han cho phép
1 Coliform tong s6" TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®® TCVN 6187-1:2019 CFU/100 mL KPH <l
KPH
H (’} 4 . "
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01 ==
. SMEWW 4500-CI " ol
(*) :
4 Clo dur ty do G2017 mg/L 0,39 0 —*k}
S D§ dyct™ TCVN 12492-1:2020 NTU 1,8 [[Z] TRUNG
6 Mau sic TCVN 6185:2015 TCU <5 B\ XET N
7 Mui, vi Cam quan - Khong co mui, vi Khon%gaw
la vi @‘?/.
8 pH® TCVN 6492:2011 - 7,8 6+ 8,5:29C]
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <l
10 Pseudomonas aeruginosa®” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
i (*) 3 :
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 {*) .
13 Chi (Plumbum}) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat”) TCVN 6186:1996 mg/L 1,4 2
15 Pong (Cuprum) (Cu)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) |
16 D cimg, tinh theo CaCOs") TCVN 6224:1996 mg/L 47 300
17 | Fluor (F)® SMEWW &500-F - mg/l. | KPH (LOD=0,07) 15
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L S 0,1
& . ' (LOD=0,015) ’
KPH
~ - . (1] 2 5
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOj™ tinh theo N TCVN 6180:1996 mg/L 0,6 2
KPH
g e gk (t) a . i
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
| 22 Sét (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
Q)™ : .
L 23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1.
2.

Cic két qua thir nghi¢m ghi trong phiéu niy chi ¢ gid tri

L

Khéng duge trich din mot phin phicu ket qua thir nghiém néu khéng c6 su ddng ¥ bing vin

dbi vai mau thir nghigny/ Test res

test report must not be reproduced without the written approval of HUPH.

ults are valid for the submitted sample(s) only.

ban cta Truomg Dai hoe Y t¢ cong cong/ The

A - ’ . - 2 5 Far . 3
3. Tén mau, tén khach hang dugce ghi theo yéu ciu cla noi gui maw Name of sample(s) and customer are wrilten as customer's request.

HPL.BM.TT 18/01 Lén ban hanh: 2 Soit xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUONG PAI HOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 1008
LABORATORY CENTER
Pia chi: S6 1A, dudng Dire Thing, P. Dirc Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qui QCVN 01-
T Tén chi tiéu Phuwong phip thir Don vi Result 1:2018/BYT
1 " ol * -, s e
No Characteristic Test method Uit W2406-094 Nguwing gidi
han cho phép |
- 2-
24 | Sunphat (SO4)" SMEW%]_;S 10,? SEk mg/L 13 250
. SMEWW 4500-S* KPH
()
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| mg MS) g/l (LOD=0,00015) g;001
27 Tdng chat rin hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 84 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
g9 | Armsingiviele dan xuat chloro-s- | ypy yp H.PP 45:2021 pg/L KPH (LOD=0,2) 100
30 Chlorpyrifos®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine!" HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
33 1lydroxyatrazine!") HPL.HD.H.PP 45:2021 ng/L KPIH (LOD=0,2) 2003
34 Pendimetalin'® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 205 2N\
. e NIFC.04.M.021 (GC- \
- () ) a
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) ZO.NFA%\\
36 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20EM/[R]
37 | Simazine!" HPL.HD.HL.PP 45:2021 ng/L KPH (LOD=0,2) 2 Jof]
. . (e NIFEC.04.M.021 (GC- O,
Searalint®) =
38 | Trifuralin MEIMS) g/l KPIH (LOD=0,3) 2({
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoform!") EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform" EPA 524.2:1995 pg/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine” SMEW\;{OLSOO-CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chii:

Mau do khdch hang giri dén; .
QCVN 01-1:2018/BYT: Quy chudn Ky thuat Quoc gia vé Chét hegmg nuére saeh sie dung cho muc dich medc sinh hoat;

KPH: Déi véi cac chi tiéu Hoa: Khong phat hién,

Khéng phat hién 1a khéng cé kluan lac néo moc trén dia moi truecmg nudi cay;
Cdc chi tiéu danh dﬂf’!l (%) la chi tiéu dwoc cong nhan ISO/IEC 17025:2017;
Cac chi tiéu danh ddu (¥*) la chi tiéu dwege thiee hién baoi thau phu.

3. Tén mau,

Céc két qua th
2. Khong duge tr

PHY TRACH 64/
PHONG DICH VU NUGC, QTMT&MTLDY

y -
-

A

g

1 boi: Vi Thi Cie

Neay ky: 20062029 18:21:54

16 chire xic thye: VNPT Cerlification

Ths. Vii Thi Ciic

it nghiém ghi trong phiéu ndy chi c6 gid trj déi véi mau thir nghigm/
ich dan mat phin phicu két qua thir nghigm néu khong ¢6 sy dong ¥
test report must not be reproduced without the written approval of HUPH.

tén khach hang duge ghi theo yéu ciu cia noi giri mau/ Name of

két qué nhé hon gidi han phat hién ciia phwomg phdp;Poi véi cde chi tiéu Sinh:

Ha Néi, ngay 20 thang 06 nam 2024

TRUNG TA
XET NGHIEM)E

GIAM BOC

FS. Diing Thé Hung

sample(s) and customer are written as customer’s request,

M XET NGHIEM

Test results are valid for the submitted sample(s) only.
biing vin ban cta Truémg Dai hoe Y te cong cong/ The

HPL.BM.TT 18/01

LAn ban hinh: 2

Sodt xét: 5/05.06.2021

Trang:



‘ BOYTE Y
TRUGNG DAI HOC Y TB CONG CONG  12EH%

TRUNG TAM XET NGHIEM T
LABORATORY CENTER

Pia chi: S6 1A, dudng Dirc Thiing, P. Dirc Thiing, Q. Béic Tir Lidm, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 068668198 Website: http:/labo.huph.edu.vn

[ViLAs 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-095 (24.486)

Tén miw/ Name of sample

: MAu nmwde sinh hoat diu nguﬁn tram bom H1

2. Tén khach hang/ Name of customer : Cong ty C phin cip thodt nrée Lang Son
3. Dia chi khach hing/ Address of customer + S6 14/10, dwdng Lé Dai Hinh, Phudng Pong Kinh, Thanh phf) Lang
. Son, Tinh Lang Son, Vi¢t Nam
4. Mb ta maw/ Description : MAu dyng trong 1 can S lit & diéu kién thwdng
5. Ngy nhan miw/ Date of receiving : 07/06/2024
6. Nguoi ly/giri mau/ Sample taking : Cao Trung Diing
7. Thai gian thir nghigm/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghidm/ Test resulls -
Két qui QCVN 01-
T Tén chi titu Phuong phip thir bon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-095 Ngwing gidi
han cho phép
1 Coliform téng s6(*) TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH <l
. . KPH
- *) i
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01 e
_CF oY
4 Clo du ty do® SME\EY;,()‘;]?]OO Cl mg/L 0,42 U,W'
5 Dj duc” TCVN 12492-1:2020 NTU 0,6 2L it
6 Mau sic TCVN 6185:2015 TCU <5 [ "7
A 7 4 . ~ A A Nl
7 M, vi Cam quan ] Khéng c;(; mui, vi KIIOI\Q&\JI,
§ | pH® TCVN 6492:2011 - 7,4 6+ Noe]
9 Staphylococcus aureus SMEWW 92138 CFU/ 100mL KPH 7 B
10 Pseudomonas aeruginosa” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit" TCVN 6179-1:1996 mg/L 1,13 0,3
KPH
ey .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
13 Chi (Plumbum) (Pb)™ SMEWW 3113B:2017 mg/L (LODK=IE)%OO 6 0,01
14 Chi s6 pecmanganat!” TCVN 6186:1996 mg/L <0,5 2 i
15 Pdng (Cuprum) (Cu)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) l
16 Po cimg, tinh theo CaCOs" TCVN 6224:1996 mg/L 297 300
17 | Fluor (A SMIEWW 45007+ mgL | KPH (LOD=0,07) 1,5
. . KPH
18 Mangan (Mn)" SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
KPH
-~ . . (*’ N
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy” tinh theo N)®” TCVN 6180:1996 mg/L 21,87 2
21 Nitrit (NO; tinh theo N)® TCVN 6178:1996 mg/L (LO[};-E 31003) 0,05
22 S#t (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
. (.) .
B 23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1.  Céac két qua thir nghiém ghi trong phiéu nay chi co gid tri déi y&i mau thir nghif,mf Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mgt phan phicu két qua thir nghi¢m néu khéng c6 sw dong ¥ bing vin bin cla Truémg Pai hoe Y té cong cng/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khach hing duge ghi theo yéu cdu coa noi gii méw Name of sample(s) and customer arc wrilten as customer’s request.

LTDT BALTT 1R/N1 Soat xét: 5/05.06.2021

LAn ban hanh: 2 Trang:



BO Y TE

TRUGNG PAI HOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

LABORATORY CENTER

Dja chi: S6 1A, dudmg Dire Thiing, P. Dire Thiing, Q. Béc Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
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PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phirong phéip thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-095 Ngwong gidi
han cho phép
4 - 2-
24 Sunphat (SO4)™" SMEW\;;S 10 ,;? 504 mg/L 55 250
" SMEWW 4500-S* KPH
**
25 Sunfual 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (I1CP- KPH
26 (Hg)™) - MS) mg/L (LOD=0,00015) 0,001
27 Téng chit rin hoa tan (TDS)™) SMEWW 2540 C:2017 mg/L 519 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
29 ﬁ:;;ﬁ:gf,""‘ che dan xuat chloro-s- | ppy ypy 11 PP 45:2021 pg/L KPH (LOD=0,2) 100
30 Chlorpyrifos®" HPL.HD.H.PP 45:2021 pg/L KPH (L.LOD=0,2) 30
31 Cyanazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
32 Dichloprop” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin®” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
. (os NIFC.04.M.021 (GC- :
- -in(*?) =
35 | Permethrin VIEMS) ng/L KPH (LOD=0,3) 20 \\
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) ST
37 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 Wiz
S NIFC.04.M.021 (GC- EM/G
alin*® = ;
38 Trifuralin MS/MS) png/L KPH (LOD=0,3) 20 /é‘(/] //
39 Bromodichloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 607 0%
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100"
41 Chloroform" EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(” B \;(OT?OO'CI o mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khéch hang giti dén;

QCVN01-1 :2018/BYT: Quy chudn Ky thudt err:‘;c giay
KPH: Péi véi ede chi tiéu Hoa: Khong phat hi¢n, ket qud nho hon gidi

Khéng phat hién la khéng c6 khudn lge ndo moc trén dia méi triedmg nuoi cay;
Cée chi tiéu danh ddu (%) la ehi tiéu degie cong nhan ISOAEC 17025:2017;
Cice chi tidu danh dédu (**) la ehi tiéu duegc thyce hién bai thaw phu.

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD LC./

S

Ky bai: Vii Thi Cie

Nedy ky: 20/06/2024 18:22:52

T chire xéc thye: VNPT Cetification

Ths. Vit Thi Ciic

é Chit lheemg mude sach sie dung cho muc dich meée sinh hoat;
han phat hi¢n ciia phicong phap;Poi véi cde chi tiéu S inh:

Ha Néi, ngay 20 thang 06 ndm 2024

GIAM BOC
XLAM XET NGHIEM

. Piing Thé Hung

Cic két qua thir nghiém ghi trong phiéu nay chi cé gid trj doi yvoi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng dugce trich dan mot phan phiéu két qua thir nghiém néu khong c6 sy dong ¥ bing vin ban ena Trudng Dai hoe Y e cong cgng/ The
test report must not be reproduced without the written approval of HUPH.

3, Tén miu, tén khach hing duge ghi theo yéu ciu ctia noi gir maw/ Name of sample(s) and customer are wrillen as customer’s request.

HPL.BM.TT 18/01 Lin ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



TRUGNG PALHOC Y TE CONG CONG 122
TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dudng Dikc Thiing, P. Dirc Théing, Q. Biic Tir Liém, HA N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[VILAS 1608

PHILU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-096 (24.486)

1. Tén mau/ Name of sample « MAu nuwée sinh hoat cudi ngudn tram bom H1
2. Tén khach hang/ Name of customer : Cong ty CO phin cAp thoat mrée Lang Son
3.  Dia chi khach hang/ Address of customer : S6 14/10, dwdng L& Dai Hanh, Phrdng Dong Kinh, Thanh plu‘) Lang
B Son, Tinh Lang Son, Vigt Nam
4. Mb ta maw Description + Miu dymg trong 1 can 51it & didu kién thwdng
5. Ngiy nhén mauw/ Date of receiving : 07/06/2024
6. Nguoi lay/gii mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiém/ Test results :
Két qua QCVN 01-
TT Tén chi tiéu Plurong phép thir Pon vj Result 1:2018/BYT
No Characteristic Test method Unit W2406-096 Nguwing gidi
han cho phép
1 Coliform tong 56 TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®) TCVN 6187-1:2019 CFU/100 mL KPH <l
; . KPH
(*) 7 "
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01 |
4 Clo du tir do” SMEWW 4500-Cl mg/L 0,35 CARL
G:2017 4
5 Do dyc” TCVN 12492-1:2020 NTU 0,9 2 ]
6 Mau shc TCVN 6185:2015 TCU <5 (7] 13TUNG |
7 Mui, vi Cam quan - Khong (iz i, v @ i\thNGH
8| pHO TCVN 6492:201 1 - 78 L
9 Staphylococcus aurens SMEWW 9213B CFU/ 100mL KPH e
10 Pseudomonas aeruginosa’) TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
) -
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i @ TWV :
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chi sb peemanganat®) TCVN 6186:1996 mg/L <0,5 2
15 Pdng (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 BP§ cimg, tinh theo CaCO5" TCVN 6224:1996 mg/L 47 300
17 | Fluor (F)® SMEWW 4500-7D: mgL | KPH (LOD=0,07) 15
18 | Mangan (Mn)" SMEWW 31118:2017 mg/L KL 0,1
' (LOD=0,015) ’
: . KPH
5 i * .
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs” tinh theo N)®” TCVN 6180:1996 mg/L 0,45 2
. KPH
b - ti ) :
21 Nitrit (NO;z tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
i (*) 3 :
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1.  Céc két qua thir nghi¢m ghi trong phiéu nay chi cé gid tri déi‘véri mdu thir nghi¢m/ Test results are valid for the submitted sa}\mple(s) only.
2. Khong duge trich dAn mdt phén phicu ket qua thir nghi¢m néu khong c6 su dong y biing vin bin cta Trudmg Pai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang dugc ghi theo yéu chu ctia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

Eeen S LAn ban hanh: 2 Soét xét: 5/05.06.2021 Trang:



‘ BQ Y TE
TRUONG PATHOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[VILAS 1008 ]
LABORATORY CENTER
Pia chi: S 1A, dudmg Dire Thiing, P. Dirc Thiing, Q. Béc Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVNO1- |
TT Tén chi tiéu Phwong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-096 Ngwidng gi6i
han cho phép
3 - 2-
24 Sunphat (SOs*)® SMEW\EV;S ?70 S mg/L 16 250
SMEWW 4500-S* KPH
**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)("’ MS) mg/L (LOD=0,00015) 0,001
27 Téng chit ran hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 95 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (1.OD=3) 20
. v X X
g9 | Ammane Ao dan xuat chloro-s- | ypy {p H.PP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop‘” HPL.HD.H.PP 46:2021 nug/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
34 Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. pov NIFC.04.M.021 (GC-
g % =
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 N
37 | Simazine®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 X\
. e NIFC.04.M.021 (GC- ' z)
(&) = ,
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 )-81
39 Bromodichloromethanc!® EPA 524.2:1995 ng/L KPH (LOD=3) 60 /&)
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100 J/’
41 Chloroform® EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!”? EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!” SME\V\;{O‘FE’OO_C[ B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chii:

Mau do khdch hang givi dén;

QCVN 01-1 :2018/BYT: Quy chuan Ky t
KPH: Péi vdi cac chi tiéu Hoéa: Khong phat hi¢n, két quan

hudt Quoc gia

A oy A - 0 3 ’ .
vé Chdt heomg nieée sach sir dung cho mye dich meic sinh hoat;

Khong phat hién la khong c6 khuan lac ndo moc rén dia moi tricdng nudi cay;

Cée chi tiéu danh ddu

PHU TRACH

x

PHONG DICH VU NUOGC, QTMT&MTLD "

Ky boi: Vii Thij Cie
Ngdy ky: 20/06/2024 18:23:53

(*) la chi tiéu diegc cong nhdn ISO/IEC 17025:2017;

Céc chi tiéu danh dau (¥%) la chi tiéu duge thiee hién boi thau phu.

hé hem gidi han phat hi¢n ciia phieong ph(ip;Bf;i voi cdc chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 ndm 2024

GIAM POC

Té chire xdc thye: VNPT Certification
Ths. Vit Thj Cie

1. Chc két qué thir nghiém ghi trong phicu niy chi c6 gid tri déi vai mAu thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich dan mét phan phiéu két qué thir nghigm neu khéng co sy déng y bing vin ban cia Trudng Pai hge Y t& cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hiang duge ghi theo yéu cu cia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

'S, Ding Thé Hung

e RATT 1%2/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BQ Y TE L
TRUONG PATHOC Y TE CONG CONG Jac-wik
TRUNG TAM XET NGHIEM

LABORATORY CENTER
Pja chi: S0 1A, dwdng Dire Théng, P. Pirc Théng, Q. Bfic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLAs 1008]

PHIEU KET QUA THU NGHIEM

TEST REPORT

Si/No: W2406-097 (24.486) .

1. Tén maw Name of sample : MAu nuée sinh hoat déu ngudn tram bom D3+ Na Tim
2. Tén khach hang/ Name of customer : Cong ty Cb phan céip thodt nwée Lang Son
3. Dia chi khiach hang/ Address of customer : 86 14/10, dwdmg Lé Dai Hanh, Phwdng Pong Kinh, Thanh phd Lang
Son, Tinh Lang Son, Vi¢t Nam
4,  Mb ta maw Description : MAu dyng trong 1 can 51it & diéu ki¢n thudmg
5. Ngiy nhiin maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gii mau/ Sample taking : Cao Trung Diing
7 Tlgfﬁ gian thir nghiéw/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghiém/ Test resulls s
Két qui QCVN 01-
TT Tén chi tiéu Phurong phip thir Don vi Result 1;2018/BYT
No Characteristic Test method Unit W2406-007 Ngudng gu?l
han cho phép
1 Coliform tng s6” TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli® TCVN 6187-1:2019 CFU/100 mL KPH <l
: SMEWW 4500-CI
* .
3 Clo dr ty do G2017 mg/L 0,42 0,2+1
4 Do duc” TCVN 12492-1:2020 NTU 0,7 2
5 Mau sic TCVN 6185:2015 TCU <5 15 N
6 Mui, vi Cam quan . Khong (;:) mu, Vi KIIO'Ifico oY
7| pA® TCVN 6492:201 1 _ 7.9 6485
8 Staphylococeus aureus SMEWW 9213B CFU/ 100mL KPH K[ TRUN
9 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH W3 XET NG
10 Amonit” TCVN 6179-1:1996 mg/L KPH (LOD=0,03)
, * KPH ]
*) 3 : /ot
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,0 HO(_
KPH
i *) ’] 5
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat!’) TCVN 6186:1996 mg/L 1,7 2
14 Pdng (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Db cimg, tinh theo CaCO3" TCVN 6224:1996 mg/L 217 300
16 | Fluor (F)® SMBWAL S mgl, | KPH (LOD=0,07) 15
17 | Mangan (Mn)® SMEWW 3111B:2017 /L Lo 0,1
) (LOD=0,015) ’
o KPH
~ *) ;
18 Nhom (Aluminium) (AL SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO5” tinh theo N)” TCVN 6180:1996 mg/L KPH (LOD=0,03) 2
- . * K_PH
-t ) .
20 Nitrit (NO;™ tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
(*) oA .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
R SMEWW 4500 - SO4*
2y(Y)
23 Sunphat (SO47) £:2017 mg/L 4 250

Cic két qua thir nghi¢gm ghi trong ph‘iéu ndy chi ¢é gia trj déi véi miu thir nghigny/ Test results are valid for the submitted sample(s) only.
n ban ctia Truémg Pai hoe Y té cong cdng/ The

2 4

Khéng duge trich din mgt phan phicu két qua thir nghi¢m neu khong c6 sy dong ¥ bing va

test rean

rt must not be reproduced without the written approval of HUPH.
Tén mau, tén khich hang dugce ghi theo yéu ¢

A 0 & . - z .
Au ciia noi giri miw Name of sample(s) and customer are wrilten as customer’s request.

HPL.BM.TT 18/01

LAn ban hanh: 2

Sodt xét: 5/05.06.2021

Trang:



AN

‘ BOY TE RS
TRUONG DAI HOC Y TE CONG CONG

i

TRUNG TAM XET NGHIEM R
C [ViLAs 1008]
LABORATORY CENTER
Pia chi: 6 1A, dwdng Pirc Théng, P. Pirc Thiing, Q. Bic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn
PHIKU KET QUA THU NGHIEM
Két qui QCVN 01-
TT Tén chi titu Phwong phap thit Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-097 ]Nglm'ng gi6i
1an cho phép
o SMEWW 4500-S* KPH
(**)
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
| @™ MS) gL (LOD=0,00015) 00k
26 Téng chit riin hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 54 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
2g | Arazing va cic din Xult chloro S | ypr Hp.H.PP 4512021 ngL | KPH (LOD=02) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
30 Cyanazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop‘” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3) 100
32 Hydroxyatrazine(") HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200
33 Pendimetalin®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
o (et NIFC.04.M.021 (GC-
9 = 3
34 Permethrin MS/MS) ng/L KPH (LOD=0,3) 206:‘
35 Propanil® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20 N\
36 | Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 22 \o\
B e
37 | Trifuralin" Nlrc'gjg]{fg; k= ng/L KPH (LOD=0,3) 201EM S }
38 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60 _As//
39 | Bromoform" EPA 524.2:1995 pg/L KPH (LOD=3) 10027
40 Chloroform'" EPA 524.2:1995 ng/L KPH (LOD=3) 3007
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 Monochloramine!" SMEW\;;:;OO_CI B mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mdu do khach hang giei dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thit Quoc gia vé Chdt heong niede sach sie dung cho mye dich mede sinh hoat;
KPH: Déi véi ede chi tiéu Héa: Khong phdt hién, Kkét qua nhé hon gidi han phat hién ciia phiong p]z(ip;Bﬁli vai ede chi tiéu Sinh:
Khéng phdt hi¢n la khéng eé khudn lac ndo moc trén dia moi triedng nuéi edy;

Céc chi tiéu danh ddu (%) la chi tiéu dieoe cong nhan ISO/IEC 17025:2017;

Céc chi tiéu danh diu (**) la chi tiéu dege thire hién boi théu phu.

Ha Noi, ngay 20 thang 06 nam 2024
GIAM POC

. PHY TRACH
PHONG DICH VU NUGC, QTMT&MTLD [~

o i
’/'
z/’.

Ky béi: Vi Thi Che
 Ngiy ky: 20/06/2024 18:25:34
Ta chire xde thye: VNPT Certification

Ths. Vii Thi Ciic

1. Chc két qua thir nghiém ghi trong phjéu niy chi ¢6 gia trj d6i v6i mau thir nghi¢m/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich dAn mgt phan phiéu ket qua thir nghi¢m néu khéng c6 sy dong ¥ bing van ban cta Truéng Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau cia noti giri miw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BQ Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, duéng Dire Thiing, P. Pirc Thiing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[ViLAS 1008]

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sd/No: W2406-098 (24.486)
: MAu nwée sinh hoat cudi ngudn tram bom D3+ Na TAm
: Cong ty ch phﬁn céip thodt nwée Lang Son
: S6 14/10, dwdng Lé Dai Hanh, Phwong Pong Kinh, Thanh pho Lang
Son, Tinh Lang Son, Viét Nam
: MAu dyng trong 1 can 51it & ditu kién thwdng
: 07/06/2024
: Cao Trung Diing
: 07/06/2024 — 20/06/2024

I.  Ténmaw Name of sample
2. Tén khich hiang/ Name of customer
3.  Dia chi khach hang/ Address of customer

4.  Mb ta maw Description

5. Ngiy nhén maw/ Date of receiving
6. Nguoi ldy/gii mau/ Sample taking
7. Thai gian thir nghi€m/ Testing time
8. Két qua thir nghiém/ Test results

Két qua QCVN 01-
TT Tén chi tiéu Phwrong phap thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit Negwding giéi |
W2406-098 hgn ¢ho Pllﬁfé X
1 Coliform téng s6) TCVN 6187-1:2019 | CFU/100 mL KPH <3/A‘
2 E. coli®” TCVN 6187-1:2019 | CFU/100 mL KPH b I
KPH o[ TTY
i * 3 ; - il
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0’%‘<")}\XET N
' SMEWW 4500-CI &
*) “NNO,
4 Clo du tir do G017 mg/L 0,35 0,2 N o
8 P dyct” TCVN 12492-1:2020 NTU 3,6 2 =r
6 Mau sfic TCVN 6185:2015 TCU <5 15
7 NI, Cayduan ) Khong (ig mui, vi Khonfiti;) mui,
8 pH® TCVN 6492:2011 - 8 32 8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH o |
11 Amonit” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
. " .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
3 (.) =
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat® TCVN 6186:1996 mg/L 2 2
15 Pong (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) |
16 D6 cing, tinh theo CaCOs™" TCVN 6224:1996 mg/L 41 300
17 | Fluor (F)® SMBWW gl B mg/L | KPH (LOD=0,07) 1S
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L e 0,1
) (LOD=0,015) ’
i 0 KPH
A [CJ i
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5 tinh theo N)!” TCVN 6180:1996 mg/L 0,52 2
y . KPH
: -6 ) :
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sit (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
y KPH
*) -
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

Céc két qua thir nghi¢m ghi trong phiéu nay chi cé gid trj déi ‘véi

miu thir nghig¢nmy/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich din mgt phan phicu ket qua thir nghi¢m néu khong 6 su dong y bing viin ban ciia Trudmg Pai hoe Y t& cong chng/ The
test report must not be reproduced without lh%wﬁnen approval of HUPH.
3. Tén mau, tén khach hang duge ghi theo yéu cau ctia noi gii maw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01

LAn ban hanh: 2

Soét xét: 5/05.06.2021

Trang:



BO Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

‘\\‘\"]"f“/

v,

o\"\

)

’I/" l'nln'l“\

Pia chi: S6 1A, dwdng Pirc Thing, P, Pirc Thing, Q. Bic Tir Liém, Ha Nji
Address: No.l A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phirong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-098 lNglm’ng giGi
ian cho phép
& 2-
24 | Sunphat (SO2) i T mg/L 13 250
o SMEWW 4500-S* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)*" MS) mg/L (LOD=0,00015) 0,001
27 | Téng chit rin hoa tan (TDS)™" SMEWW 2540 C:2017 mg/L 84 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
39 |QMENENA CRCARTIECIOS | ppL D PP 45:30R ng/L | KPH (LOD=02) 100
30 Chlorpyrifos'" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!” HPL.HD,H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine®™ HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin®) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 3
<
35 Permethrin") NIFC.(;:ILS?\;I[\.;?; (98- pg/L KPH (LOD=0,3) 20 h\
36 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 TAM\Y
37 | Simazine® HPL,HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2 B [
. - NIFC.04.M.021 (GC- G
s furalint® o
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 z F‘O-e./
39 | Bromodichloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 60T~
40 Bromoform!” EPA 524,2:1995 ng/L KPH (LOD=3) 100
41 Chloroform” EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethanc!®) EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(® SMEW\;OT,?OO_CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

M do khich hang giri dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quoc gia vé Chat lieng meée sach sir dung cho muc dich meée sinh hoat;
KPH: Péivéi cde chi tiéu Hoa: Khong phat hién, két qud nho hon giéi han pha! hi¢n ciia phieomg phap; Dai véi cde chi tiéu Sinh:
Khéng phat hién la khong ¢6 khudn lac ndo moc trén dia moi trieémg nuéi edy;
Cde chi tiéu danh drm (%) la chi tiéu dirge cong nhan ISOAEC 17025:2017;
Ciéc chi tiéu d@anh dau (**) la chi tiéu dirge thiee hién béi thdu phu.

Ciéc két qua thir nghiém ghi trong phicu niy

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTL

el

-

Ths. Vit Thi

Ha Ngi, ngay 20 thang 06 nam 2024

Ciie ' '
lhi 6 gid tri d6i v&i mau thir nghi¢m/ Test results are \alld

Gy&M Br(‘)C

S. Pin Thé Hin
for the submitted samplc s) only.

2. Khéng duge trich din mét pitan phleu két qué thir nghi¢m néu khong cé sy dong y bang viin ban ciia Trudng Pai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mdu, tén khich hing duge ghi theo yéu ciu eiia noi giri maw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01

LAn ban hanh: 2

Sodt xét: 5/05.06.2021

Trang:



| BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Dirc Thing, P. Dire Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

So/No: W2406-099 (24.486)

Tk T

1. Tén maw Name of sample : MA&u nwée sinh hoat dAu ngudn tram bom HY9
2. Tén khach hang/ Name of customer : Cong ty C6 phin cAp thoat mrée Lang Son
3. Diachi khich hang/ Address of customer : §§ 14/10, dwdng Lé Pai Hanh, Phudng Pong Kinh, Thanh phé Lang
. Son, Tinh Lang Son, Viét Nam
4., M0 ta maw Description : MAu dung trong 1 can 5 lit & didu ki¢n thwdng
5. Ngiy nhén maw/ Date of receiving : 07/06/2024
6. Ngudi lay/gii maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiény/ Testing time : 07/06/2024 —20/06/2024
8.  Két qua thir nghién/ Test resulls :
Két qua QCVN 01-
TT Tén chi tiéu Phuong phip thir Don vi Result 1:2018/BYT
r T : = 7
No Characteristic Test method Unit W2406-099 Ngwirng gidi
han cho phép
1 Coliform tong s6*) TCVN 6187-1:2019 | CFU/100 mL KPH 3 0
2 E. colit” TCVN 6187-1:2019 CFU/100 mL KPH v e
SMEWW 4500-CI
(*)
3 Clo du tyr do G2017 mg/L 0,41 0,2 {(ili‘ TRU
4 D6 dyc” TCVN 12492-1:2020 NTU 4,8 216\ XET
5 Miu siic TCVN 6185:2015 TCU <5 15\
6 M, vi Ot ] Khéng (ig mtli, vi Khon‘%iig %
7 pH® TCVN 6492:2011 - 7,8 6+8,5
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
9 Pseudomonas aeruginosa®” TCVN 8881:2011 CFU/ 100mL KPH <l
10 Amoni") TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
i (*) :
Il Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i *) .
12 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 | Chi sé pecmanganat!”) TCVN 6186:1996 mg/L L3 2
14 Df‘mg (Cuprum) (Cu)t" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 Po cimg, tinh theo CaCO;" TCVN 6224:1996 mg/L 45 300
16 | Fluor (F)® SMEW\;'OﬁOO'F e mg/l. | KPH (LOD=0,07) 1,5
17 | Mangan (Mn)® SMEWW 3111B:2017 mg/L e 0.1
' (LOD=0,015) ’
; KPH
5 i (*) 3 .
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NOy™ tinh theo N)(" TCVN 6180:1996 mg/L 0,52 2
KPH
2§ oy (*) .
20 Nitrit (NO;™ tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 Sit (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LLOD=0,03) 0,3
KPH
i (*) 3 .
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 | Sunphat (SO2)® SMEW%{;SP? B0 mg/L 15 250

Céc két qua thir nghi¢m ghi trong phiéu ndy chi ¢é gi tri ddi véi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khoéng duge trich din mot phan phicu két qua thir nghi¢m néu khéng c6 sy dbng y bing vin ban cla Trudng Dai hoe Y 1€ cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau cla noi giri maw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 Lén ban hanh: 2 SoAt xét: 5/05.06.2021 Trang:

—



: BOY TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dwdng Dirc Thing, P. Pire Thing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwrong phap thir Don vi Result 1:2018/BYT
; " ) . = -
No Characteristic Test method Unit W2406-099 lNglm’ng gidi
ian cho phép
SMEWW 4500-S* KPH
(**)
24 Sunfual 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 (I-Eg)‘"’ , MS) mg/L (LOD=0,00015) 0,001
26 Tong chit ran hoa tan (TDS) SMEWW 2540 C:2017 mg/L 90 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 png/L KPH (LOD=3) 20
2g | Arazine va clo dinxult chlorors” | ypr, Hp, PP 45:2021 we/L | KPH(LOD-0,2) 100
29 Chlorpyrifos” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 | Cyanazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 ug/L KPH (LOD=0,3) 100
32 Hydroxyatrazine!") HPL.HD,IL.PP 45:2021 ug/L KPH (LOD=0,2) 200
33 Pendimetalin®” HPL.HD.H.PP 45:2021 ng/L KPH (L.LOD=0,2) 20
i NIFC.04.M.021 (GC-
in(**) g = &
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 2 \}
35 Propanil®") HPL.IHD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20 . N W
36 | Simazine®" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2TAM\S
g — NIFC.04.M.021 (GC- AHIEM/S
. (+*) o] - O
37 | Trifuralin P, ng/L KPH (LOD=0,3) 3 )
38 | Bromodichloromethanc®) EPA 524.2:1995 pg/L KPH (LOD=3) 600/
39 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3) Tob==
40 Chloroformt" EPA 524.2:1995 ng/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine® SMEW‘;’(;I‘?IOO"Q . mg/L KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chii:

Mau do khach hang giei dén;

QCVN 01-1:2018/BYT: Ouy chudn Ky thugt Quéc gia vé Chdt lirgng mieée sach sir dung cho mue dich mede sinh hoat;
KPH: Béi véi cde chi tiéu Héa: Khong phat hién, két qua nhé hom gici han phdt hién ciia phiong phdp;Déi véi edc chi tiéu Sinh:
Khong phat hién la khéng co khudn lac nio moc trén dia moi triedng nuéi cdy;

Cdc chi tiéu danh dau (%) la chi tiéu dwge cong nhin ISO/IEC 17025:2017;

Cic chi tiéu danh daw (¥%) la chi ticu dicge thiee hién bai théu phu.
Ha Néi, ngay 20 thang 06 nam 2024

——.__GIAM DOC

a

PHU TRACH ; )
UNG TAM XET NGHIEM

PHONG DICH VU NUGC, QTMT&MTLD

Ky bai: Vi Thj Cle
. Ngdy ky: 2000612024 18:28:54
Td chire xac thue: VNPT Cenrtification

Ths. Vii Thj Ciic S. Diing Thé Hung

p—

Cic két qua thir nghziém ghi trong phiéu ndy chi ¢6 gia tri ddi véi miu thir nghigny/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mot phan phicu két qua thir nghi¢m néu khéng 6 sy dong ¥ bang van ban ctia Truong Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu ciu ciia noi giri mauw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



BO Y TE
TRUONG DAI HOC Y TE CONG CONG

N
TRUNG TAM XET N GHIEM T
LABORATORY CENTER -

Dia chi: S6 1A, dudng Pire Ths“'lng, P. Dirc Thfmg, Q. Biic Tir Liém, HA Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

S6/No: W2406-100 (24.486)

E

LJ h-?

=<1

1. Ténmaw Name of sumple : MAiu nwée sinh hogt cudi ngudn HO
2. Tén khach hang/ Name of customer : Cong ty Cb phiin cip thoat nwée Lang Son
3.  Dia chi khach hang/ Address of customer : 86 14/10, dwdng Lé Pai Hanh, Phudmg Pong Kinh, Thanh phd Lang
Son, Tinh Lang Son, Vigt Nam
4. Mb ta miu/ Description : MAu dyng trong 1 can 5 lit & didu kign thudng
5. Ngay nhdn maw Date of receiving : 07/06/2024
6. Nguoi lay/gii maw/ Sample taking : Cao Trung Diing
7. Thai gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghi¢m/ Test results :
Két qua QCVN 01-
TT Tén chi tigu Phwong phdp thir Pon vj Result 1:2018/BYT
No Characteristic Test method Unit W2406-100 Ngwing gidi
han cho phép
1 Coliform tng s6() TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. colit™ TCVN 6187-1:2019 CFU/100 mL KPH <1
KPH
. 2 tl) &
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
SMEWW 4500-CI
(*) . =1
4 Clo du ty do G2017 mg/L 0,34 0,2 20 |
5 D) duc” TCVN 12492-1:2020 NTU 2,4
6 Mau sic TCVN 6185:2015 TCU <5 /ﬂﬁ/ TRUN
7 Muii, vi Cam quan ) Khong C]g mui, vi | Khor % )?}:Llf‘ N
8 pH® TCVN 6492:2011 - 7,8 6 N8
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <WN%on
10 Pseudomonas aeruginosa'’) TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amonit” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
: * ;s
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
: KPH
13 Chi (Plumbum) (Pb)" SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi sé pecmanganat”) TCVN 6186:1996 mg/L 1,5 2
15 Pong (Cuprum) (Cu)" SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D citng, tinh theo CaCO5t" TCVN 6224:1996 mg/L 45 300
17 | Fluor (B)®” SMEWE o P mg/L | KPH(LOD=0,07) 1,
12 | Mangan (M) SMEWW 3111B:2017 mg/L s 0,1
A ' (LOD=0,015) ’
; KPH
% . *) s
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NO5™ tinh theo N)™" TCVN 6180:1996 mg/L 0,57 2
KPH
o S *) .
21 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
- (I) %
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

Ciic két qua thir nghi¢m ghi trong ph1eu nay chi cé gid trj déi véi mau thir nghlcm./ Test results are valid for the submitted samp]e(s) only.

2. Khong duge trich dan mot phan phiéu két qua thir nghi¢m néu khéng c6 sy dong ¥ bi’mg vin ban cta Trudng Dai hoe Y te cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mdu, tén khach hang duge ghi theo yéu cdu clia noi giri miw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hinh: 2 Sodt xét: 5/05.06.2021 Trang:



TRUONG PAI HOC Y TE CONG CONG
TRUNG TAM XET NGHIEM

BO Y TE

\“\"1”1‘7

[viLas 1008
LABORATORY CENTER
Dia chi: S6 1A, dudng Pirc Thing, P. Pirc Thing, Q. Bfc Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qui QCVN 01-
TT Tén chi tiéu Phirong phap thir Pon vi Result 1:2018/BYT
T S r T : ~ e
No Characteristic Test method Unit W2406-100 Ngwing gidi
han cho phép
Ty _SO.E
24 | Sunphat (SO4*)®" SMEW‘];J_;S 10,? A mg/L 16 250
‘ SMEWW 4500-S* KPH
"
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| (pg)to MS) Ml (LOD=0,00015) 0,001
27 | Tdng chat rin hoa tan (TDS)™) SMEWW 2540 C:2017 mg/L 88 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
g9 | Alrazing vi cle din xull chloro-s- | ypr, 1 11pP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifost” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!” HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6
32 Dichloprop®” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!*) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin'® HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 205 N\
e NIFC.04.M.021 (GC- ' \
. % -
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20 RQ‘}
36 | Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 2, }O]
37 | Simazine® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2T Jon)]
e NIFC.04.M.021 (GC- /y
alin®*) =
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20.?0
39 Bromodichloromethang!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform!" EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloraminet" SMEW\QJOLSOO_CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi cli:

Mau do khdch hang gici dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quice gia vé Chdt eong meée sach sir dung cho mue dich nwde sinh hoat;
KPH: Péi vdi cac chi tiéu Héa: Khong phar hi¢n, két qud nhé hon gidi han plm! hién ctia pleomg phap; Doi véi edc chi tiéu Sinh:
Khéng phat hién la .Urang ¢6 khudn lae ndo moc trén dia moi trieomg nuéi cdy;
Cac chi tiéu danh ddu (*) 1a chi tiéu duge cong nhin [SO/IEC 17025:2017;
Céc chi tidu danh diu (*%) la chi tiéu dioe thee hign béi théu phu.

PHU TRACH

PHONG DICH VU NUOC, QTMT&MTLD [/,

Ha Nm ngay 20 thang 06 nam 2024

GIAM POC

' M XET NGHIEM

Ky boi: Vi Thj Cic
 Npdy kyz 20006/2024 18:30:07
To chire xde thyre: VNPT Cedtification

}1 Thi I‘il TS. Ding Thé Hun

Céc két qua thir nghi¢m ghl 1mng phiéu niy chi c6 gi4 tri d&i v6i méu thir nghigm/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich ddn mét phan phiéu két qua thir nghiém néu khéng cé sy dong ¥ bing vin ban cta Trudmg Pai hoe Y té cong cong/ The
test report must not be reproduced without thfi\mttcn apprmal of HUPH.

3. Tén méu, tén khéch hang duge ghi theo yéu ciu clia noi glri miw/ Name of sample(s) and customer are written as customer’s request,

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

L ) 3 ¢
TRUNG TAM XET NGHIEM s
LABORATORY CENTER

Dia chi: 86 1A, dwdng Pirc Thiing, P. Dite Thiing, Q. Biic Tir Liem, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-101 (24.486)

1. Tén mau/ Name of sample : MAu nwée sinh hoat diu ngudn tram bom T1+CL
2. Tén khach hang/ Name of customer : Cong ty Cb phan ciip thodt nwée Lang Son
3.  Dia chi khach hang/ Address of customer : §§ 14/10, dwdng Lé Pai Hanh, Phudng Pong Kinh, Thanh phd Lang
Son, Tinh Lang Son, Viét Nam
4, Mb ta maw Description : MAu dung trong 1 can 5 lit & didu ki¢n thwdng
5. Ngdy nhiin miw/ Date of receiving : 07/06/2024
6. Nguoi lay/giti maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8.  Két qua thir nghiém/ Test results :
Két qua QCVN 01-
TT Tén chi tiéun Phurong phap thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-101 Ngudong gidi
han cho phép
1 Coliform tong s6( TCVN 6187-1:2019 CFU/100 mL KPH <3 B
2 E. coli” TCVN 6187-1:2019 | CFU/100 mL KPH <l Z oy
KPH
i ) . *
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,
' SMEWW 4500-CI o[ TRUR(
*) ,
4 Clo du fur do G2017 mg/L 0,39 ’{(%(XET "
5 Do duc® TCVN 12492-1:2020 NTU | A\
6 Mau sac TCVN 6185:2015 TCU <5 15\, |
) 7 T = . 700
7 A, ¥ R Guan ) Khéng (ig mii, vi Khonfi(i;) M:
g8 | pH® TCVN 6492:2011 - 74 6+8,5
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'’) TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
; KPH
*) I\ 7
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
¥ (*} .
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi sb pecmanganat”) TCVN 6186:1996 mg/L 0,8 2
15 DPdng (Cuprum) (Cu)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D6 cimg, tinh theo CaCOs'" TCVN 6224:1996 mg/L 222 300
17 | Fluor (Y BB SoURE mg/L | KPH (LOD=0,07) 1,5
18 Mangan (Mn)") SMEWW 3111B:2017 mg/L KPH 0,1
) (LOD=0,015) i
i KPH
~ *) 2 v
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy tinh theo N)” TCVN 6180:1996 mg/L 8,42 2
. KPH
- ¢! (4‘) s
21 N’nnl (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)™") SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; + KPH
*) i
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

z

Khéng duge trich din mét phan phicu két qua thir nghiém néu khéng c6 sy dong y bing van ban cta Truémg Dai hoe Y té cong cong/ The
test report must not be reproduced without the written appmva! of HUPH.
3. Tén mau, tén khach hing duge ghi theo yéu céu ciia noi giri maw Name of sample(s) and customer are wrilten as customer’s request.

i. Céc két qua thir nghiém ghi trong phiéu ndy chi cé gia tri déi vdi mdu thir nghiémy/ Test results are valid for the submitted sample(s) only.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



: BO Y TE
TRUGNG PAIHOC Y’TE CONG CONG
TRUNG TAM XET NGHIE

L
=

[ViLAs 1008
LABORATORY CENTER
Pia chi: S6 1A, dwdng Pirc Thiing, P. Dirc Thing, Q. Bfic Tir Liém, HA N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
L]
Két qua QCVN 01-
TT Tén chi tién Phwong phap thiv Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-101 Nguwdng gidi
han cho phép
- 2-
24 Sunphat (SO SMEW\EV_;OS IO ,? S0 mg/L 54 250
SMEWW 4500-S* KPH
(**)

25 Sunfua 2023 mg/L (LOD=0,015) 0,05

Thity ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)"" MS) mg/L (LOD=0,00015) 0,001
27 | Tdng chét rin hoa tan (TDS)™" SMEWW 2540 C:2017 mg/L 328 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
g9 | Atrazine vi céc dan xuit chloro-s- | ypy g 11.pp 45:2021 ne/L KPH (LOD=0,2) 10

friazine =
30 | Chlorpyrifos®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 365 N\
31 | Cyanazine® HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6 X\
32 Dichloprop!” HPL.HD.H,PP 46:2021 pg/L KPH (LOD=0,3) 10PAM \©)
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20Q)Ep /O
34 | pPendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 © /o,

. NIFC.04.M.021 (GC- Sy
. (S = £0
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20%
36 Propanilt” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazinc!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2
. e NIFC.04.M.021 (GC-
**) =
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 | Bromoform® EPA 524.2:1995 pg/L KPH (LOD=3) 100
41 Chloroform" EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 | Monochloramine” SMEWW -CLE mg/l | KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chii:

Mau do khach hing giri dén; ) ) L
QCVN 01-1:2018/BYT: Quy chuan Ky thudt Quoc gia vé Chat hreng mieée sach sir dung cho muc dich mece sinh hoat;

KPH: Ddivéi cdc chi tiéu Héa: Khong phat hién, kéf qué nhé hon gici han phat hi¢n cia phieong phdp;

Khéng phat hién la khong co khudn lge ndo moc trén dia méi trieng nudi edy;
Céc chi tiéu danh déu (*) la chi tiéu dwege cong nhan ISOAEC 17025:2017;
Cde chi tiéu dénh ddu (%) la chi tiéu dicoe thiee hién boi thau phuy.

Doi véi edc chi tiéu Sinh:

Ha Néi, ngay 20 thang 06 nam 2024

. PHU TRACH GIAM BOC
PHONG DICH VU NUGC, QTMT&MTLD 'RUNGITAM XET NGHIEM
o\

Ky bési: Vil Thj Ciie
 Nedy k§: 20106/2024 18:31:30
To chire xdc thye: VNPT Certification
o Ths. ViiThiCpic, . - Ding Th¢ Hun
Cic két qua thir nghiém ghi trong p}_uéu niy chi ¢6 gid trj d6i v6i mdu thir nghi¢m/ Test results are valid for the ‘éub%mtcd sample(s) only.
2. Khdng duge trich dAn mot phan phicu ket qua thir nghigm neu khong c6 sy dong ¥ bing viin ban ctia Truémg Dai hoc Y ¢ cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mdu, tén khach hang dugc ghi theo yéu cu ciia noi giri méiw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 L#n ban hanh: 2 Soat xét: 5/05.06.2021 Trang:



BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: $6 1A, dwdng Piic Thing, P. Dire Thiing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

S0/No: W2406-102 (24.486)

I.  Tén maw Name of sample : MAu nwée sinh hogt cudi ngudn tram bom T1+CL
2. Tén khach hang/ Name of customer : Cong ty CB phin cip thodt mrée Lang Son
3. Dia chi khach hang/ Address of customer : 6 14/10, dwomg Lé Pai Hinh, Phudng Péng Kinh, Thanh phd Lang
Son, Tinh Lang Son, Vi¢t Nam
4. Mb ta mAw/ Description : MAu dyng trong 1 can 5 lit & didu kign thwomg
5. Ngiy nhan maw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghién/ Testing time : 07/06/2024 — 20/06/2024
8. Két qua thir nghié¢ny/ Test results ]
Két qua QCVN 01-
TT Tén chi tiéun Phwong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit Ngwdng gidi
W2406-102 S ol nhimele:
1| Coliform téng s6¢? TCVN 6187-1:2019 | CFU/100 mL KPH F o0 Y [&
2 E. coli” TCVN 6187-1:2019 CFU/100 mL KPH Y/
. KPH / et
*) : . T
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) gGTRUN(E I
. SMEWW 4500-CI S\AET N
* -
4 Clo du tyr do G017 mg/L 0,34 \i'\%\x
5 Do duc” TCVN 12492-1:2020 NTU 0,7 U o<
6 Mau sic TCVN 6185:2015 TCU <5 15 S—/
4 N, ¥ Caimduan ) Khong c6 mui, vi Khong' cO mui,
la vila
8 pH® TCVN 6492:2011 - 7,6 6+85
9 Staphylococeus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudononas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni(" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
KPH
- ) : ;
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
* -
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat(®) TCVN 6186:1996 mg/L 0,9 2
15 Pong (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D4 cimng, tinh theo CaCO;3"” TCVN 6224:1996 mg/L 220 300
17 | Fluor () SMEWW 4500-F D: mg/l | KPH (LOD=0,07) LS
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KPH 0,1
ARE : (LOD=0,015) ’
. H
19 Nhém (Aluminium) (AD® SMEWW 3113B:2017 mg/L (L ODK=I()),000 6) 0,2
20 Nitrat (NO;” tinh theo N)* TCVN 6180:1996 mg/L 9,05 2
. . ' KPH
21 Nitrit (NO; tinh theo N)® TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)™” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
i (*) D .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

Ciéc két qua thir ngiuem ghl trong phlcu ndy chi ¢é gié trj dmxvél méau thir nghlym/ Test results are valid for the submitted samp!e(s) only.

2. Khéng duge trich din mot phan phicu ket qua thir nghi¢m neu khong co6 sy dong y b’ing vin ban ciia Truémg Dai hoe Y & cong cong/ The
test report must not be reproduced without thcl written approval of HUPH.

3. Tén mau, tén khach hing duge ghi theo yéu cdu cla noi giri maw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 LAn ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



BOY TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM

[ViLAS 1008]
LABORATORY CENTER
Dia chi: S5 1A, dudng Pic Thing, P, Pire Thing, Q. Bfic Tir Liém, Ha Nji
Address: No.lA, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi ticu Phwong phip thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-102 Nguing gidi
han cho phép
- 2-
24 Sunphat (80.2) SMEW\;‘{_;{? 10 ,? 504 mg/L 59 250
. SMEWW 4500-8* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuay ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)*" MS) mg/L (LOD=0,00015) 0,001
27 Tdng chit riin hoa tan (TDS)™") SMEWW 2540 C:2017 mg/L 322 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
29 fr‘l‘:;ﬁ‘lgf,‘" 4 cdc ddn xuat chloro-s- | ypp 1y 11 PP 45:2000 pg/L KPH (LOD=0,2) 100
30 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (L.OD=0,2) 30 -
31 Cyanazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6 . ,A\
32 | Dichloprop® HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100 \m\\
33 | Hydroxyatrazine* HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 200" |zl
34 | Pendimetalin® HPIL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20/ 0)]
- e NIFC.04.M.021 (GC- é_’
ittt =
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20/0/%
36 Propanil® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20~
37 Simazinet" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2
. o NIFC.04.M.021 (GC-
* _

38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoformt" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroform!* EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine(*) SMEW\;’JSOO'CI B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20

Ghi chii:

Mau do khdch hang givi dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quoc gia vé Chdt legng mieée sach sir dung cho muc dich miedie sinh hoat;
KPH: Boi véi ede ehi tiéu Hoa: Khong phat hién, két qua nho hon gidi han phit hi¢n ciia plwong phap; Doi véi edc chi tiéu Sinh:
Khong phat hién la Hmng co khudan lge ndo moc trén dia moi triecong nuoi cay;
Céc chi tiéu danh dau (%) la chi tiéu dege cong nhdn ISO/IEC 17025:2017;
Céc chi tiéu dinh diu (**) la chi tiéu dicge thiec hién boi thau phu.

PHU TRACH

PHONG DICH VU NUGC, QI'MT&MTLD

Ky béi: Vi Thj Cic
Neay k: 201062024 18:32:57

76 chap gy NELEE e

Ha Noi, ngay 20 thang 06 nam 2024

‘GIAM DOC

TS. bing Thé Hun

Céc két qua thir nghl¢m ghi trong phleu nuy chi ¢6 gié tr déi vcu méu thir 11gh|¢m! Test results are valid for the Submitted sample s) only.

2. Khéng duge trich din mgt phin phiéu két qua thir nghi¢m néu khong ¢6 sw dong ¥ bing viin ban cia Truémg Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing duge ghi theo yéu cau ciia noi giri mdw Name of sample(s) and customer are written as customer’s request.

XET NGHIEM

HPL.BM.TT 18/01

Lin ban hanh: 2

Sodt xét: 5/05.06.2021

Trang:




| BQ Y TE
TRUONG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: S6 1A, dudmg Dire Thiing, P. Dirc Théng, Q. Biic Tir Liém, Ha Noi
Address: No. 1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

VILAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

Si/No: W2406-103 (24.486)

1. Tén mau/ Name of sample : Mfiu nurée sinh hoat dAu ngudn tram bom H10
2. Tén khach hang/ Name of customer : Cong ty Cb phin céip thodt nwée Lang Son
3. Dia chi khach hang/ Address of customer : S6 14/10, dwdng L& Dai Hanh, Phudng Pong Kinh, Thanh phd Lang
_ Son, Tinh Lang Son, Vi¢t Nam
4. Mb ta mav/ Description : MAu dung trong 1 can 5 it & didu kién thwdmg
5. Ngay nhén mauw/ Date of receiving : 07/06/2024
6. Ngudi lay/giri maw/ Sample taking : Cao Trung Diing
7. TE}(‘)i gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghiény/ Test results ¢
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thir Pon vj Result 1:2018/BYT
No Characteristic Test method Unit W2406-103 Ngwing gidi
han cho phép
1 Coliform téng s6 TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli”) TCVN 6187-1:2019 CFU/100 mL KPH <l
KPH
- (‘) .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
SMEWW 4500-CI’
(*) =
4 Clo dur tyr dof G2017 mg/L 0,38 0,2+1
5 Do dyc” TCVN 12492-1:2020 NTU 1,1 2 BN
6 Mau sic TCVN 6185:2015 TCU <5 799 ol B
e Khong ¢6 mii, vi | Khon co/Mmui,
7 Mui, vi Cam quan - I ﬁ/ TRUNG
8 pH®) TCVN 6492:2011 = 73 6EBSET NE
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH %A
10 Pseudomonas aeruginosa'”) TCVN 8881:2011 CFU/ 100mL KPH N |
11 Amoni" TCVN 6179-1:1996 mg/L 0,16 0,3\\'1(?;0:‘
: . KPH
*) ;
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
i DY) $
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi sé pecmanganat®” TCVN 6186:1996 mg/L <0,5 2
15 Pong (Cuprum) (Cu)t? SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 D6 cimg, tinh theo CaCOs" TCVN 6224:1996 mg/L 273 300
17 | Fluor (FY® SMEW 2500-FD: mg/L | KPH (LOD=0,07) LS
18 | Mangan (Mn)® SMEWW 3111B:2017 mg/L KPH 0,1
' (LOD=0,015) ¢
. KPH
A (0) i
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs" tinh theo N) TCVN 6180:1996 mg/L 4,67 2
i . KPH
- -t () . ¥
21 Nitrit (NO, tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sét (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
* :
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
1. Cickét qua thir nghi¢m ghi trong phjéu nay chi c6 gid tri d6i v&i mau thir nghi¢m/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich din mgt phan phiéu két qua thir nghi¢m neu khong c6 s dong ¥ bang van bin cta Trudmg Pai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén miu, tén khich hang duge ghi theo yéu cau clia noi giri maw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01

Lin ban hanh: 2

Soat xét: 5/05.06.2021

Trang:



‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: Sb 1A, dwomg Pire Théng, P. Dirc Thiing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM

TEST REPORT

Két qua QCVN 01-
TT Tén chi tiéu Phwong phip thir Pon vi Result 1:2018/BYT
Lf . Tofil 2. 2 Tyl
No Characteristic Test method Unit W2406-103 Nguing giti
han cho phép
3 _SO.-
24 | Sunphat (SO SR TR mg/L 66 250
o SMEWW 4500-S* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
20— MS) s (LOD=0,00015) Y
27 | Téng chit rin hoa tan (TDS)®" SMEWW 2540 C:2017 mg/L 461 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
— T X o
29 f:::l‘lgf,"" cdc dan xuat chloro-s- | ypy iy 1 PP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos'™ HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 | Cyanazine® HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,08) 0,6
32 | Dichloprop™ HPL.HD.H.PP 46:2021 ug/L KPH (LOD=0,3) 100
33 Hydroxyatrazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
34 Pendimetalin HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 20
- NIFC.04.M.021 (GC- 3
s o (F) _ 3
35 | Permethrin b ng/L KPH (LOD=0,3) 20:\
36 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 \ \\
37 Simazine(" HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 2AM 2\
o e i NIFC.04.M.021 (GC- EM T
alin'® = 3
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 205 5://
39 | Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 6029/
40 Bromoform(" EPA 524.2:1995 ng/L KPH (LOD=3) 10027
41 Chloroformt” EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!* SMEW\;\JOT;OO-CI & mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chit:

Mdu do khéch hing giri @én; ) ) o
QCVN 01-1:2018/BYT: Quy chuan Ky thudt Quoc gia vé Chdt lieeng mieGe sach sir dung cho mye dich nwde sinh hoat;

KPH: Doi véi cac chi tiéu Hoa: Khong phat hién, ke

Khdng phat hi¢n la khong cé khudn lac ndo moc trén dia moi trieong nuoi eay;
Cde chi tiéu danh dau ( %) la chi tiéu diege cong nhdn ISO/AEC 17025 :2017;
Céc chi tiéu danh diu (%) la chi tiéu dwge thue hign boi thaw phu.

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD[L/’

t qua nhé hon giéi han phat hié¢n ciia phirong phdp;Péi véi e chi tiéu Sinh:

Ha Ngi, ngay 20 thang 06 nam 2024
' GIAM POC

Ky baiz Vi Thi Citc
. Npdy kyz 20:06°2024 18:34:23
To chire xéc thue: VNPT Certification
. . . ThsViaThiChe . . S. biing Theé Hwn
Céci keét qua thir nghiém ghi trong phicu ndy chi ¢6 gid trj doi v6i mau thir nghigm/ Test results are valid for the submitted sample(s) only.
2. Khéng duge trich dan mgt phan phiéu ket qua thir nghiém néu khéng c6 su dong y bing vin ban ctia Truémg Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khich hang duge ghi theo yéu ciu ciia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 Lén ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



‘ BO Y TE
TRUONG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Pire Thiing, P. Dirc Th#ng, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: hitp://labo.huph.edu.vn

VILAS 1008

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-104 (24.486)

. Tén maw/ Name of sample : MAu nwée sinh hoat cubi ngudn tram bom H10 + H12

2. Tén khach hang/ Name of customer : Cong ty Cb phiin ciip thodt mrée Lang Son

3.  Dia chi khach hang/ Address of customer + S6 14/10, dwdng Lé Dai Hanh, Phwdng Pong Kinh, Thanh pho Lang
Son, Tinh Lang Son, Vigt Nam

4, M5 ta maw/ Description : MAu dung trong 1 can 5 lit & diéu kién thwdng

5. Ngay nhin maw/ Date of receiving : 07/06/2024

: Cao Trung Diing
: 07/06/2024 — 20/06/2024

6.  Ngudi liy/giri miv/ Sample taking
7. Thai gian thir nghiém/ Testing time

8.  Két qua thir nghiém/ Test results

Két qua QCVN 01-
TT Tén chi tiéu Phuong phip thir Pon vi Result 1:2018/BYT
I, sapctorict i = 1
No Characteristic Test method Unit W2406-104 }Ngu'(mg gidi |
' ' 1an cho,gl{)é‘i"ﬁg
1 Coliform tong so'” TCVN 6187-1:2019 CFU/100 mL KPH O
2 E. coli" TCVN 6187-1:2019 | CFU/100 mL KPH /454 :
. : KPH TRUNG I/
3 :
3| Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) @(oié_r b
SMEWW 4500-CI A
*) )
4 Clo du tyr do G2017 mg/L 0,35 OAI. ’
5 Pj duc® TCVN 12492-1:2020 NTU 0,5 RhHocY,
6 Miu siic TCVN 6185:2015 TCU <5 5
7 M, vi Gy Guan ) Khong (;: mui, vi Khon‘%i(ic; mil,
g8 | pH® TCVN 6492:2011 - 73 6+85
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH =3
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni" TCVN 6179-1:1996 mg/L 0,16 0,3
KPH
. (!) i
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
' KPH
¥ ( ’ .
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chi sb pecmanganat® TCVN 6186:1996 mg/L 1 2
15 Pong (Cuprum) (Cu)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Do cimg, tinh theo CaCO," TCVN 6224:1996 mg/L 267 300
17 | Fluor (FY® e mg/l | KPH (LOD=0,07) 1,5
18 | Mangan (Mn)®” SMEWW 3111B:2017 /L et 0,1
) (LOD=0,015) ;
- KPH
& (*) 3 .
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOs" tinh theo N)*) TCVN 6180:1996 mg/L 4,5 2
: KPH
i _— (*) .
21 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sat (Ferrum) (Fe)® SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
5 KPH
(*) WYV .
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

2. Khéng duge trich dan mét p!

test report must not be reproduced without the written approval of HUPH.

a a . 2 . - A " Fadty .
3. Tén mau, tén khéch hing duge ghi theo yéu cau clia not guni méaw Name of sample(s) and customer are wrilten as customer’s request.

Céc két qua thir nghiém ghi trong pl}jéu l}i‘ly chi o gid tri déi voi méau thir nghigmf Test results are valid for the submitted sample(s) only.
hin phicu két qua thir nghi¢m néu khéng ¢6 sy dong ¥ bing van ban cla Truong DPai hoe Y té cong cong/ The

HPL.BML.TT 18/01

Lin ban hanh: 2

Soat xét: 5/05.06.2021

Trang:



| BQY TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng Dire Thiing, P. Dirc Thiing, Q. Biic Tir Liém, HA Noi
Address: No.l1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370, Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM

TEST REPORT

Két qua QCVN 01-
T Tén chi tiéu Phwrong phap thir Pon vi Result 1:2018/BYT
I ‘ ol * ~ e
No Characteristic Test method Unit W2406-104 lNglm’ng gidi
han cho phép
2 2-
24 | Sunphat (SO2)® R b mg/L 86 250
s SMEWW 4500-8* KPH
**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)*" MS) mg/L (LOD=0,00015) 0,001
27 Téng chit rin hoa tan (TDS)® SMEWW 2540 C:2017 mg/L 463 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
. v X 4
29 | Atrazing Vi cic din xudt chloros- | pr up.F1.pP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos") HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
31 Cyanazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6 X
32 Dichloprop"” HPL.HD.H.PP 46:2021 ug/L KPH (LOD=0,3) 100 J N\
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 ug/L KPH (LOD=0,2) 200 ,\o\
34 | Pendimetalin®® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 |6
P NIFC.04.M.021 (GC- e
(**) = Y
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20 /4{_ //
36 | Propanil®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 .oF
37 Simazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2 -
. oy NIFC.04.M.021 (GC-
L =
38 Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20
39 Bromodichloromethanc!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
41 Chloroformt" EPA 524.2:1995 ng/L KPH (LOD=3) 300
42 Dibromochloromethane!" EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine!® SMEW?OL:;OO_O B mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi elii:

Mau do khdch hang gii dén;

QCVN 01-1:2018/BYT: Quy chudn Ky thugt Quéc gia vé Chat eong nirde sach ste dung cho muc dich mede sinh hoat;
KPH: Poi véi cic chi tiéu Hoa: Khong phdt hign, két qud nho hom gici han phat hi¢n ciia phieong phép; Poi véi ede chi tiéu Sinh:
Khéng phat hién la kidng c6 khudn lae ndo moc trén dia moi triedng nusi cdy;
Céc chi tiéu danh dau (%) la chi tiéu dwoe cong mhan ISOAEC 17025:2017;
Cic chi tiéu danh déu (**) la chi tiéu duge thue hién boi thau phu.

Cic két qua thir nghiém ghi trong phicu nay chi ¢

PHU TRACH

PHONG DICH VU NUGC, QTI\‘]T&MTLB(A/"

L
V-

Vi

Ky béi: Via Thj Ciie
Ngiy ky: 20062024 18:35:45

T chire xac thye: VNPT Certification Authority

Ths. Vii Thi Ciic

GIAM DbOC

. Diing Thé Hun

AM XET NGHIEM

Ha Néi, ngay 20 thang 06 nam 2024

6 gif trj dbi i mau thir nghi¢ny/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mét phan phicu két qua thir nghiém néu khong c6 sy ddng ¥ bing vin ban ctia Truémg Dai hoc Y t& cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing duge ghi theo yéu cau ciia noi giri maw/ Name of sample(s) and customer are wrilten as customer’s request.

HPL.BM.TT 18/01

L#n ban hanh: 2

Soat xét: 5/05.06.2021

Trang:



‘ BO Y TE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S6 1A, dudng D Thiing, P. Dirc Thing, Q. Biie Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

[VILAS 1608

PHIEU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-105 (24.486)
. MAu mirde sinh hogt d@Au ngudn tram bom D2
: Cong ty cbh ph?m cip thodt nwée Lang Son
. §6 14/10, dwdmg L& Dgi Hanh, Phwdng Dong Kinh, Thanh pho Lang

Tén miw/ Name of sample
2. Tén khach hang/ Name of customer

3. Dia chi khach hang/ Address of customer
Som, Tinh Lang Son, Vigt Nam
4, Mb ta maw Description : MAu dyng trong 1 can 5 lit & didu ki¢n thwdng
5. Ngiy nhin maw/ Date of receiving : 07/06/2024
6. Nguoi lay/gli maw/ Sample taking : Cao Trung Diing
7. Thoi gian thnr nghiém/ Testing time : 07/06/2024 — 20/06/2024
8.  Két qua thir nghiém/ Test results :
K&t qua QCVN 01- T
TT Tén chi titu Phiwrong phap thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-105 li‘«hguo‘ng gibi
han cho phép
1 Coliform tong 6 TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®” TCVN 6187-1:2019 CFU/100 mL KPH <l
. KPH
- * 3 .
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,0 Ir:‘:\
] -Cl oy B
4 Clo dur tyr do'” SME\E’;Z;I{S?OD 2 mg/L 0,37 /’Q(, <1
5 Do duc” TCVN 12492-1:2020 NTU 0,6 [4/tRUNGT ]
6 Mau siic TCVN 6185:2015 TCU <5 1E] b et
~ T AT YA
7 M, vi Cém quan ] Khong cl(; mui, vi W mu,
g | pti® TCVN 6492:2011 ; 1,5 S L8Hc
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <
10 Pseudomonas aeruginosa"” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
: KPH
(*) 3 .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
. KPH
*) :
13 Chi (Iflumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 | Chi sb pecmanganat® TCVN 6186:1996 mg/L 0,7 2
15 Pong (Cuprum) (Cu)t” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Pé cimg, tinh theo CaCO5!" TCVN 6224:1996 mg/L 239 300
17 | Fluor (BY b s mg/l. | KPH(LOD=0,07) 15
18 Mangan (Mn)") SMEWW 3111B:2017 mg/L EEH 0,1
) (LOD=0,015) ’
i KPH
~ (i) N
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy" tinh theo N)® TCVN 6180:1996 mg/L 15,62 2
yos v KPH
gk (*) n % 5
21 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
| 22 Sét (Ferrum) (Fe)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
; KPH
*) .
l_23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid tri doi v6i miu thir nghigny/ Test results are valid for the submitted sample(s) only.

2. Khéng duge trich dan mt phan phicu ket qua thir nghi¢m néu khong c6 sur déng y bing van ban ctia Trudng Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hang duge ghi theo yéu cau cta noi gui méw Name of sample(s) and customer are wrilten as customer’s request.

. L Trang:

124 han hanh: 2 Soat xét: 5/05.06.2021



BO Y TE
TRUONG DAL HOC Y’TE CONG CONG
TRUNG TAM XET NGHIEM

[ViLAS 1008 |
LABORATORY CENTER
Dia chi: S6 1A, dudng Dire Théng, P. Dirc Thiing, Q. Biic Tir Litm, HA Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
T Tén chi tigu Phwong phép thir Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-105 Ngudng gidi
han cho phép
- 2-
24 Sunphat (SOs>)1") SMEW‘Q;S ?,? 20 mg/L 44 250
. SMEWW 4500-8* KPH
**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26| (Hg)*" MS) me/L (LOD=0,00015) 0,601
27 Tong chat ran hoa tan (TDS)® SMEWW 2540 C:2017 mg/L 400 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
. + ] = 4
29 ﬁ‘g:r‘l‘;f,“ cde dan xuat chloro-s- | yypy gy 1 PP 45:2021 ng/L KPH (LOD=0,2) 100
30 Chlorpyrifos*” HPL.HD.H.PP 45:2021 peg/l KPH (LOD=0,2) 30
31 Cyanazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100
33 Hydroxgatmzine"’ HPL.HD.H.PP 45:2021 g/l KPH (LOD=0,2) 200
34 Pendimetalin'” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
. (e NIFC.04.M.021 (GC-
. " =
35 Permethrin MS/MS) ng/L KPH (LOD=0,3) 20
36 Propanil®”) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20
37 Simazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 2
. L (o NIFC.04.M.021 (GC- 0
X (** = :
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20 L )‘%
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60 /o)l
40 | Bromoform!" EPA 524.2:1995 ng/L KPH (LOD=3) 100 3/
41 Chloroform'” EPA 524.2:1995 ng/L KPH (LOD=3) 300 7
42 Dibromochloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3) 100
43 Monochloramine!” SMEW\;rOﬁOO—CI B mg/L KPH (L.OD=0,07) 3
E 44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi chu:

Mau do khach hang giri den;

QCVN 01-1:2018/BYT: Quy chudn Ky thugt Quéc gia vé Chdt heong nuée sach ste dung cho muc dich mede sinh hoat;

KPH: Pdi véi cac chi tiéu Héa: Khong phat hién, két qud nho hom gidi han phat hi¢n ctia phicomg phép:Dd'i Vi ede chi tiéu Sinh:
Khéng phat hién la khong cé khudn lac nao moe trén dia méi tricdng n uéi cdy;

Céc chi tiéu danh ddu (*) la chi tiéu duge cong nhdn ISOAEC 17025 :2017;

Cde chi tiéu danh dau (¥%) Ia chi tiéu diegc thuee hién boi thau phu.
Ha Noi, ngay 20 thang 06 ndm 2024

GIAM BOC

PHU TRACH . Gl )
20 TRYUNG TAM XET NGHIEM

PHONG DICH VU NUGC, Q'I‘MT&MTLE&/'

#

Ky bai: Vi Thi Cie
 Ngdy ky: 20062024 18:38:26
Té chire xdc thye: VNPT Centilication

Ths. Vit Thi Ciic

Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gid tri ddi ‘véi mau thir nghis;m.f Test results are valid for the submitted Si}mplc(s) only.
2. Khéng duge trich dan mgt phan phiéu ket qua thir nghiém néu khang cé sy dong ¥ bang vin bin cia Trudmg Pai hoe Y 1& cong cong/ The
test report must not be reproduced without the, written approval of HUPH.

3. Tén mau, tén khich hang dugce ghi theo yéu ciu ciia noi giti maw/ Name of sample(s) and customer are written as customer’s request.

AR L I R Lo bt Soft xét: 5/05.06.2021 Trang:



‘ BQ Y TE
TRUGNG DAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dia chi: S 1A, dudng Dirc Théing, P. Diic Théng, Q. Béic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http:/labo.huph.edu.vn

[ViLAs 1008 ]

PHIEU KET QUA THU NGHIEM

Tén maw Name of sample

TEST REPORT

S&/No: W2406-106 (24.486)
: Mfu nuréve sinh hoat cubi nguﬁn tram bom D2

2. Tén khach hang/ Name of customer : Cong ty Cb phén cfip thoiat mrée Lang Son
3. Dia chi khach hang/ Address of customer + S& 14/10, dwdng L& Dai Hanh, Phuing Pong Kinh, Thanh phd Lang
Son, Tinh Lang Son, Viét Nam
4. Mb th maw/ Description + MAu dyng trong 1 can 5lit & didu kién thuong
5. Ngiy nhin maw Date of receiving : 07/06/2024
6. Nguwdi lay/giri mau/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 —20/06/2024
8. Két qua thir nghiém/ Test results :
Két qua QCVN 01-
T Tén chi ticu Phwrong phép thir Pon vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-106 Ngudng gidi
han cho phép
1 Coliform téng s6(*) TCVN 6187-1:2019 CFU/100 mL KPH <3
2 E. coli®" TCVN 6187-1:2019 CFU/100 mL KPH <l
: KPH
- {t) . /FF——‘-"‘-—-.
3 Arsenic (As) SMEWW 3113B:2017 mg/L (LOD~0,0006) %M
4 Clo du ty dot” SME\EZIO“I?’OU—CI- mg/L 0,34 //é;/
5 | Poduc” TCVN 12492-1:2020 NTU 0,5 [F[InuNeT
6 Mau sic TCVN 6185:2015 TCU <5 \[GAPEET NGH
o . Khong co mii, vi | Khosgeo mii,
7 Mui, vi Cam quan - la \K‘%S%/I
8 pH® TCVN 6492:2011 - 7,6 6+ B
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881;2011 CFU/ 100mL KPH <1
11 Amoni” TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. . KPH
() 3
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003
KPH
® : :
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s6 pecmanganat") TCVN 6186:1996 mg/L 0,6 2
15 Pdng (Cuprum) (Cw)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Do cimg, tinh theo CaCO3t" TCVN 6224:1996 mg/L 247 300
17 | Fluor (F)® SIS mg/l | KPH (LOD=0,07) LS
KPH
) :
18 Mangan (Mn) SMEWW 3111B:2017 mg/L (LOD=0,015) 0,1
. KPH
A . (-l) 3 5
19 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nitrat (NOy” tinh theo N)” TCVN 6180:1996 mg/L 15,42 2
.- KPH
- i (*) . ¥
21 Nitrit (NO;™ tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 S&t (Ferrum) (Fe)®” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
KPH
i (Se)? ; ;
L23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

£

Céc két qua thir nghiém ghi trong phiéu nay chi c6 gi trj déi voi mau thir nghign/ Test results are valid for the submitted sample(s) only.

2. Khong duge trich din mdt phén phiéu két qua thir nghiém néu khong cé sy dong ¥ bang vin bin cia Trudng Pai hoe Y té cong cong/ The

test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing dugc ghi theo yéu ciu coa noi gui maw/ Name of sample(s) and customer are wrilten as customer’s request.

i s ek sl e ey o B

1 An ban hanh: 2

Sodt xét: 5/05.06.2021 Trang:



‘ BOYTE
TRUGNG PAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Dja chi: S6 1A, dudmng Dirc Théing,
Address: No.1A, Duc Thang Street, Duc Th

Phone: (84-4) 62733370; Hotline: (+84) 9

P. Pite Thiing, Q. Biic Tir Lidm, Ha Ngi
ang Ward, Bac Tu Liem District, Ha Noi City
68668198 Website: http://labo.huph.edu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

K&t qua QCYNO01- |
TT Tén chi tidu Phwong phap thir Pon vi Result 1:2018/BYT
i/ i efi " § = 3L
No Characteristic Test method Unit W2406-106 ]Ngmmg gidi
1an cho phép
~ _ 2-
24 Sunphat (SO>)" SMEW\;;S IO—? SRl mg/L 40 250
o SMEWW 4500-8* KPH
3 (*9
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thuy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH _
26| gy MS) A (LOD=0,00015) 0,001
27 Tong chat ran hoa tan (TDS)™ SMEWW 2540 C:2017 mg/L 402 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
29 | A dan xuat chloro-s- | ypr yp H.PP 45:2021 ng/L KPH (LOD=0,2) 100
30 | Chlorpyrifos®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 30
31 Cyanazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08) 0,6
32 Dichloprop!” HPL.HD.H.PP 46:2021 ng/L KPH (LOD=0,3) 100 4\
33 Hydroxyatrazine!"” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200\ .\
34 | Pendimetalin® HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 " \z)|
e NIFC.04.M.021 (GC- AJO
: fin*Y =
35 Permethrin MS/MS) pg/L KPH (LOD=0,3) 20 /%O })
36 Propanil” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) 20 3/
37 Simazinc!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) T
: . fib NIFC.04.M.021 (GC-
i) _
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3) 20
39 Bromodichloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 60
40 Bromoform!" EPA 524.2:1995 pg/L KPH (LOD=3) 100
41 Chloroform'" EPA 524.2:1995 pg/L KPH (LOD=3) 300
42 Dibromochloromethane!”) EPA 524.2:1995 ng/L KPH (LOD=3) 100
43 Monochloramine SMEW\;’ 0;‘300'(:1 B mg/L KPH (LOD=0,07) 3
| 44 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20

Ghi chii: .
Mqn do khach hang giei den;

QCVN 01-1:2018/BYT: Quy chudan Ky thudt Quée gia vé Chat hegmg mede sach sir dung cho myc dich mede sinh hoat;
KPH: Déi véi cae chi tiéu Héa: Khong phat hién, két qué nhé hon gici han phat hién ctia phrong phap;Déi véi cde chi tiéu Sinh:
Khéng phat hign la khéng co kh wdn lae néo moc trén dia moi trieomg nuoi cdy;
Cée chi tiéu danh dédu (%) la chi tiéu diege céng nhin ISO/IEC 17025:2017;
Cée chi tiéu danh déu (¥%) la chi tiéu duge thiee hién boi thiu phu.
Ha Ngi, ngay 20 thang 06 nam 2024
' GIAM BOC

*1 XET NGHIEM

i

PHY TRACH [ﬁv
PHONG DICH VU NUGC, QTMT&MTLD %~

4 4 _/,.-—-"'"
y-/
o

Ky bai: Vi Thi Ciie
_ Nedy ky: 20/06/2024 18:39:59
Té chie x4c thye: VNPT Certification

Ths. Vil Thi Ciic

TS. Diing Thé Hung

v6i miu thit nghigmy/ Test results are valid for the submitted sample(s) only.

Cic két qua thir nghi¢m ghi trgng phiéu nay chi cé gid tri déi 5

2. Khéng dugc trich din mot phin phicu ket qua thir nghi¢m néu khong co sy dong y bing vin ban ctia Truong Dai hoe Y t& cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Tén mau, tén khich hing dugc ghi theo yéu cu cia noi giri maw Name of sample(s) and customer are written as customer’s request.

S TS T2 han hanh: 2

Soat xét: 5/05.06.2021 Trang:



BO Y TE
TRUGNG PATHOC Y TE CONG CONG - 7=
TRUNG TAM XET NGHIEM ol
LABORATORY CENTER

Pia chi: S6 1A, dudmng Dirc Théng, P. Ditc Thiing, Q. Biic Tir Liém, Ha Noi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn

PHILU KET QUA THU NGHIEM
TEST REPORT

S&/No: W2406-107 (24.486)

. Tén maw/ Name of sample . MAu nuée sinh hoat dAu ngudn tram bom H3
2. Tén khich hang/ Name of customer : Cong ty Cb phin cip thodt nwée Lang Son
3. Dia chi khich hang/ Address of customer . §6 14/10, dwdmng L& Dai Hanh, Phwdng Pong Kinh, Thanh phé Lang
. Son, Tinh Lang Som, Vi¢t Nam
4. Md ta maw/ Description : MAu dyng trong 1 can 5 1it & diéu kign thwong
5. Ngay nhan mau/ Date of receiving : 07/06/2024
6. Neuwsi lay/gin maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghigm/ Testing time + 07/06/2024 —20/06/2024
8. Két qua thir nghi¢m/ Test resulls :
Két qua QCVN 01-
TT Tén chi titu Phwrong phép thir Don vi Result 1:2018/BYT
f ecretoristi " i & e
No Characteristic Test method Unit W2406-107 Ngudng giGi
han cho phép
| Coliform téng s6**) TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®” TCVN 6187-1:2019 CFU/100 mL_| KPH < =
KPH D5—
‘seni *) 3 :
L 3 | Arsenic (As) SMEWW 3113B:2017 mg/L (LOD=0,0006) 7 0
_ : 7 -CI -
4 | Clodutdo® SMEWW 4saBnl mg/L 037 HLFRUNG
G:2017 ok RO
5 P duc'” TCVN 12492-1:2020 NTU 0,7 Z
6 Mau siic TCVN 6185:2015 TCU <5 NI
A~ r N . ~ -~ ———
7 M, vi Cim quil ] Khong c;g mili, vi Khmm‘m
g | pHO TCVN 6492:2011 - 7,6 6+85
9 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <1
10 Pseudomonas aeruginosa'” TCVN 8881:2011 CFU/ 100mL KPH <1
11 Amoni‘") TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3
. KPH
*) : .
12 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD-0,00003) 0,003
. KPH
£y ( ) .
13 Chi (Plumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
14 Chi s0 pecmanganat(" TCVN 6186:1996 mg/L 2 2
15 Pong (Cuprum) (Cw)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
16 Dj cimg, tinh theo CaCO3" TCVN 6224:1996 mg/L 227 300
17 | Fluor (F)Y® SMENPAL U mg/l. | KPH (LOD=0,07) LS
18 Mangan (Mn)™” SMEWW 3111B:2017 mg/L b 0,1
' (LOD=0,015) !
. KPH
B *) 3 .
19 Nhom (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
20 Nifrat (NO; tinh theo N)t") TCVN 6180:1996 mg/L 15,5 2
oyt KPH
) (*) Y
21 Nitrit (NO;" tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
22 Sht (Ferrum) (Fe)!” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
i (Se)”) : ;
23 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01

1. Céc két qua thir nghi¢m ghi trong phiéu nay chi c6 gid trj d6i véi miu thir nghi¢m/ Test results are valid for the submitted sample(s) only.
Khéng duge trich dan mot phan phicu ket qua thir nghi¢m neu khdng co sy déng ¥ bing van ban cta Truémg Pai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.
3. Tén mau, tén khach hing duge ghi theo yéu cau cia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

e W o SN 1.An ban hanh: 2 Soat xét: 5/05.06.2021 Trang:




‘ BO Y TE
TRUGNG DAI HOC Y TE CONG CONG
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TRUNG TAM XET NGHIEM L
e [viLAS 1008 ]
LABORATORY CENTER
Dia chi: S6 1A, duong Dire Théng, P. Dirc Thing, Q. Biic Tir Liém, Ha N§i
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Ket qud QCVN 01-
TT Tén chi tiéu Plurong phép thi Don vi Result 1:2018/BYT
No Characteristic Test method Unit W2406-107 Ngudng gh"n
han cho phép
~ _ B
24 Sunphat (SOs*)™ SMbW\g’;OS :),? BEM mg/L 37 250
_________————)—4—____4__'._—/———
- SMEWW 4500-58* KPH
(**)
25 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngan (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
26 (Hg)") MS) mg/L ;LOD:0,0UOI 5) 0,001
27 Tong chit ran hoa tan (TDS)" SMEWW 2540 C:2017 mg/L 401 1.000
28 1,3 - Dichloropropen EPA 524.2:1995 pg/L KPH (LOD=3) 20
gy | A din xuat chloro-s- | ypy, D H.PP 45:2021 gl | KPH(LOD=02) 100
‘—___I——)—’___————r————’_‘———r__—
30 Chlorpyrifos'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)
31 Cyanazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,08)
32 Dichloprop"” HPL.HD.H.PP 46:2021 pg/L KPH (LOD=0,3)
33 Hydroxyatrazine!” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)
34 Pendimetalin'” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2)
. NIFC.04.M.021 (GC-
(4 =
35 Permethrin - MS/MS) pg/L KPH (LOD=0,3)
36 Propanil®” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
37 Simazine!” HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2)
. . (e NIFC.04.M.021 (GC-
s eralint®™® =
38 Trifuralin MS/MS) pg/L KPH (LOD=0,3)
39 Bromodichloromethane!” EPA 524.2:1995 pg/L KPH (LOD=3)
40 Bromoform!” EPA 524.2:1995 ng/L KPH (LOD=3)
41 Chloroform™ EPA 524.2:1995 pg/L KPH (LOD=3)
42 Dibromochloromethane” EPA 524.2:1995 ug/L KPH (LOD=3)
43 Monochloramine!"? SMEW\;’ 01?/00—0 = mg/L KPH (LOD=0,07) 3
44 Monochloroacetic acid EPA 552.2:1995 ng/L KPH (LOD=1) 20
Ghi chit:

Mau do khach hang giti dén;
QCVN 01-1 :2018/BYT: Quy chudn Ky thudt Qué'c gia vé Chdt heomg mude sach sie dung cho muc dich nieée sinh hoat;
KPH: Péi véi cac chi tiéu Hoa: Khong phat hién, két qud nhd hon gidi han phdat hi¢n ciia phwong phfip,‘Bo"i véi cae chi tiéu Sinh:
Khéng phat hi¢n la khong ¢6 khudn lac ndo moc trén dia moi trieong nuéi cdy;
Céc chi tiéu danh ddu (*) 1a ehi tiéu dugc céng nhin ISOAEC 1 7025:2017;
Cdc chi tiéu danh déu (¥%) la chi tiéu dugc thiee hién boi thau phu.
: Ha Noi, ngay 20 thang 06 ném 2024
— GIAM BOC

PHU TRACH I )
TAM XET NGHIEM

PHONG DICH VU NUGC, QTL\qT&MTLi)(ﬁ\/‘

A

Ky bai: Vi Thi Ciie
Ngay ky: 20/06/2024 18:41:20
Té chire xac thye: VNPT Certification

Ths. Vii Thj Ciic

Céc két qua thir nghi¢m ghi trong phiéu ndy chi cé gia trj dbi vé&i miu thir nghi¢m/ Test results are valid for the submitted sz}mplc(s) only.
2. Khéng duge trich dan mot phan phiéu ket qua thir nghiém neu khong ¢6 sy dong ¥ bing van ban ctia Truomg Dai hoe Y t& cong cong/ The
{est report must not be reproduced without the written approval of HUPH.

Tén mau, tén khich hang dugc ghi theo yéu chu clia noi giri maw/ Name of sample(s)

and customer are written as customer’s request.
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‘ BO Y TE
TRUONG DPAI HOC Y TE CONG CONG

TRUNG TAM XET NGHIEM
LABORATORY CENTER

Pia chi: S6 1A, dwdng Dirc Thing, P. Pl Thing, Q. Biic Tir Liém, Ha Nji
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.cdu.vn

PHIEU KET QUA THU NGHIEM
TEST REPORT

Sé/No: W2406-108 (24.486)

1. Tén maw/ Name of sample : MAu nwée sinh hoat diu ngudn tram bom Nwge mijt Cty
2. Tén khach hang/ Name of customer : Cong ty Cb phén cfip thodt nwée Lang Som
3. Dia chi khach hang/ Address of custonter : 6 14/10, dwdng Lé Dai Hanh, Phwdng Pong Kinh, Thanh pho Lang
Son, Tinh Lang Son, Vit Nam
4. Mb ta maw/ Description : MAu dung trong 1 chai 5 lit & didu ki¢n thwdng
5. Ngiy nhin mAw/ Date of receiving : 07/06/2024
6. Nguwdi lay/giti maw/ Sample taking : Cao Trung Diing
7. Thoi gian thir nghiém/ Testing time : 07/06/2024 — 20/06/2024
8. K&t qua thir nghiém/ Test resulls :
Két qua QCVN 01-
TT Tén chi tiéu Phwong phap thiv Pon vj Result 1:2018/BYT
I croforisti . = e
No Characteristic Test method Unit W2406-108 Nguwing gidi
han cho phép
I Coliform tong s6) TCVN 6187-1:2019 | CFU/100 mL KPH <3
2 E. coli®® TCVN 6187-1:2019 CFU/100 mL KPH <1
. SMEWW 4500-CI
") i
3 Clo dur tyr do G2017 mg/L 0,37 0,21
4 PO duc” TCVN 12492-1:2020 NTU 0,4 2
5 | Mausic TCVN 6185:2015 TCU <5 15
6 M, vi ——_— . Khong co mii, vi | Khong c6 m /;2
la vila /5%
7 pH®) TCVN 6492:2011 - 7.9 684/
8 Staphylococcus aureus SMEWW 9213B CFU/ 100mL KPH <qz[ AL
9 Pseudomonas aeruginosa'” TCVN 8881:2011 Cru/ 100mL KPH < \|GAXET
10 | Amoni®" TCVN 6179-1:1996 mg/L KPH (LOD=0,03) 0,3 \O\
; KPH It
(*) 3 5
11 Cadmi (Cd) SMEWW 3113B:2017 mg/L (LOD=0,00003) 0,003 \%(
KPH
i (..) g 3
12 Chi (Ijlumbum) (Pb) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
13 Chi s6 pecmanganat(” TCVN 6186:1996 mg/L 1,7 2
14 Pong (Cuprum) (Cu)” SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 1
15 P clmg, tinh theo CaCO3" TCVN 6224:1996 mg/L 43 300
16 | Fluor (F)" SRR e mg/l | KPH(LOD=0,07) LS
17 Mangan (Mn)*) SMEWW 3111B:2017 mg/L s 0,1
’ (LOD=0,015) ’
- - * KPH
0 (*) \ v
18 Nhém (Aluminium) (Al) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,2
19 Nitrat (NO3 tinh theo N)®” TCVN 6180:1996 mg/L 0,5 2
s KPH
- r (t, s .
20 Nitrit (NO; tinh theo N) TCVN 6178:1996 mg/L (LOD=0,003) 0,05
21 | Sat (Ferrum) (Fe)") SMEWW 3111B:2017 mg/L KPH (LOD=0,03) 0,3
. KPH
*) 3 -
22 Seleni (Se) SMEWW 3113B:2017 mg/L (LOD=0,0006) 0,01
- 2-
23 Sunphat (SO4)® SMEW‘;SS P -? — mg/L 16 250

I. Cég két qua thir ngh’itém ghi trong plilgéu t}:‘ny chi cd gid tri d6i v&i miu thir nghigmy/ Test results are valid for the submitted sample(s) only.
2. Khong duge trich din mot phan phicu két qua thir nghigm néu khéng 6 sy dong ¥ bing vin bin cia Trudmg Dai hoe Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

- x - a : a A ) G 2. x .-
3. Tén mau, tén khdch hang dugc ghi theo yéu cau ctia noi giri maw/ Name of sample(s) and customer are written as customer’s request.
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VILAS 1008
LABORATORY CENTER
Dja chi: S6 1A, dudng Dire Thiing, P. Pirc Thiing, Q. Bfic Tir Liém, Ha Ngi
Address: No.1A, Duc Thang Street, Duc Thang Ward, Bac Tu Liem District, Ha Noi City
Phone: (84-4) 62733370; Hotline: (+84) 968668198 Website: http://labo.huph.edu.vn
PHIEU KET QUA THU NGHIEM
Két qua QCVN 01-
TT Tén chi tiéu Phwong phép thik Don vj Result 1:2018/BYT
T T : ~ e
No Characteristic Test method Unit W2406-108 Ngwdng gidi
han cho phép
SMEWW 4500-S* KPH
**
24 Sunfua 2023 mg/L (LOD=0,015) 0,05
Thiy ngin (Hydrargyrum) NIFC.03.M.66 (ICP- KPH
25 H™ MS) mg/L (LOD=0,00015} 0,001
26 | Tdng chit rin hoa tan (TDS)!") SMEWW 2540 C:2017 mg/L 85 1.000
27 1,3 - Dichloropropen EPA 524.2:1995 ng/L KPH (LOD=3) 20
. s ¢ x 4
28 | Alrazind A cde dn xult chloro-s- | pypy D H PP 45:2021 ngL | KPH (LOD=0,2) 100
29 Chlorpyrifost” HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 30
30 Cyanazine!”) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,08) 0,6
31 Dichloprop!” HPL.HD.H.PP 46:2021 png/L KPH (LOD=0,3) 100
32 Hydroxyatrazing!®) HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) 200
33 Pendimetalin®) HPL.HD.H.PP 45:2021 ng/L KPH (LOD=0,2) s
o h NIFC.04.M.021 (GC- 2 Té\
() =
34 Permethrin MS/MS) pg/L KPH (LOD=0,3) 70\*
35 Propanil®" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) TP
36 Simazine!" HPL.HD.H.PP 45:2021 pg/L KPH (LOD=0,2) on IS
, e NIFC.04.M.021 (GC- GHlEN/O
ifaralint® =
37 | Trifuralin MS/MS) ng/L KPH (LOD=0,3) 20 n’e? /
38 Bromodichloromethane!" EPA 524.2:1995 pg/L KPH (LOD=3) 60
39 | Bromoform") EPA 524.2:1995 ng/L KPH (LOD=3) o
40 Chloroformt" EPA 524.2:1995 pg/L KPH (LOD=3) 300
41 Dibromochloromethane!” EPA 524.2:1995 ng/L KPH (LOD=3) 100
42 | Monochloramine® SMEWH 4500-C1D mg/l. | KPH (LOD=0,07) 3
43 Monochloroacetic acid EPA 552.2:1995 pg/L KPH (LOD=1) 20
Ghi chui:

Mdu do khdch hang giti dén;
QCVN 01-1:2018/BYT: Quy chudn Ky thudt Quic gia vé Chit hrmfg mieére saeh stk dung cho muc dich mieée sinh hogt;
KPH: Péi véi ede chi tiéu Hoa: Khong phat hi¢n, két qua nhé hom gidi han p]ml hién ciia phicong phdp;Péi véi cée chi tiéu Sinh:
Khang phat hién la khéng eo khudn lac ndo moc trén dia méi triuecmg nuéi cdy;
Céc chi tidu danh ddu (%) 1a chi tiéu diege cong nhin ISO/AEC 17025:2017;
Céc chi tiéu danh ddu (**) la chi tiéu diwege thiec hién boi théiu phu.

PHU TRACH

PHONG DICH VU NUGC, QTMT&MTLD [LV

Ha Noi, ngay 20 thang 06 nam 2024
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Ky bdi; Vi Thi Cic
Negdy ky: 20/06/2024 18:37:15
Tb chire xac thye: VNPT Certification

Ths. Vii Thi Ciic

FS. Diing Thé Hung

1. Chckét qua thir ny,hlgm ghi trong phleu nay chi 6 gia tri déi véi mau thir nghigm/ Test results are valid for the submiltted samp!e(s) only.
Khéng duge trich ddn m{t phan phicu két 'qua thir nghiém néu khéng cé sy dong ¥ bing vin bin cia Trudng Dai hoc Y té cong cong/ The
test report must not be reproduced without the written approval of HUPH.

3. Ténmdu, tén khich hang duge ghi theo yéu ciu ciia noi giri miw Name of sample(s) and customer are written as customer’s request.

HPL.BM.TT 18/01 Lén ban hanh: 2 Sodt xét: 5/05.06.2021 Trang:



